




Size Status St_Name Zone Name TYPE YR_INST
EX_DW

G
CAL_GRID GRID_MNR COMMENTS

VLV_
MFG

CRIT_
VLV

ID
HYD_V
LV

RED_V
LV

DISTRIBUTION SYSTEM ISOLATION VALVES

6 Open La Noria 313 VLV‐N1954911E6259410 Gate Valve 0 314‐1695 D1 N VLV‐04684 Y N

6 Open La Noria 313 VLV‐N1956018E6260494 Gate Valve 0 314‐1695 E2 N VLV‐04700 Y N

8 Open La Noria 313 VLV‐N1954802E6259323 Gate Valve 0 314‐1695 C1 N VLV‐04680 N N

8 Open Rancho La Noria 313 VLV‐N1954510E6259072 Gate Valve 0 314‐1695 C1 N VLV‐04678 N N

8 Open La Noria 313 VLV‐N1954547E6259103 Gate Valve 0 314‐1695 C1 N VLV‐04676 Y N

6 Open Rancho La Noria 313 VLV‐N1954656E6258891 Gate Valve 0 314‐1695 C1 N VLV‐04674 Y N

8 Open La Noria 313 VLV‐N1954031E6258838 Gate Valve 0 310‐1695 C4 N VLV‐04672 N N

6 Open La Noria 313 VLV‐N1953961E6258806 Gate Valve 0 310‐1695 C4 N VLV‐04670 Y N

6 Open El Secreto 520 VLV‐N1951278E6265391 Gate Valve 0 310‐1701 C1 N VLV‐00504 Y N

6 Open El Secreto 520 VLV‐N1951530E6264743 Gate Valve 0 310‐1701 C2 N VLV‐00502 Y N

8 Open El Secreto 520 VLV‐N1951543E6264678 Gate Valve 0 310‐1701 C2 N VLV‐00500 N N

8 Closed El Secreto 520 VLV‐N1951540E6264674 Gate Valve 0 310‐1701 C2 N VLV‐00498 N N

8 Open El Secreto 520 VLV‐N1951548E6264674 Gate Valve 0 310‐1701 C2 N VLV‐00496 N N

6 Open El Secreto 520 VLV‐N1951591E6264172 Gate Valve 0 310‐1701 B2 N VLV‐00476 Y N

4 Open El Secreto 520 VLV‐N1951592E6264131 Gate Valve 0 310‐1701 B2 N VLV‐00492 N N

6 Open Cantaranas 520 VLV‐N1952149E6263752 Gate Valve 0 310‐1701 B2 N VLV‐00508 N N

6 Open Avenida Maravillas 520 VLV‐N1952153E6263739 Gate Valve 0 310‐1701 B2 N VLV‐00488 N N

6 Open Avenida Maravillas 520 VLV‐N1952151E6263506 Gate Valve 0 310‐1701 B2 N VLV‐00486 Y N

8 Open Avenida Maravillas 360 VLV‐N1951969E6262905 Gate Valve 0 310‐1701 A2 N VLV‐03160 N N

8 Open Avenida Maravillas 360 VLV‐N1951980E6262906 Gate Valve 0 310‐1701 A2 N VLV‐03158 N N

6 Open Avenida Maravillas 360 VLV‐N1952069E6262820 Gate Valve 0 310‐1701 A2 N VLV‐03156 Y N

6 Open Avenida Maravillas 360 VLV‐N1952367E6262680 Gate Valve 0 310‐1701 A2 N VLV‐03154 Y N

4 Open Avenida Maravillas 520 VLV‐N1952347E6262565 Gate Valve 0 310‐1701 A2 N VLV‐00484 N N

4 Open Avenida Maravillas 520 VLV‐N1952347E6262414 Gate Valve 0 310‐1701 A2 N VLV‐00482 N N

6 Open Avenida Maravillas 360 VLV‐N1952515E6262320 Gate Valve 0 310‐1695 F3 N VLV‐03152 Y N

6 Open Avenida Maravillas 520 VLV‐N1952198E6263887 Gate Valve 0 310‐1701 B2 N VLV‐00480 Y N

6 Open Avenida Maravillas 520 VLV‐N1952448E6264680 Gate Valve 0 310‐1701 C3 N VLV‐00524 Y N

6 Open Avenida Maravillas 520 VLV‐N1952497E6265240 Gate Valve 0 310‐1701 C3 N VLV‐00490 N N

6 Open Avenida Maravillas 520 VLV‐N1952547E6265319 Gate Valve 0 310‐1701 C3 N VLV‐00494 Y N

4 Open Avenida Maravillas 520 VLV‐N1952251E6265810 Gate Valve 0 310‐1701 D2 N VLV‐00540 N N

6 Open Mariposa 520 VLV‐N1952178E6265792 Gate Valve 0 310‐1701 D2 N VLV‐00538 Y N

6 Open Avenida Maravillas 520 VLV‐N1952141E6266193 Gate Valve 0 310‐1701 D2 N VLV‐00536 Y N

6 Open Sobre Los Cerros 520 VLV‐N1952106E6266315 Gate Valve 0 310‐1701 D2 N VLV‐00534 N N

6 Open Sobre Los Cerros 520 VLV‐N1952099E6266305 Gate Valve 0 310‐1701 D2 N VLV‐00532 N N

6 Open Codorniz 520 VLV‐N1952689E6266126 Gate Valve 1983 00116 310‐1701 D3 N VLV‐00530 Y N

8 Open Avenida Maravillas 360 VLV‐N1952827E6262349 Gate Valve 0 310‐1695 F3 N VLV‐03150 N N

8 Open Avenida Maravillas 520 VLV‐N1952826E6262305 Gate Valve 0 310‐1695 F3 N VLV‐00510 N N
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6 Open Avenida Maravillas 360 VLV‐N1952668E6262790 Gate Valve 0 310‐1701 A3 N VLV‐03148 Y N

6 Open Avenida Maravillas 360 VLV‐N1952794E6263589 Gate Valve 0 310‐1701 B3 N VLV‐03146 Y N

4 Open Avenida Maravillas 360 VLV‐N1953080E6263876 Gate Valve 0 310‐1701 B3 N VLV‐03118 N N

6 Open La Granada 360 VLV‐N1953118E6263934 Gate Valve 0 310‐1701 B3 N VLV‐03142 Y N

6 Open La Granada 360 VLV‐N1953310E6264744 Gate Valve 0 310‐1701 C3 N VLV‐03126 Y N

6 Open La Granada 360 VLV‐N1953622E6265393 Gate Valve 0 310‐1701 C4 N VLV‐03164 N N

6 Open La Granada 360 VLV‐N1953432E6266003 Gate Valve 0 310‐1701 D3 N VLV‐03138 Y N

6 Missing La Granada 360 VLV‐N1953326E6266392 Gate Valve 0 310‐1701 E3 N VLV‐03136 N N

6 Open La Granada 360 VLV‐N1953318E6266417 Gate Valve 0 310‐1701 E3 N VLV‐03134 N N

6 Open Sobre Los Cerros 360 VLV‐N1953316E6266412 Gate Valve 0 310‐1701 E3 N VLV‐03132 N N

6 Open La Granada 360 VLV‐N1953104E6266896 Gate Valve 0 310‐1701 E3 N VLV‐03130 Y N

6 Open La Granada 360 VLV‐N1952958E6267486 Gate Valve 0 310‐1701 F3 N VLV‐03128 Y N

6 Open La Granada 360 VLV‐N1952960E6267516 Gate Valve 0 310‐1701 F3 N VLV‐03124 N N

4 Open La Granada 360 VLV‐N1952942E6267580 Gate Valve 0 310‐1701 F3
PRV 360‐2 DOWNSTREAM 

VALVE
Y VLV‐03144 N N

4 Open Mimosa 520 VLV‐N1952931E6267586 Gate Valve 0 310‐1701 F3
PRV 360‐2 UPSTREAM 

VALVE
Y VLV‐00526 N N

6 Open Mimosa 520 VLV‐N1952003E6267507 Gate Valve 0 310‐1701 F2 N VLV‐00542 Y N

6 Open Mimosa 520 VLV‐N1951570E6267377 Gate Valve 0 310‐1701 E2 Y VLV‐00522 N N

6 Open Linea Del Cielo 520 VLV‐N1951725E6267993 Gate Valve 0 310‐1701 F2 N VLV‐00520 Y N

6 Closed Linea Del Cielo 520 VLV‐N1951766E6268172 Gate Valve 0 310‐1701 F2 N VLV‐00518 N N

6 Closed Linea Del Cielo 520 VLV‐N1951790E6268248 Butterfly Valve 0 310‐1701 F2 N VLV‐00516 N N

8 Open Linea Del Cielo 406 VLV‐N1951746E6268128 Gate Valve 0 310‐1701 F2 Y VLV‐02502 N N

8 Closed Linea Del Cielo 406 VLV‐N1951695E6268128 Gate Valve 0 310‐1701 F2 N VLV‐02500 N N

6 Open Linea Del Cielo 520 VLV‐N1951271E6266758 Gate Valve 0 310‐1701 E1 N VLV‐00512 Y N

8 Open Avenida Maravillas 520 VLV‐N1951191E6266456 Gate Valve 0 310‐1701 E1 P VLV‐00460 N N

16 Open Linea Del Cielo 520 VLV‐N1951185E6266436
Double Gate 
Wedge Valve

0 310‐1701 E1 RENS Y VLV‐00410 N Y

6 Open Avenida Maravillas 520 VLV‐N1951240E6266374 Gate Valve 0 310‐1701 D1 N VLV‐00478 Y N

6 Closed Sobre Los Cerros 520 VLV‐N1952976E6266292 Gate Valve 0 310‐1701 D3
Pressure Zone Seperation 

Valves
N VLV‐00436 N N

6 Open Linea Del Cielo 520 VLV‐N1951439E6267026 Gate Valve 0 310‐1701 E1 N VLV‐00434 Y N

6 Open Avenida Maravillas 520 VLV‐N1951303E6266055 Gate Valve 0 310‐1701 D1 N VLV‐00432 N N

8 Open Avenida Maravillas 520 VLV‐N1951298E6266051 Gate Valve 0 310‐1701 D1 N VLV‐00430 N N

8 Open El Secreto 520 VLV‐N1951519E6263628 Gate Valve 1993 00094 310‐1701 B2 N VLV‐00428 N N

6 Open El Secreto 520 VLV‐N1951512E6263621 Gate Valve 1993 00094 310‐1701 B2 N VLV‐00408 Y N

8 Open El Secreto 520 VLV‐N1951447E6262988 Gate Valve 0 310‐1701 A1
NOT SHOWN ON AS‐BUILT 

94
N VLV‐00424 N N

8 Closed El Secreto 360 VLV‐N1951517E6262671 Gate Valve 0 310‐1701 A2
NOT SHOWN ON AS‐BUILT 

94
N VLV‐03140 N N

6 Open El Secreto 360 VLV‐N1951525E6262669 Gate Valve 0 310‐1701 A2 N VLV‐03120 Y N

6 Open El Secreto 520 VLV‐N1951528E6262210 Gate Valve 1993 00094 310‐1695 F2 N VLV‐00440 Y N

8 OPEN El Secreto 520 VLV‐N1951627E6261514 Plug Valve 1993 00094 310‐1695 F2 P VLV‐00420 N N

Appendix E Page 21 of 77



Size Status St_Name Zone Name TYPE YR_INST
EX_DW

G
CAL_GRID GRID_MNR COMMENTS

VLV_
MFG

CRIT_
VLV

ID
HYD_V
LV

RED_V
LV

DISTRIBUTION SYSTEM ISOLATION VALVES

6 Open Rambla De Las Flores 520 VLV‐N1951679E6261449 Gate Valve 0 310‐1695 F2 N VLV‐00418 Y N

8 UNK Rambla De Las Flores 520 VLV‐N1951629E6261503 Plug Valve 1993 00094 310‐1695 F2 P VLV‐00416 N N

6 Open Rambla De Las Flores 288 VLV‐N1952197E6261521 Gate Valve 0 310‐1695 F2 N VLV‐04928 Y N

8 Open Rambla De Las Flores 288 VLV‐N1952219E6261533 Butterfly Valve 0 310‐1695 F2 N VLV‐04922 N N

8 Closed Rambla De Las Flores 288 VLV‐N1952734E6261775 Gate Valve 0 310‐1695 F3 N VLV‐04926 N N

8 Open Los Morros 520 VLV‐N1951912E6260798 Gate Valve 0 310‐1695 E2 N VLV‐00414 N N

8 Open El Camino Real 343 VLV‐N1951805E6258008 Gate Valve 0 310‐1695 B2 Y VLV‐03258 N N

6 Open El Camino Real 313 VLV‐N1951970E6257942 Gate Valve 0 310‐1695 B2 N VLV‐04648 Y N

6 Open La Noria 313 VLV‐N1953202E6258229 Gate Valve 0 310‐1695 B3 N VLV‐04650 Y N

8 Open La Noria 313 VLV‐N1953501E6258579 Gate Valve 0 310‐1695 C4 N VLV‐04652 N N

8 Open Los Pinos 313 VLV‐N1953501E6258585 Gate Valve 0 310‐1695 C4 N VLV‐04662 N N

6 Closed Los Pinos 313 VLV‐N1953239E6259176 Gate Valve 0 310‐1695 C3 N VLV‐04654 N N

8 Open Los Pinos 313 VLV‐N1953225E6259176 Gate Valve 0 310‐1695 C3 N VLV‐04646 N N

6 Open Los Pinos 313 VLV‐N1952968E6259074 Gate Valve 0 310‐1695 C3 N VLV‐04656 Y N

8 Closed Los Morros 343 VLV‐N1951902E6260804 Gate Valve 0 310‐1695 E2
Pressure Zone Seperation 

Valves
N VLV‐03256 N N

8 Open Los Morros 343 VLV‐N1951890E6260811 Gate Valve 0 310‐1695 E2 N VLV‐03274 N N

6 Open Los Morros 343 VLV‐N1952229E6260959 Gate Valve 0 310‐1695 E2 N VLV‐03254 N N

6 Open El Aspecto 343 VLV‐N1952268E6260915 Gate Valve 0 310‐1695 E2 N VLV‐03252 Y N

6 Open El Aspecto 343 VLV‐N1952656E6260634 Gate Valve 0 310‐1695 E3 N VLV‐03250 Y N

6 Open Los Morros 343 VLV‐N1952946E6261341 Gate Valve 0 310‐1695 E3 N VLV‐03248 Y N

8 Open Los Morros 343 VLV‐N1953051E6261347 Gate Valve 0 310‐1695 E3 N VLV‐03246 N N

8 Closed Los Morros 343 VLV‐N1953044E6261351 Gate Valve 0 310‐1695 E3 N VLV‐03290 N N

6 Open Los Morros 343 VLV‐N1951733E6260498 Gate Valve 0 310‐1695 E2 N VLV‐03294 Y N

8 Open Los Morros 343 VLV‐N1951233E6260022 Gate Valve 0 310‐1695 D1 N VLV‐03260 N N

6 Open Los Morros 343 VLV‐N1951174E6259900 Gate Valve 0 310‐1695 D1 N VLV‐03304 Y N

6 Open El Camino Real 313 VLV‐N1951854E6257982 Gate Valve 0 310‐1695 B2
PRV 313‐1 DOWNSTREAM 

VALVE
Y VLV‐04660 N N

6 Open El Camino Real 343 VLV‐N1951836E6257990 Gate Valve 0 310‐1695 B2
PRV 313‐1 UPSTREAM 

VALVE
Y VLV‐03302 N N

8 Open El Camino Real 343 VLV‐N1951804E6258013 Gate Valve 0 310‐1695 B2 P VLV‐03300 N N

8 Open El Camino Real 343 VLV‐N1951199E6258408 Gate Valve 0 310‐1695 C1 P VLV‐03298 N N

6 Open El Camino Real 343 VLV‐N1951196E6258406 Gate Valve 0 310‐1695 B1 Y VLV‐03296 N N

6 Open Los Morros 343 VLV‐N1951211E6258496 Gate Valve 0 310‐1695 C1 N VLV‐03276 Y N

6 Open Los Morros 343 VLV‐N1951204E6259020 Gate Valve 0 310‐1695 C1 N VLV‐03292 Y N

6 Open Los Morros 343 VLV‐N1951028E6259476 Gate Valve 0 310‐1695 D1 N VLV‐03308 Y N

6 Open Camino Privado 343 VLV‐N1951942E6258389 Gate Valve 0 310‐1695 B2 N VLV‐03288 Y N

6 Open Camino Privado 343 VLV‐N1952171E6258517 Gate Valve 0 310‐1695 C2 N VLV‐03286 Y N

6 Open Los Pinos 313 VLV‐N1953464E6258659 Gate Valve 0 310‐1695 C4 N VLV‐04666 Y N

6 Open Reposa Alta 520 VLV‐N1952466E6259766 Gate Valve 0 310‐1695 D3 N VLV‐00412 N N
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6 Open Reposa Alta 520 VLV‐N1952293E6259681 Gate Valve 0 310‐1695 D2 N VLV‐00456 Y N

6 Open Reposa Alta 520 VLV‐N1952539E6259488 Gate Valve 0 310‐1695 D3 N VLV‐00422 Y N

8 Open El Camino Real 343 VLV‐N1950911E6258418 Gate Valve 1991 00129 310‐1695 C1 P VLV‐03284 N N

6 Open Calle Familia 343 VLV‐N1950644E6258922 Gate Valve 1991 00129 310‐1695 C1 N VLV‐03282 Y N

6 Open El Camino Real 343 VLV‐N1950042E6258480 Gate Valve 0 306‐1695 C4 N VLV‐03280 Y N

8 Open El Camino Real 343 VLV‐N1949661E6258374 Gate Valve 0 306‐1695 B4 Y VLV‐03278 N N

6 Open El Camino Real 343 VLV‐N1949531E6258313 Gate Valve 0 306‐1695 B4 N VLV‐03272 Y N

6 Open Rambla De Las Flores 288 VLV‐N1950626E6261288 Gate Valve 0 310‐1695 E1 N VLV‐04912 Y N

8 Open Rambla De Las Flores 288 VLV‐N1950596E6261286 Gate Valve 0 310‐1695 E1 N VLV‐04942 N N

8 Open Rambla De Las Flores 520 VLV‐N1950557E6261295 Plug Valve 0 310‐1695 E1 P VLV‐00426 N N

6 Open Rambla De Las Flores 520 VLV‐N1950354E6261289 Gate Valve 0 306‐1695 E4 N VLV‐00472 Y N

6 Open Rambla De Las Flores 520 VLV‐N1949944E6261330 Gate Valve 0 306‐1695 E4 N VLV‐00470 Y N

8 Open Rambla De Las Flores 520 VLV‐N1949526E6261656 Gate Valve 0 306‐1695 F4 N VLV‐00468 N N

8 Open Rambla De Las Flores 520 VLV‐N1949524E6261665 Gate Valve 0 306‐1695 F4 N VLV‐00466 N N

6 Open Rambla De Las Flores 520 VLV‐N1948910E6261978 Gate Valve 0 306‐1695 F3 N VLV‐00464 N N

6 Open Rambla De Las Flores 520 VLV‐N1948910E6261980 Gate Valve 0 306‐1695 F3 N VLV‐00462 N N

6 Open Rambla De Las Flores 520 VLV‐N1948901E6261937 Gate Valve 0 306‐1695 F3 N VLV‐00442 N N

6 Open Rambla De Las Flores 520 VLV‐N1948789E6262072 Gate Valve 0 306‐1695 F3 N VLV‐00458 Y N

8 Closed Rambla De Las Flores 360 VLV‐N1948724E6262070 Gate Valve 0 306‐1695 F3 N VLV‐03168 N N

6 Open Rambla De Las Flores 360 VLV‐N1947968E6262579 Gate Valve 0 306‐1701 A2 N VLV‐03170 N N

6 Open Rambla De Las Flores 520 VLV‐N1947932E6262706 Gate Valve 0 306‐1701 A2 N VLV‐00474 Y N

8 Missing Rambla De Las Flores 520 VLV‐N1947934E6262712 Butterfly Valve 0 306‐1701 A2 N VLV‐00454 N N

6 Open Rambla De Las Flores 520 VLV‐N1947965E6263133 Butterfly Valve 0 306‐1701 A2 N VLV‐00452 Y N

4 Open Rambla De Las Flores 360 VLV‐N1948045E6263365 Gate Valve 0 306‐1701 A2 N VLV‐03172 N N

8 Open Rambla De Las Flores 360 VLV‐N1948048E6263378 Gate Valve 0 306‐1701 B2 N VLV‐03166 N N

8 Open Rambla De Las Flores 520 VLV‐N1948096E6263780 Gate Valve 1980 00085 306‐1701 B2 N VLV‐00450 N N

8 Open Rambla De Las Flores 520 VLV‐N1948042E6263914 Gate Valve 0 306‐1701 B2 N VLV‐00446 N N

6 Open Rambla De Las Flores 520 VLV‐N1948019E6263948 Gate Valve 0 306‐1701 B2 N VLV‐00234 Y N

6 Open Rambla De Las Flores 520 VLV‐N1947658E6264288 Gate Valve 0 306‐1701 B2 N VLV‐00528 Y N

6 Open Rambla De Las Flores 520 VLV‐N1947461E6264532 Gate Valve 0 306‐1701 C2 N VLV‐00308 Y N

8 Open Rambla De Las Flores 520 VLV‐N1947430E6264609 Gate Valve 0 306‐1701 C1 P VLV‐00098 N N

8 Open Calzada Del Boque 520 VLV‐N1947428E6264619 Gate Valve 0 306‐1701 C1 P VLV‐00096 N N

16 Open Linea Del Cielo 520 VLV‐N1947369E6264637
Double Gate 
Wedge Valve

0 306‐1701 C1 RENS Y VLV‐00094 N Y

6 Open Linea Del Cielo 520 VLV‐N1947852E6264885 Gate Valve 0 306‐1701 C2 N VLV‐00092 Y N

6 Open Private Drive 520 VLV‐N1948284E6265517 Gate Valve 0 306‐1701 D2 P VLV‐00090 N N

16 Open Linea Del Cielo 520 VLV‐N1948559E6265751
Double Gate 
Wedge Valve

0 306‐1701 D3 RENS Y VLV‐00088 N Y

6 Open El Cielito 520 VLV‐N1948578E6265753 Gate Valve 0 306‐1701 D3 P VLV‐00068 N N
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6 Open El Cielito 520 VLV‐N1948818E6265470 Gate Valve 0 306‐1701 D3 N VLV‐00084 Y N

6 Open El Cielito 520 VLV‐N1948819E6265452 Gate Valve 0 306‐1701 D3 N VLV‐00100 N N

6 Open El Cielito 520 VLV‐N1948751E6264886 Gate Valve 0 306‐1701 C3 N VLV‐00080 Y N

6 Open El Cielito 520 VLV‐N1948633E6265698 Gate Valve 0 306‐1701 D3 N VLV‐00078 Y N

16 Open Linea Del Cielo 520 VLV‐N1950156E6265983
Double Gate 
Wedge Valve

0 306‐1701 D4 RENS Y VLV‐00076 N Y

10 Open La Glorieta 520 VLV‐N1950216E6265994 Gate Valve 0 306‐1701 D4 P VLV‐00074 N N

8 Open La Sencilla 520 VLV‐N1950307E6266043 Gate Valve 2005 00240 306‐1701 D4 P VLV‐00072 N N

6 Open La Sencilla 520 VLV‐N1949853E6266928 Gate Valve 2005 00240 306‐1701 E4 N VLV‐00116 Y N

6 Open La Sencilla 520 VLV‐N1949663E6266576 Gate Valve 2005 00240 306‐1701 E4 N VLV‐00082 Y N

6 Open Linea Del Cielo 520 VLV‐N1950603E6266041 Gate Valve 0 310‐1701 D1 N VLV‐00086 Y N

6 Open La Glorieta 520 VLV‐N1950221E6265934 Gate Valve 0 306‐1701 D4 N VLV‐00132 Y N

10 Open La Glorieta 520 VLV‐N1950234E6265119 Gate Valve 2005 00240 306‐1701 C4 N VLV‐00130 N N

10 Open La Glorieta 520 VLV‐N1950236E6265111 Gate Valve 2005 00240 306‐1701 C4 N VLV‐00128 N N

6 Open Private Road 520 VLV‐N1950231E6265114 Gate Valve 2005 00240 306‐1701 C4 N VLV‐00126 N N

6 Open La Glorieta 520 VLV‐N1950261E6265038 Gate Valve 0 306‐1701 C4 N VLV‐00124 Y N

6 Open La Glorieta 520 VLV‐N1950328E6264737 Gate Valve 2005 00240 306‐1701 C4 N VLV‐00122 Y N

10 Open La Glorieta 520 VLV‐N1950334E6264699 Gate Valve 2005 00240 306‐1701 C4 N VLV‐00102 N N

10 Open La Glorieta 520 VLV‐N1950339E6264694 Gate Valve 2005 00240 306‐1701 C4
SHOULD BE 10x6 REDUCER 
HERE PER DWG 240 SH 5

N VLV‐00118 N N

8 Open Private Road 520 VLV‐N1950334E6264694 Gate Valve 2005 00240 306‐1701 C4 N VLV‐00134 N N

6 Open Private Road 520 VLV‐N1949826E6264398 Gate Valve 0 306‐1701 B4 N VLV‐00114 Y N

8 Open Private Road 520 VLV‐N1949615E6264120 Gate Valve 0 306‐1701 B4 N VLV‐00112 N N

6 Open Private Road 520 VLV‐N1949281E6263425 Gate Valve 0 306‐1701 B3 N VLV‐00110 Y N

6 Open Calle Chaparro 520 VLV‐N1948757E6263758 Gate Valve 0 306‐1701 B3 N VLV‐00108 Y N

6 Open Calle Chaparro 520 VLV‐N1948168E6263823 Butterfly Valve 1980 00085 306‐1701 B2
VALVE NOT SPECIFIED AS 

BV IN DWG 85
N VLV‐00106 Y N

6 Open El Acebo 520 VLV‐N1950603E6263799 Gate Valve 0 310‐1701 B1 N VLV‐00064 N N

4 Open El Acebo 520 VLV‐N1950595E6263794 Gate Valve 1954 00079 310‐1701 B1 N VLV‐00120 N N

6 Open El Acebo 520 VLV‐N1950110E6263390 Gate Valve 0 306‐1701 A4 N VLV‐00070 Y N

8 Open El Acebo 520 VLV‐N1949752E6262825 Gate Valve 0 306‐1701 A4 N VLV‐00030 N N

8 Open El Acebo 520 VLV‐N1949754E6262822 Gate Valve 0 306‐1701 A4 N VLV‐00028 N N

8 Open El Acebo Del Norte 520 VLV‐N1950563E6263009 Gate Valve 0 310‐1701 A1 N VLV‐00026 N N

8 Open El Acebo Del Norte 520 VLV‐N1950559E6263011 Gate Valve 0 310‐1701 A1 N VLV‐00024 N N

6 Open El Acebo 520 VLV‐N1950655E6263062 Gate Valve 0 310‐1701 A1 N VLV‐00022 Y N

6 Open El Acebo 520 VLV‐N1949735E6262759 Gate Valve 0 306‐1701 A4 N VLV‐00020 Y N

6 Open El Acebo 520 VLV‐N1949535E6261735 Gate Valve 0 306‐1695 F4 N VLV‐00002 Y N

8 Open El Acebo Del Norte 520 VLV‐N1950565E6263013 Gate Valve 0 310‐1701 A1 N VLV‐00016 N N

8 Open El Acebo Del Norte 520 VLV‐N1950370E6262394 Gate Valve 0 306‐1695 F4 N VLV‐00032 N N

6 Open El Acebo Del Norte 520 VLV‐N1950462E6262380 Gate Valve 0 310‐1695 F1 N VLV‐00012 Y N
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6 Open El Acebo Del Norte 520 VLV‐N1950839E6262514 Gate Valve 0 310‐1701 A1 N VLV‐00010 Y N

6 Open Via De La Valle 310 VLV‐N1946726E6267811 Gate Valve 0 306‐1701 F1 N VLV‐04808 Y N

10 Open Via De La Valle 310 VLV‐N1946786E6267819 Gate Valve 0 306‐1701 F1 N VLV‐04810 N N

6 Open Via De La Valle 310 VLV‐N1948018E6268581 Gate Valve 0 306‐1707 A2 N VLV‐04812 Y N

6 Open Via De La Valle 310 VLV‐N1948793E6269310 Gate Valve 0 306‐1707 A3 N VLV‐04814 Y N

8 Open Los Arboles 406 VLV‐N1947245E6267388 Gate Valve 1983 00116 306‐1701 E1 N VLV‐02542 N N

4 Open Los Arboles 406 VLV‐N1947246E6267392 Butterfly Valve 1983 00116 306‐1701 E1 N VLV‐02656 N N

6 Open Los Arboles 406 VLV‐N1947600E6267416 Gate Valve 1983 00116 306‐1701 F2 N VLV‐02658 Y N

6 Open Los Arboles 406 VLV‐N1947602E6267828 Gate Valve 1983 00116 306‐1701 F2 N VLV‐02660 Y N

6 Open Los Arboles 406 VLV‐N1948054E6267777 Gate Valve 1983 00116 306‐1701 F2 N VLV‐02644 Y N

8 Open Los Arboles 406 VLV‐N1948377E6268001 Gate Valve 1983 00116 306‐1701 F2 N VLV‐02654 N N

6 Open Los Arboles 406 VLV‐N1948424E6268064 Gate Valve 0 306‐1701 F2 N VLV‐02652 Y N

6 Open Los Arboles 406 VLV‐N1948622E6268263 Gate Valve 0 306‐1701 F3 N VLV‐02648 Y N

6 Open Los Arboles 406 VLV‐N1949043E6267806 Gate Valve 0 306‐1701 F3 N VLV‐02646 N N

6 Open Via Del Alba 406 VLV‐N1947534E6266908 Gate Valve 0 306‐1701 E2 N VLV‐02626 Y N

10 Open Via Del Alba 406 VLV‐N1947817E6266900 Gate Valve 0 306‐1701 E2 N VLV‐02624 N N

6 Open Via Del Alba 406 VLV‐N1947948E6266926 Gate Valve 0 306‐1701 E2 N VLV‐02622 Y N

6 Open Via Del Alba 406 VLV‐N1948665E6267319 Gate Valve 0 306‐1701 E3 N VLV‐02620 Y N

12 Open Via Del Alba 406 VLV‐N1949073E6267724 Gate Valve 0 306‐1701 F3 N VLV‐02618 N N

6 Open Via Del Alba 406 VLV‐N1949089E6267753 Gate Valve 0 306‐1701 F3 N VLV‐02638 N N

6 Open Via Del Alba 406 VLV‐N1949129E6267822 Gate Valve 0 306‐1701 F3 N VLV‐02632 Y N

2 Open NIS 406 VLV‐N1949187E6268159 Gate Valve 0 306‐1701 F3 N VLV‐02634 N N

6 Open Via Del Alba 406 VLV‐N1949393E6268410 Gate Valve 0 306‐1707 A3 NOT SHOWN ON PLAN 115 N VLV‐02664 N N

6 Open NIS 406 VLV‐N1949458E6268351 Gate Valve 0 306‐1701 F4 NOT SHOWN ON PLAN 115 N VLV‐02636 Y N

6 Open NIS 406 VLV‐N1949704E6268126 Gate Valve 0 306‐1701 F4 NOT SHOWN ON PLAN 115 N VLV‐02616 Y N

12 Open Private Road 406 VLV‐N1950085E6268605 Butterfly Valve 0 306‐1707 A4 N VLV‐02640 N N

4 Open Private Road 406 VLV‐N1950093E6268597 Gate Valve 0 306‐1707 A4 N VLV‐02642 N N

4 Open Private Road 406 VLV‐N1950161E6268595 Gate Valve 0 306‐1707 A4 N VLV‐02666 N N

6 Open Private Road 406 VLV‐N1950362E6268552 Gate Valve 0 306‐1707 A4 N VLV‐02662 Y N

6 Open Private Road 406 VLV‐N1951094E6268393 Gate Valve 0 310‐1701 F1 N VLV‐02650 N N

6 Open Calzada Del Bosque 520 VLV‐N1947310E6265264 Gate Valve 0 306‐1701 C1 N VLV‐00008 Y N

6 Open Calzada Del Bosque 520 VLV‐N1947267E6265382 Gate Valve 0 306‐1701 C1 N VLV‐00006 N N

6 Open Calzada Del Bosque 406 VLV‐N1947264E6265399 Gate Valve 0 306‐1701 C1 N VLV‐02628 N N

6 Open Calzada Del Bosque 406 VLV‐N1947259E6265689 Gate Valve 0 306‐1701 D1 N VLV‐02554 Y N

8 Open Calzada Del Bosque 406 VLV‐N1947263E6265726 Gate Valve 0 306‐1701 D1 N VLV‐02572 N N

6 Open Private Road 406 VLV‐N1946657E6265567 Gate Valve 0 306‐1701 D1 N VLV‐02570 Y N

6 Open Calzada Del Bosque 406 VLV‐N1947286E6266005 Gate Valve 0 306‐1701 D1 N VLV‐02568 Y N
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6 Open Calzada Del Bosque 406 VLV‐N1947046E6266543 Gate Valve 2004 306‐1701 E1 N VLV‐02566 Y N

8 Open Los Arboles 406 VLV‐N1946825E6267030 Gate Valve 0 306‐1701 E1 N VLV‐02564 N N

8 Open Calzada Del Bosque 406 VLV‐N1946823E6267024 Gate Valve 0 306‐1701 E1 N VLV‐02562 N N

6 Open Calzada Del Bosque 406 VLV‐N1946828E6267003 Gate Valve 0 306‐1701 E1 N VLV‐02560 Y N

6 Open Los Arboles 406 VLV‐N1947265E6267270 Gate Valve 0 306‐1701 E1 N VLV‐02538 Y N

6 Open Linea Del Cielo 520 VLV‐N1947248E6264631 Gate Valve 0 306‐1701 C1 N VLV‐00004 Y N

6 Open Linea Del Cielo 520 VLV‐N1946801E6263856 Gate Valve 0 306‐1701 B1 N VLV‐00048 Y N

8 Open El Arco Iris 520 VLV‐N1946269E6262970 Gate Valve 0 302‐1701 A4 N VLV‐00052 N N

6 Open El Arco Iris 520 VLV‐N1946277E6262941 Gate Valve 0 302‐1701 A4 N VLV‐00018 N N

6 Open El Arco Iris 520 VLV‐N1946832E6261695 Gate Valve 0 306‐1695 F1 N VLV‐00062 N N

6 Open El Arco Iris 520 VLV‐N1946802E6261691 Gate Valve 0 306‐1695 F1 N VLV‐00060 Y N

16 Open Linea Del Cielo 520 VLV‐N1946198E6262986
Double Gate 
Wedge Valve

0 302‐1701 A4 Y VLV‐00058 N Y

8 Open Las Planideras 520 VLV‐N1945564E6262887 Gate Valve 0 302‐1701 A4 Y VLV‐00056 N N

8 Open Las Planideras 520 VLV‐N1945532E6262912 Gate Valve 0 302‐1701 A4 P VLV‐00054 N N

8 Open Las Planideras 520 VLV‐N1945524E6262985 Gate Valve 0 302‐1701 A4 Y VLV‐00034 N N

20 Open Linea Del Cielo 520 VLV‐N1945263E6262466 Gate Valve 0 302‐1701 A3 Y VLV‐00050 N N

16 Open El Camino Real 520 VLV‐N1945294E6262393 Gate Valve 0 302‐1695 F3 RENS Y VLV‐00066 N N

8 Open El Camino Real 520 VLV‐N1945208E6262416 Gate Valve 0 302‐1701 A3 Y VLV‐00046 N N

10 Open Linea Del Cielo 520 VLV‐N1945209E6262361 Gate Valve 0 302‐1695 F3 P VLV‐00044 N N

6 Open Linea Del Cielo 520 VLV‐N1945203E6262307 Gate Valve 0 302‐1695 F3 N VLV‐00042 Y N

6 Open El Camino Real 520 VLV‐N1945906E6261931 Gate Valve 0 302‐1695 F4 N VLV‐00040 Y N

6 Open El Camino Real 520 VLV‐N1945869E6261512 Gate Valve 0 302‐1695 F4 P VLV‐00038 N N

6 Open El Camino Real 520 VLV‐N1945795E6261086 Gate Valve 0 302‐1695 E4 N VLV‐00036 Y N

16 Open El Camino Real 520 VLV‐N1945732E6260873
Double Gate 
Wedge Valve

0 302‐1695 E4 Y VLV‐00166 N Y

12 Open NIS 520 VLV‐N1945687E6260828 Gate Valve 0 302‐1695 E4 Y VLV‐00256 N N

12 Open El Camino Real 520 VLV‐N1945754E6260781 Gate Valve 0 302‐1695 E4 Y VLV‐00104 N N

6 Open El Camino Real 520 VLV‐N1945747E6260731 Gate Valve 1976 00087 302‐1695 E4 N VLV‐00232 Y N

8 Open El Camino Real 520 VLV‐N1946188E6259840 Gate Valve 0 302‐1695 D4 P VLV‐00230 N N

6 Open El Nido 520 VLV‐N1946219E6259878 Gate Valve 0 302‐1695 D4 N VLV‐00228 Y N

8 Open El Nido 520 VLV‐N1946665E6260401 Gate Valve 1976 00087 306‐1695 D1 N VLV‐00226 N N

6 Open Via Pato 520 VLV‐N1946568E6260568 Gate Valve 1976 00087 306‐1695 E1 N VLV‐00224 Y N

6 Open El Nido 520 VLV‐N1947113E6260629 Butterfly Valve 1976 00087 306‐1695 E1 N VLV‐00204 Y N

8 Open El Nido 520 VLV‐N1947148E6260649 Gate Valve 0 306‐1695 E1 N VLV‐00220 N N

6 Open El Nido 520 VLV‐N1947417E6260763 Gate Valve 0 306‐1695 E1 N VLV‐00236 Y N

6 Open El Nido 520 VLV‐N1947934E6261088 Gate Valve 0 306‐1695 E2 N VLV‐00216 Y N

6 Open El Camino Real 520 VLV‐N1946857E6259419 Gate Valve 0 306‐1695 D1 N VLV‐00214 Y N

6 Open Via Lechusa 520 VLV‐N1947111E6259594 Gate Valve 1976 00087 306‐1695 D1 N VLV‐00212 Y N
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8 Open El Camino Real 520 VLV‐N1946967E6259355 Gate Valve 1976 00087 306‐1695 C1 P VLV‐00210 N N

8 Open El Camino Real 520 VLV‐N1947385E6259093 Gate Valve 1976 00087 306‐1695 C1 P VLV‐00208 N N

6 Open Via Gaviota 520 VLV‐N1947616E6259553 Gate Valve 1976 00087 306‐1695 D2 N VLV‐00252 Y N

6 Open El Camino Real 520 VLV‐N1947449E6259053 Gate Valve 0 306‐1695 C2 N VLV‐00218 Y N

12 Open El Camino Real 520 VLV‐N1948452E6258437 Gate Valve 1963 00098 306‐1695 C3 Y VLV‐00222 N N

24 Open El Camino Real 520 VLV‐N1948457E6258434 Plug Valve 1963 00098 306‐1695 C3 Y VLV‐00268 N N

18 Closed El Camino Real 520 VLV‐N1948459E6258447 Plug Valve 0 306‐1695 C3 Y VLV‐00266 N N

8 Open La Orilla 343 VLV‐N1949023E6258323 Gate Valve 0 306‐1695 B3 P VLV‐03306 N N

10 Open El Camino Real 520 VLV‐N1948983E6258328 Gate Valve 0 306‐1695 B3 Y VLV‐00264 N N

6 Open La Orilla 288 VLV‐N1949044E6258435 Gate Valve 0 306‐1695 C3 N VLV‐04934 Y N

6 Open La Orilla 288 VLV‐N1949214E6258942 Gate Valve 0 306‐1695 C3 N VLV‐04936 Y N

6 Open La Orilla 288 VLV‐N1949261E6259329 Gate Valve 0 306‐1695 C3 N VLV‐04938 Y N

6 Open La Orilla 288 VLV‐N1949329E6259763 Gate Valve 0 306‐1695 D3 N VLV‐04940 N N

8 Closed La Orilla 288 VLV‐N1949332E6259791 Gate Valve 0 306‐1695 D3 N VLV‐04916 N N

6 Open La Orilla 288 VLV‐N1949351E6259814 Gate Valve 0 306‐1695 D3 N VLV‐04924 Y N

8 Open La Orilla 288 VLV‐N1949368E6259855 Gate Valve 0 306‐1695 D3 N VLV‐04920 N N

6 Open La Orilla 288 VLV‐N1950069E6260376 Gate Valve 0 306‐1695 D4 N VLV‐04914 Y N

24 Open La Orilla 520 VLV‐N1950342E6260806 Plug Valve 1963 00098 306‐1695 E4
ROCK
WELL

Y VLV‐00262 N N

6 Open Puerta Del Sol 520 VLV‐N1946258E6263073 Gate Valve 0 302‐1701 A4 N VLV‐00260 Y N

6 Open Puerta Del Sol 520 VLV‐N1946017E6263945 Gate Valve 0 302‐1701 B4 N VLV‐00258 Y N

6 Open Puerta Del Sol 406 VLV‐N1945557E6265053 Gate Valve 0 302‐1701 C4 N VLV‐02574 Y N

8 Open Puerta Del Sol 406 VLV‐N1945532E6265109 Gate Valve 0 302‐1701 C4 N VLV‐02552 N N

8 Open Puerta Del Sol 406 VLV‐N1945530E6265113 Gate Valve 0 302‐1701 C4 N VLV‐02550 N N

6 Open Puerta Del Sol 406 VLV‐N1945290E6265468 Gate Valve 0 302‐1701 D3 N VLV‐02548 Y N

6 Open Puerta Del Sol 406 VLV‐N1944609E6265858 Gate Valve 0 302‐1701 D3 N VLV‐02546 Y N

6 Open Puerta Del Sol 406 VLV‐N1944134E6266114 Gate Valve 0 302‐1701 D2 N VLV‐02544 Y N

6 Open Puerta Del Sol 406 VLV‐N1944001E6266198 Gate Valve 0 302‐1701 D2 N VLV‐02612 N N

6 Open Puerta Del Sol 406 VLV‐N1943950E6266227 Gate Valve 0 302‐1701 D2 N VLV‐02540 N N

6 Open Puerta Del Sol 310 VLV‐N1943360E6266371 Gate Valve 0 302‐1701 D1 N VLV‐04824 N N

10 Open Las Palomas 310 VLV‐N1943354E6266378 Gate Valve 0 302‐1701 D1 N VLV‐04826 N N

6 Open Las Palomas 310 VLV‐N1943358E6266432 Gate Valve 0 302‐1701 E1 N VLV‐04854 Y N

8 Open Via Valle Verde 310 VLV‐N1943059E6266911 Gate Valve 0 302‐1701 E1 N VLV‐04830 N N

6 Open Las Palomas 310 VLV‐N1943331E6266592 Gate Valve 0 302‐1701 E1 N VLV‐04806 N N

6 Open Via De La Valle 310 VLV‐N1943829E6267643 Gate Valve 0 302‐1701 F2 N VLV‐04834 Y N

6 Open Via De La Valle 310 VLV‐N1943956E6267814 Gate Valve 0 302‐1701 F2 N VLV‐04836 Y N

10 Open Via De La Valle 310 VLV‐N1944589E6268357 Gate Valve 0 302‐1701 F3 N VLV‐04740 N N

6 Open Via De La Valle 310 VLV‐N1944597E6268355 Gate Valve 0 302‐1701 F3 N VLV‐04838 Y N
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6 Open Via De La Valle 310 VLV‐N1946315E6267836 Gate Valve 0 302‐1701 F4 N VLV‐04774 N N

6 Open NIS 310 VLV‐N1946176E6267570 Gate Valve 0 302‐1701 F4 N VLV‐04840 Y N

6 Closed Via Del Alba 406 VLV‐N1945630E6265184 Gate Valve 0 302‐1701 C4 N VLV‐02596 N N

8 Open Via Del Alba 406 VLV‐N1945533E6265113 Gate Valve 0 302‐1701 C4 N VLV‐02558 N N

6 Open Via Del Alba 406 VLV‐N1945995E6266036 Gate Valve 0 302‐1701 D4 N VLV‐02610 Y N

4 Open Via Del Alba 406 VLV‐N1946208E6266149 Gate Valve 0 302‐1701 D4 N VLV‐02608 N N

6 Open Via Del Alba 406 VLV‐N1946257E6266178 Gate Valve 0 302‐1701 D4 N VLV‐02606 Y N

6 Open NIS 406 VLV‐N1945341E6265987 Gate Valve 0 302‐1701 D3 N VLV‐02604 N N

4 Open NIS 406 VLV‐N1944597E6266519 Gate Valve 0 302‐1701 E3 N VLV‐02602 N N

3 Open NIS 406 VLV‐N1944237E6266733 Gate Valve 0 302‐1701 E2 N VLV‐02600 N N

6 Open Rancho Real 310 VLV‐N1940456E6263203 Gate Valve 0 298‐1701 A3 N VLV‐04842 Y N

6 Open El Camino Real 310 VLV‐N1939903E6262492 Gate Valve 0 298‐1701 A2 N VLV‐04844 Y N

8 Open El Camino Real 310 VLV‐N1939820E6262438 Gate Valve 0 298‐1701 A2 N VLV‐04846 N N

6 Open El Camino Real 310 VLV‐N1939814E6262439 Gate Valve 0 298‐1701 A2 N VLV‐04848 N N

8 Open El Camino Real 310 VLV‐N1939813E6262434 Gate Valve 0 298‐1701 A2 N VLV‐04850 N N

8 Open El Camino Real 310 VLV‐N1939474E6262179 Gate Valve 1973 00054 298‐1695 F2 N VLV‐04852 N N

6 Open Rancho Del Madison 310 VLV‐N1939489E6261977 Gate Valve 1973 00054 298‐1695 F2 N VLV‐04782 Y N

8 Open Rancho Del Madison 310 VLV‐N1939541E6261801 Gate Valve 1973 00054 298‐1695 F2 N VLV‐04778 N N

8 Open Fisher Cove 310 VLV‐N1939538E6261794 Gate Valve 1973 00054 298‐1695 F2 N VLV‐04828 N N

8 Open Fisher Cove 310 VLV‐N1939549E6261797 Gate Valve 1973 00054 298‐1695 F2 N VLV‐04760 N N

6 Open Fisher Cove 310 VLV‐N1939654E6261839 Gate Valve 1973 00054 298‐1695 F2 N VLV‐04762 Y N

8 Open El Camino Real 310 VLV‐N1939435E6262160 Butterfly Valve 0 298‐1695 F2 N VLV‐04764 N N

10 Open El Camino Real 310 VLV‐N1939409E6262150 Butterfly Valve 0 298‐1695 F1 N VLV‐04766 N N

8 Open El Camino Real 310 VLV‐N1939397E6262146 Butterfly Valve 0 298‐1695 F1 N VLV‐04768 N N

10 Open Via De La Valle 310 VLV‐N1938934E6262139 Butterfly Valve 1979 00160 298‐1695 F1 N VLV‐04770 N N

10 Open Via De La Valle 310 VLV‐N1938926E6262132 Butterfly Valve 0 298‐1695 F1 N VLV‐04772 N N

10 Open Via De La Valle 310 VLV‐N1938928E6262146 Butterfly Valve 1979 00160 298‐1695 F1 N VLV‐04886 N N

6 Open Via De La Valle 310 VLV‐N1939025E6262882 Gate Valve 1978 00058 298‐1701 A1 N VLV‐04776 N N

6 Open Arroyo Rosita 310 VLV‐N1939351E6262865 Gate Valve 0 298‐1701 A1
NOT SHOWN ON AS‐BUILT 

60
N VLV‐04832 Y N

6 Open Arroyo Rosita 310 VLV‐N1939589E6262784 Gate Valve 1978 00058 298‐1701 A2 N VLV‐04780 Y N

10 Open Via De La Valle 310 VLV‐N1939028E6262930 Gate Valve 0 298‐1701 A1 N VLV‐04756 N N

6 Open Via De La Valle 310 VLV‐N1939030E6262971 Gate Valve 0 00203 298‐1701 A1 N VLV‐04784 N N

6 Open NIS 310 VLV‐N1938780E6263331 Gate Valve 0 298‐1701 A1 N VLV‐04786 Y N

8 Open Via De La Valle 310 VLV‐N1939132E6263780 Gate Valve 0 298‐1701 B1 N VLV‐04788 N N

6 Open Via De La Valle 310 VLV‐N1939136E6263784 Gate Valve 0 298‐1701 B1 N VLV‐04790 Y N

6 Open Via De La Valle 310 VLV‐N1939186E6264535 Gate Valve 0 298‐1701 C1 N VLV‐04792 Y N

8 Open Via De La Valle 310 VLV‐N1939198E6264597 Gate Valve 1984 00117 298‐1701 C1 N VLV‐04794 N N
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8 Open Via De La Valle 310 VLV‐N1939200E6264603 Gate Valve 1984 00117 298‐1701 C1 N VLV‐04796 N N

8 Open Via De La Valle 310 VLV‐N1939197E6264601 Gate Valve 1984 00117 298‐1701 C1
OWNED BY OMWD ‐ 

REMOVE FROMMODEL
N VLV‐04798 N N

8 Open Via De La Valle 310 VLV‐N1939734E6265092 Gate Valve 0 298‐1701 C2 N VLV‐04800 N N

8 Open Via De La Valle 310 VLV‐N1939741E6265093 Gate Valve 0 298‐1701 C2 N VLV‐04802 N N

6 Open Via De La Valle 310 VLV‐N1939737E6265096 Gate Valve 0 298‐1701 C2 N VLV‐04758 N N

8 Open Via De La Valle 310 VLV‐N1940313E6265046 Gate Valve 0 298‐1701 C2 N VLV‐04884 N N

6 Open Via De La Valle 310 VLV‐N1940324E6265047 Gate Valve 0 298‐1701 C2 N VLV‐04860 N N

6 Open Via De La Valle 310 VLV‐N1940615E6265093 Gate Valve 0 298‐1701 C3 N VLV‐04862 Y N

8 Open Via De La Valle 310 VLV‐N1940656E6265097 Butterfly Valve 1983 00116 298‐1701 C3 N VLV‐04864 N N

8 Open Via De La Valle 310 VLV‐N1940908E6265095 Gate Valve 0 298‐1701 C3
NOT SHOWN ON AS‐BUILT 

116‐5
N VLV‐04866 N N

8 Open Via De La Valle 310 VLV‐N1940915E6265088 Gate Valve 1983 00116 298‐1701 C3 N VLV‐04868 N N

8 Open Via De La Valle 310 VLV‐N1940920E6265097 Gate Valve 0 298‐1701 C3
NOT SHOWN ON AS‐BUILT 

116‐5
N VLV‐04870 N N

6 Open Las Palomas 310 VLV‐N1941521E6265178 Gate Valve 1983 00116 298‐1701 C4 N VLV‐04872 Y N

6 Open Las Palomas 310 VLV‐N1942180E6265220 Gate Valve 1983 00116 298‐1701 C4 N VLV‐04874 Y N

6 Open Las Palomas 310 VLV‐N1942860E6265468 Gate Valve 1983 00116 302‐1701 D1 N VLV‐04876 Y N

8 Open Las Palomas 310 VLV‐N1942907E6265499 Gate Valve 1983 00116 302‐1701 D1 N VLV‐04880 N N

8 Open Las Planideras 310 VLV‐N1940317E6265043 Gate Valve 0 298‐1701 C2 N VLV‐04882 N N

6 Open Las Planideras 310 VLV‐N1940322E6264970 Gate Valve 0 298‐1701 C2 N VLV‐04896 Y N

6 Open Las Planideras 310 VLV‐N1940671E6264257 Gate Valve 0 298‐1701 B3 N VLV‐04894 Y N

6 Open Las Planideras 406 VLV‐N1940753E6263649 Gate Valve 0 298‐1701 B3 N VLV‐02598 N N

6 Open Las Planideras 406 VLV‐N1940759E6263623 Gate Valve 0 298‐1701 B3 N VLV‐02576 Y N

6 Open Las Planideras 406 VLV‐N1940784E6263551 Gate Valve 0 298‐1701 B3 N VLV‐02594 N N

4 Open NIS 406 VLV‐N1940219E6263505 Gate Valve 0 298‐1701 B2 N VLV‐02614 N N

6 Open Las Planideras 406 VLV‐N1941145E6263497 Gate Valve 0 298‐1701 B3 N VLV‐02590 Y N

8 Open Las Planideras 406 VLV‐N1942005E6264090 Gate Valve 0 298‐1701 B4 N VLV‐02588 N N

6 Open Las Planideras 406 VLV‐N1942740E6264549 Gate Valve 0 302‐1701 C1 N VLV‐02586 Y N

6 Open Las Planideras 406 VLV‐N1943689E6265082 Gate Valve 0 302‐1701 C2 N VLV‐02584 Y N

8 Open Las Planideras 406 VLV‐N1943706E6265090 Gate Valve 0 302‐1701 C2 N VLV‐02582 N N

8 Open Las Planideras 406 VLV‐N1944402E6264834 Gate Valve 0 302‐1701 C2 N VLV‐02580 N N

6 Open Las Planideras 406 VLV‐N1944422E6264795 Gate Valve 0 302‐1701 C2
PRV 406‐B1 

DOWNSTREAM VALVE
Y VLV‐02578 N N

6 Open Las Planideras 520 VLV‐N1944431E6264779 Gate Valve 0 302‐1701 C3
PRV 406‐B1 UPSTREAM 

VALVE
Y VLV‐00254 N N

6 Open Las Planideras 520 VLV‐N1944488E6264713 Gate Valve 0 302‐1701 C3 N VLV‐00270 Y N

6 Open Las Planideras 520 VLV‐N1944891E6264090 Gate Valve 0 302‐1701 B3 N VLV‐00250 Y N

8 Open Las Planideras 520 VLV‐N1944892E6264080 Gate Valve 0 302‐1701 B3 Y VLV‐00248 N N

6 Open La Madreselva 520 VLV‐N1944910E6263933 Gate Valve 0 302‐1701 B3 P VLV‐00246 N N

6 Open La Madreselva 520 VLV‐N1944251E6263801 Gate Valve 0 302‐1701 B2 N VLV‐00244 Y N

6 Open La Madreselva 520 VLV‐N1944010E6263718 Gate Valve 0 302‐1701 B2 N VLV‐00242 N N
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6 Open El Camino Real 520 VLV‐N1944294E6262721 Gate Valve 0 302‐1701 A2 N VLV‐00240 Y N

8 Open El Camino Real 520 VLV‐N1943919E6262740 Gate Valve 0 302‐1701 A2 Y VLV‐00188 N N

6 Open El Camino Real 520 VLV‐N1943816E6262757 Gate Valve 0 302‐1701 A2
PRV 348‐2 UPSTREAM 

VALVE
Y VLV‐00138 N N

6 Open El Camino Real 348 VLV‐N1943795E6262760 Gate Valve 0 302‐1701 A2
PRV 348‐2 DOWNSTREAM 

VALVE
Y VLV‐03198 N N

6 Open El Camino Real 348 VLV‐N1943492E6262811 Gate Valve 0 302‐1701 A2 N VLV‐03200 Y N

6 Open El Camino Real 348 VLV‐N1943018E6262851 Gate Valve 0 302‐1701 A1 N VLV‐03202 Y N

8 Open El Camino Real 348 VLV‐N1942610E6262921 Gate Valve 0 302‐1701 A1 N VLV‐03204 N N

8 Open El Camino Real 348 VLV‐N1941875E6262939 Gate Valve 0 298‐1701 A4 N VLV‐03222 N N

6 Open El Camino Real 310 VLV‐N1941399E6262822 Gate Valve 0 298‐1701 A3 N VLV‐04890 N N

8 Open El Camino Real 310 VLV‐N1941184E6262811 Gate Valve 0 298‐1701 A3 N VLV‐04900 N N

6 Open El Camino Real 310 VLV‐N1941106E6262818 Gate Valve 0 298‐1701 A3 N VLV‐04904 N N

8 Open Rancho Real 310 VLV‐N1940412E6262794 Gate Valve 1979 00019 298‐1701 A2 N VLV‐04906 N N

6 Open Rancho Real 310 VLV‐N1940445E6262525 Gate Valve 1979 00019 298‐1701 A3 N VLV‐04878 Y N

8 Open Rancho Real 310 VLV‐N1940403E6262801 Gate Valve 1970 00159 298‐1701 A2 N VLV‐04898 N N

6 Open Rancho Real 310 VLV‐N1940398E6262872 Gate Valve 1970 00159 298‐1701 A2 N VLV‐04902 Y N

6 Open Rancho Real 310 VLV‐N1940123E6263251 Gate Valve 1970 00159 298‐1701 A2 N VLV‐04856 Y N

6 Open Rancho Real 310 VLV‐N1939684E6263269 Gate Valve 0 298‐1701 A2 N VLV‐04908 Y N

6 Open Rancho Real 310 VLV‐N1939419E6263265 Gate Valve 1970 00159 298‐1701 A1 N VLV‐04804 Y N

6 Open La Madreselva 520 VLV‐N1943508E6263570 Gate Valve 0 302‐1701 B2 N VLV‐00206 Y N

6 Open Via De La Valle 310 VLV‐N1938829E6261414 Gate Valve 1979 00160 298‐1695 F1 N VLV‐04720 Y N

6 Open Via De La Valle 310 VLV‐N1938824E6261357 Gate Valve 0 298‐1695 E1 N VLV‐04722 N N

6 Open Via De La Valle 310 VLV‐N1938779E6261023 Gate Valve 0 298‐1695 E1 N VLV‐04724 N N

6 Open Via De La Valle 310 VLV‐N1938762E6260905 Gate Valve 1979 00160 298‐1695 E1 N VLV‐04726 Y N

6 Open Via De La Valle 310 VLV‐N1938698E6260612 Gate Valve 1979 00160 298‐1695 E1 N VLV‐04728 Y N

10 Open Via De La Valle 310 VLV‐N1938801E6261253 Butterfly Valve 1979 00160 298‐1695 E1 N VLV‐04730 N N

10 Open Via De La Valle 310 VLV‐N1938798E6261227 Butterfly Valve 1979 00160 298‐1695 E1 N VLV‐04732 N N

8 Open De La Valle Place 310 VLV‐N1938815E6261237 Butterfly Valve 1979 00160 298‐1695 E1 N VLV‐04734 N N

6 Open De La Valle Place 310 VLV‐N1938900E6261231 Gate Valve 1979 00160 298‐1695 E1 N VLV‐04754 Y N

6 Open De La Valle Place 310 VLV‐N1939270E6261233 Gate Valve 1979 00160 298‐1695 E1 N VLV‐04748 Y N

6 Open De La Valle Place 310 VLV‐N1939516E6261295 Gate Valve 1979 00160 298‐1695 E2 N VLV‐04742 Y N

6 Open Linea Del Cielo 520 VLV‐N1944741E6262003 Gate Valve 0 302‐1695 F3 N VLV‐00164 N N

6 Open Linea Del Cielo 520 VLV‐N1944573E6262090 Gate Valve 0 302‐1695 F3 N VLV‐00162 Y N

6 Open Linea Del Cielo 520 VLV‐N1943832E6261512 Gate Valve 0 302‐1695 F2 N VLV‐00160 Y N

10 Open Linea Del Cielo 520 VLV‐N1943706E6261377 Gate Valve 0 302‐1695 E2 N VLV‐00158 N N

8 Open Linea Del Cielo 520 VLV‐N1943786E6261458 Gate Valve 0 302‐1695 F2 N VLV‐00156 N N

10 Open Linea Del Cielo 520 VLV‐N1943700E6261371 Gate Valve 1987 00137 302‐1695 E2 N VLV‐00136 N N

8 Open Paseo Primero 520 VLV‐N1943707E6261368 Gate Valve 1987 00137 302‐1695 E2 N VLV‐00152 N N
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6 Open La Floresta 520 VLV‐N1943109E6261481 Gate Valve 0 302‐1695 F1 N VLV‐00168 Y N

6 Open La Floresta 520 VLV‐N1943090E6261496 Gate Valve 0 302‐1695 F1 N VLV‐00148 N N

6 Open Paseo Primero 520 VLV‐N1943743E6261349 Gate Valve 0 302‐1695 E2 N VLV‐00140 Y N

6 Open Paseo Primero 520 VLV‐N1944505E6261057 Gate Valve 0 302‐1695 E3 N VLV‐00200 N N

6 Open Paseo Primero 520 VLV‐N1944532E6261073 Gate Valve 0 302‐1695 E3 N VLV‐00948 N N

16 Open Lomas Santa Fe Drive 520 VLV‐N1943529E6259652
Double Gate 
Wedge Valve

0 302‐1695 D2 RENS Y VLV‐00946 N Y

4 Open Lomas Santa Fe Drive 520 VLV‐N1943582E6259199 Gate Valve 0 302‐1695 C2 RW Reservoir P VLV‐00944 N N

10 Open Lomas Santa Fe Drive 520 VLV‐N1943588E6258990 Gate Valve 0 302‐1695 C2 Y VLV‐00942 N N

10 Open Lomas Santa Fe Drive 520 VLV‐N1943555E6258970 Gate Valve 0 302‐1695 C2 Y VLV‐00940 N N

6 Open Sun Valley Road 520 VLV‐N1943455E6259134 Gate Valve 0 302‐1695 C2 P VLV‐00938 N N

10 Open Sun Valley Road 520 VLV‐N1943432E6259192 Gate Valve 0 302‐1695 C1 Y VLV‐00918 N N

6 Open Sun Valley Road 520 VLV‐N1943423E6259217 Gate Valve 0 302‐1695 C1 Y VLV‐00934 N N

8 Open Sun Valley Road 520 VLV‐N1943087E6260183
Double Gate 
Wedge Valve

0 302‐1695 D1 Y VLV‐00950 N Y

6 Open Sun Valley Road 520 VLV‐N1942940E6260475 Gate Valve 0 302‐1695 E1 N VLV‐00930 Y N

6 Open Sun Valley Road 520 VLV‐N1942699E6260934 Gate Valve 0 302‐1695 E1 Y VLV‐00928 N N

4 Open Echo Hill Lane 520 VLV‐N1942709E6260921 Gate Valve 0 302‐1695 E1 P VLV‐00926 N N

8 Open Paso Del Sol 520 VLV‐N1942688E6260948 Gate Valve 1967 00214 302‐1695 E1 P VLV‐00924 N N

6 Open Paso Del Sol 520 VLV‐N1942267E6260727 Gate Valve 1967 00214 298‐1695 E4 N VLV‐00922 Y N

8 Open Paso Del Sol 520 VLV‐N1942185E6260656 Gate Valve 1967 00214 298‐1695 E4 N VLV‐00920 N N

6 Open Paso Del Sol 520 VLV‐N1941879E6260433 Gate Valve 1967 00214 298‐1695 E4 N VLV‐00868 Y N

6 Open Paso Del Sol 520 VLV‐N1942081E6260172 Gate Valve 1967 00214 298‐1695 D4 N VLV‐00818 Y N

6 Open Sun Valley Road 520 VLV‐N1942622E6261062 Gate Valve 0 302‐1695 E1
PRV 348‐1 UPSTREAM 

VALVE
Y VLV‐00886 N N

6 Open Sun Valley Road 348 VLV‐N1942610E6261081 Gate Valve 0 302‐1695 E1
PRV 348‐1 DOWNSTREAM 

VALVE
Y VLV‐03196 N N

10 Open Sun Valley Road 348 VLV‐N1942632E6261038 Butterfly Valve 0 302‐1695 E1
NOT SHOWN ON AS‐BUILT 

206
Y VLV‐03238 N N

8 Open Private Road 348 VLV‐N1942482E6261233 Gate Valve 0 302‐1695 E1 P VLV‐03236 N N

2 Open Private Road 348 VLV‐N1942476E6261651 Gate Valve 0 302‐1695 F1 N VLV‐03234 N N

6 Open Private Road 348 VLV‐N1942480E6261788 Gate Valve 0 302‐1695 F1 N VLV‐03232 N N

6 Open Private Road 348 VLV‐N1942474E6261972 Gate Valve 0 302‐1695 F1 N VLV‐03230 Y N

4 Open Private Road 348 VLV‐N1942375E6262172 Gate Valve 0 298‐1695 F4 N VLV‐03228 N N

8 Open Private Road 348 VLV‐N1941821E6262521 Gate Valve 0 298‐1701 A4 N VLV‐03206 N N

6 Open Private Road 348 VLV‐N1941807E6262573 Gate Valve 0 298‐1701 A4 N VLV‐03224 Y N

6 Open Private Road 348 VLV‐N1942261E6261345 Gate Valve 0 298‐1695 E4 N VLV‐03242 Y N

6 Open Private Road 348 VLV‐N1941933E6261482 Gate Valve 0 298‐1695 F4 N VLV‐03220 Y N

8 Open Private Road 348 VLV‐N1941927E6261448 Butterfly Valve 0 298‐1695 F4 P VLV‐03218 N N

8 Open Sun Valley Road 348 VLV‐N1941566E6261551 Gate Valve 0 298‐1695 F4 P VLV‐03216 N N

8 Open Sun Valley Road 348 VLV‐N1941565E6261554 Gate Valve 0 298‐1695 F4 Y VLV‐03240 N N

6 Open Sun Valley Road 348 VLV‐N1941542E6261563 Gate Valve 0 298‐1695 F4 N VLV‐03208 Y N
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6 Open Sun Valley Road 348 VLV‐N1941508E6261573 Gate Valve 0 298‐1695 F4
PRV 310‐2 DOWNSTREAM 

VALVE
Y VLV‐03210 N N

6 Open Sun Valley Road 310 VLV‐N1941494E6261581 Gate Valve 0 298‐1695 F4
PRV 310‐2 UPSTREAM 

VALVE
Y VLV‐04746 N N

10 Open Ladera Sarina 310 VLV‐N1941432E6261525 Gate Valve 1975 00206 298‐1695 F3 Y VLV‐04736 N N

6 Open Sun Valley Road 310 VLV‐N1941259E6262118 Gate Valve 0 298‐1695 F3 N VLV‐04752 Y N

6 Open Sun Valley Road 310 VLV‐N1941188E6262768 Gate Valve 0 298‐1701 A3 N VLV‐04718 Y N

6 Open NIS 520 VLV‐N1945550E6260715 Gate Valve 0 302‐1695 E4 N VLV‐00844 Y N

10 Open Vista De La Tierra 520 VLV‐N1941210E6260856 Butterfly Valve 0 298‐1695 E3 Y VLV‐00842 N N

8 Open Rancho Grande 520 VLV‐N1941132E6261522 Butterfly Valve 1976 00153 298‐1695 F3 DOES NOT SPEC BV N VLV‐00840 N N

8 Open Rancho Nuevo 520 VLV‐N1941130E6261516 Butterfly Valve 1976 00153 298‐1695 F3 DOES NOT SPEC BV N VLV‐00838 N N

6 Open Rancho Grande 520 VLV‐N1940964E6261983 Butterfly Valve 1976 00153 298‐1695 F3 N VLV‐00816 Y N

4 Open Ladera Sarina 348 VLV‐N1941187E6260778 Butterfly Valve 0 298‐1695 E3 N VLV‐03212 N N

6 Open Ladera Sarina 348 VLV‐N1940959E6260477 Gate Valve 1995 00030 298‐1695 E3 N VLV‐03214 Y N

6 Open NIS 520 VLV‐N1943074E6259376 Gate Valve 0 302‐1695 C1 N VLV‐01062 N N

6 Broken NIS 520 VLV‐N1942950E6259371 Gate Valve 0 302‐1695 C1
Valve Broken in Open 
Position 02‐28‐1994

N VLV‐01060 N N

6 Open NIS 520 VLV‐N1942952E6259245 Gate Valve 0 302‐1695 C1 N VLV‐01058 Y N

6 Open NIS 520 VLV‐N1942377E6259909 Gate Valve 0 298‐1695 D4 N VLV‐01056 N N

6 Open South Lane 520 VLV‐N1940724E6259661 Gate Valve 1957 00064 298‐1695 D3 N VLV‐01004 N N

6 Open South Lane 520 VLV‐N1940729E6259229 Gate Valve 1957 00064 298‐1695 C3 N VLV‐00954 Y N

8 Open Vista De La Tierra 520 VLV‐N1940106E6259226 Butterfly Valve 0 298‐1695 C2 N VLV‐01022 N N

10 Open Vista De La Tierra 520 VLV‐N1940100E6259219 Butterfly Valve 0 298‐1695 C2 N VLV‐00980 N N

10 Open Vista De La Tierra 520 VLV‐N1940101E6259235 Butterfly Valve 0 298‐1695 C2 N VLV‐00978 N N

10 Open Vista De La Tierra 520 VLV‐N1940122E6259660 Butterfly Valve 0 298‐1695 D2 N VLV‐00976 N N

10 Open Vista De La Tierra 520 VLV‐N1940123E6259673 Butterfly Valve 0 298‐1695 D2 N VLV‐00974 N N

8 Open Via Del Canon 520 VLV‐N1940116E6259667 Butterfly Valve 0 298‐1695 D2 N VLV‐00972 N N

6 Open Via Del Canon 520 VLV‐N1940079E6259674 Butterfly Valve 0 298‐1695 D2 N VLV‐00952 Y N

6 Open Via Del Canon 520 VLV‐N1939567E6259847 Butterfly Valve 0 298‐1695 D2 N VLV‐00968 Y N

8 Open Via Del Canon 520 VLV‐N1939176E6259872 Butterfly Valve 1977 00154 298‐1695 D1
CHANGED FROM  6" / GV 

OR BV?
N VLV‐00984 Y N

8 Open Via Del Canon 520 VLV‐N1939097E6259898 Butterfly Valve 1977 00154 298‐1695 D1 NOT SHOWN IN DWG 154 N VLV‐00964 N N

8 Open Rancho Reposo 520 VLV‐N1939092E6259914 Gate Valve 1977 00154 298‐1695 D1 N VLV‐00962 N N

6 Open Rancho Reposo 520 VLV‐N1939218E6260211 Gate Valve 1977 00154 298‐1695 D1 N VLV‐00960 Y N

6 Open Rancho Reposo 520 VLV‐N1939468E6260508 Gate Valve 1977 00154 298‐1695 E2 N VLV‐00958 Y N

10 Missing Vista De La Tierra 520 VLV‐N1940157E6260087 Butterfly Valve 0 298‐1695 D2 N VLV‐00956 N N

6 Open Vista De La Tierra 520 VLV‐N1940286E6260266 Gate Valve 1975 00071 298‐1695 D2 N VLV‐01000 Y N

6 Open Vista De La Tierra 520 VLV‐N1940643E6260640 Gate Valve 1975 00071 298‐1695 E3 N VLV‐00966 Y N

10 Open Vista De La Tierra 520 VLV‐N1940762E6260727 Gate Valve 1975 00071 298‐1695 E3 Y VLV‐00970 N N

10 Open Vista De La Tierra 520 VLV‐N1940776E6260733 Gate Valve 1975 00071 298‐1695 E3 Y VLV‐01016 N N

6 Open Rancho Antiguo 520 VLV‐N1940630E6260927 Gate Valve 0 298‐1695 E3
PRV 358‐1 UPSTREAM 

VALVE
Y VLV‐01014 N N
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8 Open Rancho Antiguo 520 VLV‐N1940764E6260737 Gate Valve 1975 00071 298‐1695 E3 Y VLV‐01012 N N

6 Open Rancho Viejo Drive 358 VLV‐N1940497E6260983 Gate Valve 1977 00205 298‐1695 E3 N VLV‐03180 Y N

8 Open Rancho Viejo Drive 358 VLV‐N1940521E6261012 Gate Valve 1977 00205 298‐1695 E3 N VLV‐03174 N N

8 Open Rancho Viejo Drive 358 VLV‐N1940213E6260791 Gate Valve 1977 00205 298‐1695 E2 N VLV‐03190 N N

6 Open Rancho Antiguo 358 VLV‐N1940619E6260942 Gate Valve 0 298‐1695 E3
PRV 358‐1 DOWNSTREAM 

VALVE
Y VLV‐03186 N N

8 Open Rancho Sol Court 358 VLV‐N1940215E6260804 Gate Valve 1977 00205 298‐1695 E2 N VLV‐03188 N N

6 Open Rancho Sol Court 358 VLV‐N1940195E6260828 Gate Valve 1977 00205 298‐1695 E2 N VLV‐03184 Y N

8 Open Rancho Viejo Drive 358 VLV‐N1940528E6261025 Gate Valve 1977 00205 298‐1695 E3 N VLV‐03182 N N

6 Open Rancho Viejo Drive 358 VLV‐N1940472E6261480 Gate Valve 1977 00205 298‐1695 F3 N VLV‐03178 Y N

6 Open Rancho Viejo Drive 358 VLV‐N1940417E6261851 Gate Valve 1977 00205 298‐1695 F2 N VLV‐03176 Y N

6 Open Rancho Grande 520 VLV‐N1941166E6261429 Butterfly Valve 1976 00153 298‐1695 F3 N VLV‐01010 Y N

8 Open Rancho Grande 520 VLV‐N1941244E6260902 Butterfly Valve 1976 00153 298‐1695 E3 P VLV‐01008 N N

8 Open Vista De La Tierra 520 VLV‐N1941206E6260856 Butterfly Valve 1976 00153 298‐1695 E3 N VLV‐01006 Y N

10 Open Vista De La Tierra 520 VLV‐N1941206E6260852 Butterfly Valve 0 298‐1695 E3 Y VLV‐00986 N N

10 Open Vistat De La Tierra 520 VLV‐N1940303E6257536 Gate Valve 1978 00182 298‐1695 B2 N VLV‐01002 N N

8 Open Camanito Daniella 520 VLV‐N1940052E6258482 Gate Valve 0 298‐1695 C2 N VLV‐01018 N N

10 Open Vista De La Tierra 520 VLV‐N1940083E6258929 Butterfly Valve 0 298‐1695 C2 N VLV‐00998 N N

10 Open Vista De La Tierra 520 VLV‐N1940084E6258939 Butterfly Valve 0 298‐1695 C2 N VLV‐00996 N N

8 Open Vista Del Oceano 520 VLV‐N1940079E6258934 Butterfly Valve 0 298‐1695 C2 N VLV‐00994 N N

6 Open Vista Del Oceano 520 VLV‐N1940018E6258942 Gate Valve 0 298‐1695 C2 N VLV‐00992 Y N

6 Open Vista Del Oceano 520 VLV‐N1939672E6258940 Gate Valve 0 298‐1695 C2 N VLV‐00990 Y N

8 Open Vista Del Oceano 520 VLV‐N1939608E6258913 Butterfly Valve 0 298‐1695 C2 N VLV‐00988 N N

8 Open Vista Del Oceano 520 VLV‐N1939585E6258905 Butterfly Valve 0 298‐1695 C2 N VLV‐00800 N N

6 Open Vista Del Oceano 520 VLV‐N1939223E6258848 Gate Valve 0 298‐1695 C1 N VLV‐00580 Y N

8 Open Vista De La Patria 520 VLV‐N1939591E6258920 Butterfly Valve 0 298‐1695 C2 N VLV‐00852 N N

6 Open Vista De La Patria 520 VLV‐N1939248E6259446 Gate Valve 0 298‐1695 D1 N VLV‐00640 Y N

10 Open Highland Drive 520 VLV‐N1943599E6258550 Gate Valve 2004 00293 302‐1695 C2 P VLV‐00638 N N

8 Open Lomas Santa Fe Drive 520 VLV‐N1943566E6258593 Gate Valve 0 302‐1695 C2 N VLV‐00636 Y N

6 Open Highland Cove 520 VLV‐N1943243E6258592 Gate Valve 1990 00156 302‐1695 C1 N VLV‐00634 Y N

6 Open Highland Cove 520 VLV‐N1943235E6258594 Gate Valve 1990 00156 302‐1695 C1 N VLV‐00632 N N

6 Open Lomas Santa Fe Drive 520 VLV‐N1943569E6258434 Gate Valve 0 302‐1695 C2 Y VLV‐00612 N N

12 Open Lomas Santa Fe Drive 520 VLV‐N1943602E6258401 Butterfly Valve 0 302‐1695 B2 Y VLV‐00628 N N

8 Open NIS 520 VLV‐N1943194E6258319 Gate Valve 0 302‐1695 B1 P VLV‐00644 N N

6 Open NIS 520 VLV‐N1943211E6258249 Gate Valve 0 302‐1695 B1 N VLV‐00624 Y N

6 Open NIS 520 VLV‐N1943123E6258313 Gate Valve 1974 00026 302‐1695 B1 N VLV‐00622 Y N

6 Open Uno Verde Court 520 VLV‐N1942548E6258137 Gate Valve 1974 00026 302‐1695 B1 P VLV‐00620 N N

8 Open Lugano Lane 520 VLV‐N1942512E6258122 Gate Valve 0 302‐1695 B1 P VLV‐00618 N N
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8 Open Lugano Lane 520 VLV‐N1942352E6258550 Gate Valve 0 298‐1695 C4 N VLV‐00616 N N

6 Open Lugano Lane 520 VLV‐N1942057E6258808 Gate Valve 0 298‐1695 C4 N VLV‐00660 Y N

8 Closed Lugano Lane 520 VLV‐N1942534E6258137 Gate Valve 1974 00026 302‐1695 B1 P VLV‐00626 N N

6 Open Uno Verde Court 520 VLV‐N1942599E6258049 Gate Valve 1974 00026 302‐1695 B1 N VLV‐00630 Y N

6 Open Orlando Lane 520 VLV‐N1942235E6257920 Gate Valve 0 298‐1695 B4 P VLV‐00676 N N

6 Open Orlando Lane 520 VLV‐N1941821E6258415 Gate Valve 0 298‐1695 C4 N VLV‐00674 N N

6 Open Highland Drive 520 VLV‐N1942113E6257821 Gate Valve 1974 00026 298‐1695 B4 N VLV‐00672 Y N

12 Open Highland Drive 520 VLV‐N1941773E6257573 Gate Valve 0 298‐1695 B4 RICH Y VLV‐00670 N N

8 Open North Lane 520 VLV‐N1941760E6257569 Gate Valve 1957 00064 298‐1695 B4 P VLV‐00668 N N

6 Open North Lane 520 VLV‐N1941203E6258005 Gate Valve 1957 00064 298‐1695 B3 N VLV‐00666 Y N

6 Open North Lane 520 VLV‐N1941214E6258235 Gate Valve 1957 00064 298‐1695 B3
CHANGED FROM 8" PER 

DWG 64
N VLV‐00646 N N

6 Open North Lane 520 VLV‐N1941219E6258244 Gate Valve 1957 00064 298‐1695 B3 N VLV‐00662 N N

6 Open South Lane 520 VLV‐N1941213E6258242 Gate Valve 1957 00064 298‐1695 B3 N VLV‐00678 N N

4 Open West Lane 520 VLV‐N1940921E6258426 Gate Valve 1957 00064 298‐1695 C3 N VLV‐00658 N N

6 Open South Lane 520 VLV‐N1940878E6258464 Gate Valve 1957 00064 298‐1695 C3 N VLV‐00656 Y N

6 Open South Lane 520 VLV‐N1940734E6258819 Gate Valve 1957 00064 298‐1695 C3 N VLV‐00654 N N

6 Closed North Lane 520 VLV‐N1941345E6258444 Gate Valve 1957 00064 298‐1695 C3 N VLV‐00652 N N

6 Open North Lane 520 VLV‐N1941404E6259203 Gate Valve 1957 00064 298‐1695 C3 N VLV‐00650 N N

6 Open North Lane 520 VLV‐N1941384E6258737 Gate Valve 1957 00064 298‐1695 C3 N VLV‐00648 Y N

6 Closed North Lane 520 VLV‐N1941483E6259415 Gate Valve 0 298‐1695 D4
NOT SHOWN ON AS‐BUILT 

66
N VLV‐00596 N N

6 Open North Lane 520 VLV‐N1941542E6259474 Gate Valve 1957 00064 298‐1695 D4 N VLV‐00546 Y N

6 Open North Lane 520 VLV‐N1942219E6259576 Gate Valve 0 298‐1695 D4 N VLV‐00614 Y N

4 Open North Lane 520 VLV‐N1942226E6259579 Gate Valve 1957 00064 298‐1695 D4 N VLV‐00572 N N

4 Missing North Lane 520 VLV‐N1942361E6259493 Gate Valve 1957 00064 298‐1695 D4 N VLV‐00570 N N

10 Open Via La Senda 520 VLV‐N1941631E6257469 Gate Valve 1978 00182 298‐1695 B4 P VLV‐00568 N N

6 Open Via La Senda 520 VLV‐N1941590E6257504 Gate Valve 1978 00182 298‐1695 B4 N VLV‐00566 Y N

6 Open Via La Senda 520 VLV‐N1940988E6257583 Gate Valve 1978 00182 298‐1695 B3 N VLV‐00564 Y N

6 Open Via La Senda 520 VLV‐N1940300E6257529 Gate Valve 1978 00182 298‐1695 B2 N VLV‐00544 N N

6 Open Vista De La Tierra 520 VLV‐N1940287E6257575 Gate Valve 1978 00182 298‐1695 B2 N VLV‐00560 Y N

6 Open Vista De La Tierra 520 VLV‐N1940162E6257926 Gate Valve 1978 00182 298‐1695 B2 N VLV‐00576 Y N

10 Open Vista De La Tierra 520 VLV‐N1940098E6258126 Gate Valve 1978 00182 298‐1695 B2 N VLV‐00556 N N

10 Open Vista De La Tierra 520 VLV‐N1940057E6258477 Gate Valve 0 298‐1695 C2 N VLV‐00554 N N

10 Open Vista De La Tierra 520 VLV‐N1940057E6258488 Gate Valve 0 298‐1695 C2 N VLV‐00552 N N

6 Open Chapala Way 520 VLV‐N1943195E6254925 Gate Valve 0 302‐1689 E1 N VLV‐00550 Y N

8 Open Las Banderas Drive 520 VLV‐N1943202E6254642 Gate Valve 1970 00051 302‐1689 E1 N VLV‐00548 N N

8 Open Las Banaderas Drive 520 VLV‐N1943489E6254610 Gate Valve 1970 00051 302‐1689 E2 P VLV‐00592 N N

8 Open Lomas Santa Fe Drive 520 VLV‐N1943612E6258262 Gate Valve 0 302‐1695 B2 P VLV‐00558 N N
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6 Open Lomas Santa Fe Drive 520 VLV‐N1943578E6258009 Gate Valve 0 302‐1695 B2 N VLV‐00562 Y N

12 Closed Lomas Santa Fe Drive 520 VLV‐N1943583E6257830 Gate Valve 0 302‐1695 B2 N VLV‐00608 N N

16 Closed Lomas Santa Fe Drive 520 VLV‐N1943627E6257741 Gate Valve 0 302‐1695 B2 P VLV‐00606 N N

16 Open Lomas Santa Fe Drive 520 VLV‐N1943622E6257705 Gate Valve 0 302‐1695 B2 RENS Y VLV‐00604 N N

8 Open Camino De Las Villas 520 VLV‐N1943632E6257222 Gate Valve 1970 00051 302‐1695 A2 P VLV‐00602 N N

6 Open Camino De Las Villas 520 VLV‐N1943540E6257161 Gate Valve 1970 00051 302‐1695 A2 N VLV‐00600 Y N

6 Open Camino De Las Villas 520 VLV‐N1943551E6256827 Gate Valve 1970 00051 302‐1695 A2 N VLV‐00598 N N

6 Open Tampico Way 520 VLV‐N1943327E6256921 Gate Valve 1970 00051 302‐1695 A1 N VLV‐00578 Y N

6 Open Camino De Las Villas 520 VLV‐N1943553E6256793 Gate Valve 1970 00051 302‐1695 A2 N VLV‐00594 Y N

6 Open Camino De Las Villas 520 VLV‐N1943559E6256513 Gate Valve 1970 00051 302‐1695 A2 N VLV‐00610 N N

6 Open Sabinas Court 520 VLV‐N1943340E6256642 Gate Valve 1970 00051 302‐1695 A1 N VLV‐00590 Y N

6 Open Camino De Las Villas 520 VLV‐N1943560E6256240 Gate Valve 0 302‐1689 F2 N VLV‐00588 N N

6 Open Mexicali Court 520 VLV‐N1943341E6256264 Gate Valve 0 302‐1689 F1 N VLV‐00586 Y N

6 Open Camino De Las Villas 520 VLV‐N1943563E6255941 Gate Valve 1970 00051 302‐1689 F2 N VLV‐00584 Y N

12 Open Lomas Santa Fe Drive 520 VLV‐N1943522E6255234
Double Gate 
Wedge Valve

0 302‐1689 E2 RENS Y VLV‐00582 N Y

6 Open Camino De Las Villas 520 VLV‐N1943470E6255515 Gate Valve 1970 00051 302‐1689 F2 N VLV‐00710 Y N

6 Open Camino De Las Villas 520 VLV‐N1943463E6255483 Gate Valve 1970 00051 302‐1689 F2 N VLV‐00574 N N

6 Open Las Canas Court 520 VLV‐N1943264E6255612 Gate Valve 1970 00051 302‐1689 F1 N VLV‐00664 Y N

8 Open Camino De Las Villas 520 VLV‐N1943388E6255155 Gate Valve 1970 00051 302‐1689 E1 N VLV‐00778 N N

6 Open Fresnillo Way 520 VLV‐N1943202E6255316 Gate Valve 1970 00051 302‐1689 E1 N VLV‐00776 Y N

6 Open Camino De Las Villas 520 VLV‐N1943384E6255149 Gate Valve 1970 00051 302‐1689 E1 N VLV‐00774 N N

6 Open Camino De Las Villas 520 VLV‐N1943362E6255002 Gate Valve 1970 00051 302‐1689 E1 N VLV‐00772 Y N

6 Open Camino De Las Villas 520 VLV‐N1943361E6254841 Gate Valve 1970 00051 302‐1689 E1 N VLV‐00770 N N

8 Open Via Mil Cumbres 520 VLV‐N1943622E6257846 Butterfly Valve 1975 00049 302‐1695 B2 P VLV‐00768 N N

8 Open Via Mil Cumbres 520 VLV‐N1943860E6257771 Butterfly Valve 1975 00049 302‐1695 B2 N VLV‐00748 N N

8 Open Via Mil Cumbres 520 VLV‐N1943866E6257762 Butterfly Valve 1975 00050 302‐1695 B2 N VLV‐00764 N N

6 Open Via Mil Cumbres 520 VLV‐N1943683E6257848 Gate Valve 1975 00049 302‐1695 B2
Need to verify in field.  Not 

shown on plans
N VLV‐00780 Y N

8 Open Loma Larga Drive 520 VLV‐N1943867E6257770 Butterfly Valve 1975 00049 302‐1695 B2 N VLV‐00760 N N

6 Open Loma Larga Drive 520 VLV‐N1943917E6257808 Gate Valve 1975 00049 302‐1695 B2
Need to verify in field.  Not 

shown on plans
N VLV‐00758 Y N

6 Open Loma Larga Drive 520 VLV‐N1944210E6257809 Gate Valve 1975 00049 302‐1695 B2 N VLV‐00756 Y N

6 Open Loma Larga Drive 520 VLV‐N1944385E6257515 Gate Valve 1975 00049 302‐1695 B2
Need to verify in field.  Not 

shown on plans
N VLV‐00754 Y N

6 Open Loma Larga Drive 520 VLV‐N1944446E6257212 Gate Valve 1975 00049 302‐1695 A3
Need to verify in field.  Not 

shown on plans
N VLV‐00752 Y N

6 Open Via Mil Cumbres 520 VLV‐N1943932E6257430 Gate Valve 1975 00049 302‐1695 B2
Need to verify in field.  Not 

shown on plans
N VLV‐00796 Y N

6 Open Via Mil Cumbres 520 VLV‐N1943960E6257123 Butterfly Valve 1975 00049 302‐1695 A2
Need to verify in field.  Not 

shown on plans
N VLV‐00762 Y N

6 Open Via Mil Cumbres 520 VLV‐N1944063E6256794 Butterfly Valve 1975 00049 302‐1695 A2
Need to verify in field.  Not 

shown on plans
N VLV‐00766 Y N

6 Open Via Mil Cumbres 520 VLV‐N1944231E6256553 Butterfly Valve 1975 00049 302‐1695 A2
Need to verify in field.  Not 

shown on plans
N VLV‐00812 Y N

6 Open Via Mil Cumbres 520 VLV‐N1944328E6256274 Gate Valve 1975 00049 302‐1689 F2
Need to verify in field.  Not 

shown on plans
N VLV‐00810 Y N
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8 Open Via Mil Cumbres 520 VLV‐N1944326E6256239 Butterfly Valve 1975 00049 302‐1689 F2 N VLV‐00808 N N

8 Open Via Mil Cumbres 520 VLV‐N1944325E6256234 Butterfly Valve 1975 00049 302‐1689 F2 N VLV‐00806 N N

8 Open Loma Corta Drive 520 VLV‐N1944323E6256237 Butterfly Valve 1975 00049 302‐1689 F2 N VLV‐00804 N N

6 Open Loma Corta Drive 520 VLV‐N1944077E6256225 Gate Valve 1975 00049 302‐1689 F2
Need to verify in field.  Not 

shown on plans
N VLV‐00802 Y N

6 Open Loma Corta Drive 520 VLV‐N1943927E6256372 Gate Valve 1975 00049 302‐1689 F2
Need to verify in field.  Not 

shown on plans
N VLV‐00782 Y N

6 Open Via Mil Cumbres 520 VLV‐N1944222E6255769 Gate Valve 1975 00050 302‐1689 F2
Need to verify in field.  Not 

shown on plans
N VLV‐00798 Y N

8 Open Via Mil Cumbres 520 VLV‐N1944212E6255775 Butterfly Valve 1975 00050 302‐1689 F2 N VLV‐00814 N N

6 Open Via Mil Cumbres 520 VLV‐N1944332E6255372 Gate Valve 1975 00050 302‐1689 E2
Need to verify in field.  Not 

shown on plans
N VLV‐00794 Y N

8 Open El Pedregal Drive 520 VLV‐N1944421E6255652 Gate Valve 1975 00050 302‐1689 F2
Need to verify in field.  Not 

shown on plans
N VLV‐00792 Y N

6 Open Via Mil Cumbres 520 VLV‐N1944433E6255082 Gate Valve 1975 00050 302‐1689 E2
Need to verify in field.  Not 

shown on plans
N VLV‐00790 Y N

6 Open Via Mil Cumbres 520 VLV‐N1944402E6254779 Gate Valve 1975 00050 302‐1689 E2
Need to verify in field.  Not 

shown on plans
N VLV‐00788 Y N

8 Open Via Mil Cumbres 520 VLV‐N1944168E6254621 Butterfly Valve 1975 00050 302‐1689 E2 N VLV‐00786 N N

8 Open Via Mil Cumbres 520 VLV‐N1944143E6254616 Butterfly Valve 1975 00050 302‐1689 E2 N VLV‐00784 N N

8 Open Via Mil Cumbres 520 VLV‐N1944302E6255445 Butterfly Valve 1975 00050 302‐1689 F2 N VLV‐00732 N N

6 Open Via Mil Cumbres 520 VLV‐N1944426E6254848 Butterfly Valve 1975 00050 302‐1689 E2 N VLV‐00682 N N

8 Open Punta Baja Drive 520 VLV‐N1944165E6254613 Butterfly Valve 1975 00050 302‐1689 E2 N VLV‐00750 N N

6 Open Punta Baja Drive 520 VLV‐N1944182E6254576 Gate Valve 1975 00050 302‐1689 E2
Need to verify in field.  Not 

shown on plans
N VLV‐00708 Y N

8 Open Cerro Largo Drive 520 VLV‐N1944147E6254624 Butterfly Valve 1975 00050 302‐1689 E2 N VLV‐00706 N N

6 Open Punta Baja Drive 520 VLV‐N1944487E6254480 Gate Valve 1975 00050 302‐1689 E3
Need to verify in field.  Not 

shown on plans
N VLV‐00704 Y N

6 Open Cerro Largo Drive 520 VLV‐N1944034E6255767 Gate Valve 1975 00050 302‐1689 F2
Need to verify in field.  Not 

shown on plans
N VLV‐00702 Y N

6 Open Cerro Largo Drive 520 VLV‐N1943840E6255602 Gate Valve 1975 00050 302‐1689 F2
Need to verify in field.  Not 

shown on plans
N VLV‐00700 Y N

6 Open Cerro Largo Drive 520 VLV‐N1943939E6255173 Gate Valve 1975 00050 302‐1689 E2
Need to verify in field.  Not 

shown on plans
N VLV‐00680 Y N

6 Open Cerro Largo Drive 520 VLV‐N1944046E6254879 Gate Valve 1975 00050 302‐1689 E2
Need to verify in field.  Not 

shown on plans
N VLV‐00696 Y N

8 Open El Pedregal Drive 520 VLV‐N1944306E6255454 Butterfly Valve 1975 00050 302‐1689 F2 N VLV‐00712 N N

8 Open Via Mil Cumbres 520 VLV‐N1944423E6254846 Butterfly Valve 1975 00050 302‐1689 E2 N VLV‐00692 N N

8 Open Cerro Largo Drive 520 VLV‐N1944019E6255762 Butterfly Valve 1975 00050 302‐1689 F2 N VLV‐00690 N N

8 Open Cerro Largo Drive 520 VLV‐N1944219E6255761 Butterfly Valve 0 302‐1689 F2 N VLV‐00688 N N

8 Open Cerro Largo Drive 520 VLV‐N1944071E6254824 Butterfly Valve 1975 00050 302‐1689 E2 N VLV‐00686 N N

8 Open Cerro Verde Drive 520 VLV‐N1944023E6255758 Butterfly Valve 1975 00050 302‐1689 F2 N VLV‐00684 N N

6 Open Cerro Verde Drive 520 VLV‐N1944055E6255430 Gate Valve 1975 00050 302‐1689 F2
Need to verify in field.  Not 

shown on plans
N VLV‐00728 Y N

6 Open Cerro Verde Drive 520 VLV‐N1944147E6255160 Gate Valve 1975 00050 302‐1689 E2
Need to verify in field.  Not 

shown on plans
N VLV‐00694 Y N

6 Open La Barranca 520 VLV‐N1943755E6254834 Gate Valve 0 302‐1689 E2 N VLV‐00698 Y N

6 Open La Barranca 520 VLV‐N1943716E6255041 Gate Valve 1975 00050 302‐1689 E2
Need to verify in field.  Not 

shown on plans
N VLV‐00744 Y N

6 Open Via Mil Cumbres 520 VLV‐N1943839E6254600 Gate Valve 1975 00050 302‐1689 E2
Need to verify in field.  Not 

shown on plans
N VLV‐00742 Y N

12 Open Via Mil Cumbres 520 VLV‐N1943762E6254596 Gate Valve 0 302‐1689 E2 N VLV‐00740 N N

6 Open Via Mil Cumbres 520 VLV‐N1943550E6254587 Gate Valve 1975 00050 302‐1689 E2
Need to verify in field.  Not 

shown on plans
N VLV‐00738 Y N

8 Open Via Mil Cumbres 520 VLV‐N1943494E6254587 Butterfly Valve 1975 00050 302‐1689 E2 P VLV‐00736 N N
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8 Open La Barranca 520 VLV‐N1944067E6254818 Butterfly Valve 1975 00050 302‐1689 E2 N VLV‐00734 N N

14 Open Lomas Santa Fe Drive 520 VLV‐N1943466E6254563 Butterfly Valve 0 302‐1689 E2 P VLV‐00714 N N

16 Open Lomas Santa Fe Drive 520 VLV‐N1943467E6254556 Butterfly Valve 0 302‐1689 E2 Y VLV‐00730 N N

12 Open Lomas Santa Fe Drive 340 VLV‐N1943537E6254016 Gate Valve 0 302‐1689 D2 P VLV‐03646 N N

6 Open Four Flags Plaza 340 VLV‐N1943411E6254031 Gate Valve 0 302‐1689 D1 N VLV‐03674 Y N

10 Open Four Flags Plaza 340 VLV‐N1943207E6254186 Butterfly Valve 0 302‐1689 D1
NOT SHOWN ON AS‐BUILT 

67
N VLV‐03666 N Y

6 Open Four Flags Plaza 340 VLV‐N1943119E6254258 Butterfly Valve 0 302‐1689 D1 N VLV‐03606 Y N

10 Open Four Flags Plaza 340 VLV‐N1942851E6253616 Gate Valve 1997 00067 302‐1689 D1 N VLV‐03608 N N

10 Open Four Flags Plaza 340 VLV‐N1943147E6254225 Butterfly Valve 0 302‐1689 D1 N VLV‐03610 N N

10 Open Four Flags Plaza 340 VLV‐N1943160E6254240 Butterfly Valve 0 302‐1689 D1 N VLV‐03612 N N

6 Open Four Flags Plaza 340 VLV‐N1943018E6253897 Gate Valve 0 302‐1689 D1 N VLV‐03368 Y N

10 Open Four Flags Plaza 340 VLV‐N1942851E6253625 Gate Valve 1997 00067 302‐1689 D1 N VLV‐03798 N N

6 Open Four Flags Plaza 340 VLV‐N1942848E6253620 Gate Valve 1997 00067 302‐1689 D1 N VLV‐03800 Y N

10 Open Four Flags Plaza 340 VLV‐N1942883E6253481 Gate Valve 0 302‐1689 D1 N VLV‐03802 N N

6 Open Four Flags Plaza 340 VLV‐N1942989E6253387 Gate Valve 0 302‐1689 C1 N VLV‐03804 Y N

8 Open Marine View Avenue 340 VLV‐N1943001E6253327 Gate Valve 0 302‐1689 C1 N VLV‐03818 N N

8 Open Marine View Avenue 340 VLV‐N1943579E6253529 Gate Valve 0 302‐1689 D2 P VLV‐03820 N N

16 Open Lomas Santa Fe Drive 520 VLV‐N1943571E6253472 Butterfly Valve 0 302‐1689 D2 Y VLV‐00746 N N

16 Open Santa Helena 340 VLV‐N1943589E6253512 Butterfly Valve 0 302‐1689 D2 Y VLV‐03824 N N

12 Open Santa Helena 340 VLV‐N1943996E6253402 Gate Valve 1974 00178 302‐1689 C2 P VLV‐03832 N N

6 Open Private Road 340 VLV‐N1943673E6254294 Gate Valve 0 302‐1689 D2 N VLV‐03860 Y N

6 Open Private Road 340 VLV‐N1943628E6254110 Gate Valve 0 302‐1689 D2 N VLV‐03884 Y N

6 Open Private Road 340 VLV‐N1944071E6254040 Gate Valve 0 302‐1689 D2 N VLV‐03856 Y N

6 Open Private Road 340 VLV‐N1944028E6254228 Gate Valve 0 302‐1689 D2 N VLV‐03854 Y N

6 Open Santa Helena 520 VLV‐N1943832E6253429 Gate Valve 0 302‐1689 D2 N VLV‐00726 Y N

8 Open Private Road 340 VLV‐N1943788E6254384 Butterfly Valve 0 302‐1689 D2 N VLV‐03852 N N

8 Open Private Road 340 VLV‐N1943631E6254105 Butterfly Valve 0 302‐1689 D2 N VLV‐03850 N N

8 Open Private Road 340 VLV‐N1944019E6253802 Butterfly Valve 0 302‐1689 D2 N VLV‐03848 N N

8 Open Private Road 340 VLV‐N1944075E6254159 Butterfly Valve 0 302‐1689 D2 N VLV‐03846 N N

8 Open Private Road 340 VLV‐N1944075E6254168 Butterfly Valve 0 302‐1689 D2 N VLV‐03844 N N

8 Open Private Road 340 VLV‐N1943799E6254380 Butterfly Valve 0 302‐1689 D2 N VLV‐03842 N N

6 Open Private Road 340 VLV‐N1943831E6254372 Gate Valve 0 302‐1689 D2 N VLV‐03840 Y N

6 Open NIS 340 VLV‐N1944215E6254218 Gate Valve 0 302‐1689 D2 N VLV‐03766 Y N

8 Closed Santa Helena Park Court 340 VLV‐N1944332E6254161 Gate Valve 1974 00178 302‐1689 D2
CHANGED FROM OPEN TO 
CLOSED FOR PRESSURE

N VLV‐03696 N N

8 Open Santa Helena Park Court 340 VLV‐N1944336E6254162 Gate Valve 1974 00178 302‐1689 D2 N VLV‐03792 N N

6 Open Santa Helena Park Court 340 VLV‐N1944376E6254228 Gate Valve 1974 00178 302‐1689 D2 N VLV‐03736 Y N

6 Open Santa Helena Park Court 340 VLV‐N1944569E6254272 Gate Valve 1974 00178 302‐1689 D3 N VLV‐03734 Y N
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6 Open Santa Helena Park Court 340 VLV‐N1944653E6254150 Gate Valve 1974 00178 302‐1689 D3 N VLV‐03730 Y N

6 Open Santa Helena Park Court 340 VLV‐N1944541E6253938 Gate Valve 1974 00178 302‐1689 D3 N VLV‐03694 Y N

6 Open Santa Helena Park Court 340 VLV‐N1944251E6253650 Gate Valve 0 302‐1689 D2 N VLV‐03716 Y N

8 Open Santa Helena Park Court 340 VLV‐N1944060E6253468 Gate Valve 0 302‐1689 D2 N VLV‐03740 N N

8 Open Santa Helena Park Court 340 VLV‐N1944055E6253472 Gate Valve 1974 00178 302‐1689 D2 N VLV‐03770 N N

6 Open Santa Helena Park Court 340 VLV‐N1944023E6253519 Gate Valve 1974 00178 302‐1689 D2 N VLV‐03768 Y N

6 Open Santa Helena Park Court 340 VLV‐N1944142E6253692 Gate Valve 0 302‐1689 D2 N VLV‐03742 Y N

6 Open Santa Helena Park Court 340 VLV‐N1944305E6254051 Gate Valve 1974 00178 302‐1689 D2 N VLV‐03990 Y N

8 Open Santa Helena Park Court 340 VLV‐N1944335E6254156 Gate Valve 0 302‐1689 D2 N VLV‐03902 N N

10 Open Santa Helena 340 VLV‐N1944238E6253319 Gate Valve 1976 00181 302‐1689 C2 Y VLV‐03900 N N

6 Open Santa Helena 340 VLV‐N1944436E6253308 Gate Valve 0 302‐1689 C2 N VLV‐03898 Y N

8 Open Santa Regina 340 VLV‐N1944703E6253365 Gate Valve 1969 00170 302‐1689 C3 P VLV‐03896 N N

6 Open Santa Regina 340 VLV‐N1944953E6253240 Gate Valve 1969 00170 302‐1689 C3 N VLV‐03444 Y N

6 Open Santa Helena 340 VLV‐N1944758E6253391 Gate Valve 0 302‐1689 C3 N VLV‐03442 Y N

10 Open Santa Helena 340 VLV‐N1945053E6253614 Gate Valve 1969 00170 302‐1689 D3 Y VLV‐03440 N N

8 Open Santa Helena 340 VLV‐N1945057E6253614 Gate Valve 1969 00170 302‐1689 D3 Y VLV‐03438 N N

10 Open Santa Helena 340 VLV‐N1945057E6253618 Gate Valve 1969 00170 302‐1689 D3 P VLV‐03436 N N

6 Open Santa Helena 340 VLV‐N1945103E6253668 Gate Valve 1969 00170 302‐1689 D3 N VLV‐03434 Y N

6 Open Santa Helena 340 VLV‐N1945278E6253986 Gate Valve 1969 00170 302‐1689 D3 N VLV‐03432 Y N

6 Open Santa Helena 340 VLV‐N1945437E6254343 Gate Valve 1969 00170 302‐1689 D4 N VLV‐03406 Y N

8 Closed Santa Victoria 440 VLV‐N1945496E6254409 Butterfly Valve 1969 00170 302‐1689 E4 N VLV‐02340 N N

6 Open Santa Helena 440 VLV‐N1945422E6254850 Gate Valve 1971 00172 302‐1689 E3 N VLV‐02338 Y N

6 Open Sun Valley Road 440 VLV‐N1945430E6255879 Gate Valve 0 302‐1689 F3 N VLV‐02336 Y N

8 Open Sun Valley Road 440 VLV‐N1945431E6255907 Gate Valve 0 302‐1689 F3 N VLV‐02334 N N

6 Open Sun Valley Road 440 VLV‐N1945437E6256160 Gate Valve 1973 00069 302‐1689 F3 N VLV‐02332 Y N

8 Open Camino Ynez 440 VLV‐N1945451E6256208 Gate Valve 1973 00069 302‐1689 F4 N VLV‐02330 N N

6 Open Sun Valley Road 440 VLV‐N1945570E6256422 Gate Valve 1973 00069 302‐1695 A4 N VLV‐02328 Y N

6 Open CAmino De Clara 440 VLV‐N1945585E6256465 Gate Valve 1973 00069 302‐1695 A4 N VLV‐02326 N N

8 Open Sun Valley Road 440 VLV‐N1945563E6256774 Gate Valve 1973 00069 302‐1695 A4 N VLV‐02324 N N

8 Open Sun Valley Road 440 VLV‐N1945559E6256787 Gate Valve 1973 00069 302‐1695 A4 N VLV‐02322 N N

6 Open Sun Valley Road 440 VLV‐N1945482E6256919 Gate Valve 1973 00069 302‐1695 A4 N VLV‐02290 Y N

6 Open Calle Paula 440 VLV‐N1945455E6256951 Gate Valve 1973 00069 302‐1695 A4 N VLV‐02318 N N

6 Open Sun Valley Road 440 VLV‐N1945278E6257219 Gate Valve 1973 00069 302‐1695 A3 N VLV‐02346 Y N

8 Open Sun Valley Road 440 VLV‐N1945277E6257615 Gate Valve 1973 00069 302‐1695 B3 N VLV‐02314 N N

8 Open Sun Valley Road 440 VLV‐N1945276E6257625 Gate Valve 1973 00069 302‐1695 B3 N VLV‐02312 N N

6 Open Camino Catalina 440 VLV‐N1945273E6257620 Gate Valve 1973 00069 302‐1695 B3 N VLV‐02310 N N

8 Open Santo Tomas Drive 440 VLV‐N1945567E6256783 Gate Valve 1973 00069 302‐1695 A4 N VLV‐02308 N N
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6 Open Santo Tomas Drive 440 VLV‐N1945884E6256863 Gate Valve 1973 00069 302‐1695 A4 N VLV‐02306 Y N

6 Open Camino Teresa 440 VLV‐N1945912E6256864 Gate Valve 1973 00069 302‐1695 A4 N VLV‐02304 N N

8 Open Calle Santa Fe 440 VLV‐N1945870E6257126 Gate Valve 0 302‐1695 A4 N VLV‐02302 N N

6 Open Camino Teresa 440 VLV‐N1945874E6257132 Gate Valve 0 302‐1695 A4 N VLV‐02300 N N

6 Open Camino Teresa 440 VLV‐N1945875E6257373 Gate Valve 1973 00069 302‐1695 A4 N VLV‐02418 Y N

6 Open Calle Santa Fe 440 VLV‐N1945545E6257554 Gate Valve 1973 00069 302‐1695 B4 N VLV‐02298 Y N

6 Open Calle Santa Fe 440 VLV‐N1945541E6257586 Gate Valve 1973 00069 302‐1695 B4 N VLV‐02342 N N

6 Open Sun Valley Road 440 VLV‐N1945232E6257797 Gate Valve 1973 00069 302‐1695 B3 N VLV‐02296 Y N

6 Open Camino Santa Barbara 440 VLV‐N1945190E6257903 Gate Valve 1973 00069 302‐1695 B3 N VLV‐02294 N N

8 Open Sun Valley Road 440 VLV‐N1945186E6257916 Gate Valve 1973 00069 302‐1695 B3 N VLV‐02292 N N

6 Open Camino Santa Barbara 440 VLV‐N1945193E6257915 Gate Valve 1973 00069 302‐1695 B3 N VLV‐02374 N N

6 Open Camino Santa Barbara 440 VLV‐N1945437E6257945 Gate Valve 1973 00069 302‐1695 B3 N VLV‐02234 Y N

8 Open Camino Catalina 440 VLV‐N1945283E6257621 Gate Valve 1973 00069 302‐1695 B3
STREET SHOWN AS CALLE 

SANTA FE
N VLV‐02378 N N

8 Open Sun Valley Road 440 VLV‐N1944779E6258404 Gate Valve 1973 00069 302‐1695 B3
NEED TO VERIFY. VALVE 
ONLY SHOWN ON ONE

N VLV‐02316 N N

8 Open Sun Valley Road 440 VLV‐N1944779E6258426 Gate Valve 1973 00069 302‐1695 C3 N VLV‐02320 N N

8 Open Sun Valley Road 440 VLV‐N1944781E6258533 Gate Valve 1973 00069 302‐1695 C3 N VLV‐02402 N N

8 Open Highland Drive 440 VLV‐N1944786E6258537 Gate Valve 1973 00069 302‐1695 C3 N VLV‐02400 N N

6 Open Highland Drive 440 VLV‐N1944852E6258541 Gate Valve 0 302‐1695 C3 N VLV‐02398 Y N

6 Open Highland Drive 440 VLV‐N1944958E6258533 Gate Valve 0 302‐1695 C3 N VLV‐02396 N N

8 Open Highland Drive 440 VLV‐N1944962E6258538 Gate Valve 0 302‐1695 C3 N VLV‐02394 N N

6 Open Santa Alicia 440 VLV‐N1945770E6255382 Gate Valve 1976 00164 302‐1689 E4 N VLV‐02392 Y N

8 Open Santa Victoria 440 VLV‐N1946671E6255157 Gate Valve 0 306‐1689 E1 N VLV‐02390 N N

6 Open NIS 440 VLV‐N1946524E6255180 Gate Valve 0 306‐1689 E1 N VLV‐02388 Y N

8 Open Santa Victoria 340 VLV‐N1946783E6255676 Gate Valve 1976 00164 306‐1689 F1 N VLV‐03464 N N

8 Open Santa Victoria 340 VLV‐N1946782E6255670 Gate Valve 1976 00164 306‐1689 F1 N VLV‐03462 N N

8 Open Santa Rufina 340 VLV‐N1946786E6255672 Gate Valve 1976 00164 306‐1689 F1 N VLV‐03460 N N

6 Open Santa Victoria 340 VLV‐N1946774E6255613 Gate Valve 1976 00164 306‐1689 F1 N VLV‐03458 Y N

6 Open Santa Victoria 340 VLV‐N1946730E6255318 Gate Valve 1976 00164 306‐1689 E1 N VLV‐03456 Y N

6 Open Santa Rufina 340 VLV‐N1946930E6255514 Gate Valve 1976 00164 306‐1689 F1 N VLV‐03382 Y N

8 Open Santa Carina 340 VLV‐N1947149E6254734 Gate Valve 1972 00175 306‐1689 E1 N VLV‐03312 N N

6 Open Santa Florencia 340 VLV‐N1947166E6254779 Gate Valve 1972 00175 306‐1689 E1 N VLV‐03408 Y N

6 Open Santa Florencia 340 VLV‐N1947296E6255120 Gate Valve 1972 00175 306‐1689 E1 N VLV‐03352 Y N

8 Open Santa Florencia 340 VLV‐N1947491E6255204 Gate Valve 0 306‐1689 E2 N VLV‐03350 N N

6 Open Santa Florencia 340 VLV‐N1947718E6255198 Gate Valve 1972 00175 306‐1689 E2 N VLV‐03348 Y N

8 Open San Lorenzo Court 340 VLV‐N1947514E6255537 Gate Valve 1976 00164 306‐1689 F2 N VLV‐03346 N N

6 Open San Lorenzo Court 340 VLV‐N1947313E6255537 Gate Valve 1976 00164 306‐1689 F1 N VLV‐03344 Y N

8 Open San Lorenzo Court 340 VLV‐N1947266E6255534 Gate Valve 1976 00164 306‐1689 F1 N VLV‐03340 N N
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8 Open San Leon Court 340 VLV‐N1947262E6255538 Butterfly Valve 0 306‐1689 F1 N VLV‐03384 N N

8 Open Santa Helena 340 VLV‐N1947266E6255783 Gate Valve 1976 00164 306‐1689 F1 N VLV‐03358 N N

8 Open Santa Helena 340 VLV‐N1947259E6255788 Gate Valve 1976 00164 306‐1689 F1 N VLV‐03380 N N

8 Open Santa Helena 340 VLV‐N1947270E6255788 Gate Valve 1976 00164 306‐1689 F1 N VLV‐03404 N N

6 Open Santa Helena 340 VLV‐N1947498E6255799 Gate Valve 1976 00164 306‐1689 F2 N VLV‐03376 Y N

6 Open Santa Helena 340 VLV‐N1947112E6255798 Gate Valve 1976 00164 306‐1689 F1 N VLV‐03374 Y N

6 Open Santa Helena 340 VLV‐N1946852E6255876 Gate Valve 1976 00164 306‐1689 F1 N VLV‐03372 Y N

8 Open Santa Helena 340 VLV‐N1946815E6255884 Gate Valve 1976 00164 306‐1689 F1 N VLV‐03370 N N

8 Closed Santa Victoria 520 VLV‐N1946790E6256277 Gate Valve 0 306‐1689 F1 P VLV‐00722 N N

12 Open Santa Victoria 520 VLV‐N1946780E6255828 Gate Valve 0 306‐1689 F1
PRV 440‐4 UPSTREAM 

VALVE
Y VLV‐00720 N N

12 Open Santa Victoria 440 VLV‐N1946777E6255808 Plug Valve 0 306‐1689 F1
PRV 440‐4 DOWNSTREAM 

VALVE
Y VLV‐02386 N N

8 Open Santa Rufina 440 VLV‐N1946314E6255678 Gate Valve 1976 00164 302‐1689 F4 N VLV‐02384 N N

8 Open Santa Rufina 440 VLV‐N1946306E6255675 Gate Valve 1976 00164 302‐1689 F4 N VLV‐02382 N N

6 Open San Ricardo Court 440 VLV‐N1946311E6255672 Gate Valve 1976 00164 302‐1689 F4 N VLV‐02380 N N

6 Open San Ricardo Court 440 VLV‐N1946332E6255622 Gate Valve 1976 00164 302‐1689 F4 N VLV‐02348 Y N

6 Open San Ricardo Court 440 VLV‐N1946348E6255495 Gate Valve 0 302‐1689 F4 N VLV‐02376 N N

6 Open San Rufina Drive 440 VLV‐N1946104E6255603 Gate Valve 1976 00164 302‐1689 F4 N VLV‐02406 N N

6 Open San Rufina Drive 440 VLV‐N1946113E6255560 Gate Valve 1976 00164 302‐1689 F4 N VLV‐02372 Y N

8 Open Santa Rufina 440 VLV‐N1945945E6255582 Gate Valve 1976 00164 302‐1689 F4 N VLV‐02370 N N

8 Open Santa Rufina 440 VLV‐N1945940E6255582 Gate Valve 1976 00164 302‐1689 F4 N VLV‐02368 N N

8 Open Santa Rufina 440 VLV‐N1945943E6255580 Gate Valve 1976 00164 302‐1689 F4 N VLV‐02366 N N

6 Open San Patricio Drive 440 VLV‐N1945950E6255525 Gate Valve 1976 00164 302‐1689 F4 N VLV‐02364 Y N

6 Open San Patricio Drive 440 VLV‐N1945957E6255187 Gate Valve 1976 00164 302‐1689 E4 N VLV‐02362 Y N

6 Open San Patricio Drive 440 VLV‐N1945962E6254814 Gate Valve 1976 00164 302‐1689 E4 N VLV‐02360 Y N

6 Open San Patricio Drive 440 VLV‐N1945965E6254461 Gate Valve 0 302‐1689 E4 N VLV‐02358 Y N

8 Open San Patricio Drive 440 VLV‐N1945969E6254415 Gate Valve 1976 00164 302‐1689 E4 N VLV‐02356 N N

8 Open San Alicia 440 VLV‐N1945728E6254404 Butterfly Valve 1976 00164 302‐1689 D4 N VLV‐02354 N N

20 Open Santa Helena 520 VLV‐N1946780E6255911 Butterfly Valve 0 00002 306‐1689 F1 Y VLV‐00718 N N

6 Open Santa Alicia 440 VLV‐N1945776E6254681 Gate Valve 0 302‐1689 E4 N VLV‐02352 Y N

8 Open Santa Victoria 440 VLV‐N1946755E6255694 Gate Valve 1976 00164 306‐1689 F1 N VLV‐02350 N N

6 Open Santa Alicia 440 VLV‐N1945772E6255071 Gate Valve 1976 00164 302‐1689 E4 N VLV‐02404 Y N

8 Open Santa Rosita 340 VLV‐N1945305E6253404 Gate Valve 1969 00170 302‐1689 C3 P VLV‐03512 N N

6 Open Santa Alicia 340 VLV‐N1945377E6253516 Gate Valve 1969 00170 302‐1689 D3 N VLV‐03506 Y N

6 Open Santa Alicia 340 VLV‐N1945568E6253899 Gate Valve 1969 00170 302‐1689 D4 N VLV‐03526 Y N

6 Open Santa Alicia 340 VLV‐N1945727E6254326 Gate Valve 1969 00170 302‐1689 D4 N VLV‐03594 Y N

8 Open Santa Alicia 340 VLV‐N1945728E6254390 Gate Valve 1969 00170 302‐1689 D4 N VLV‐03592 N N

8 Open Santa Victoria 340 VLV‐N1945731E6254394 Gate Valve 1969 00170 302‐1689 D4
SHOULD BE 10" LOCATED 

SOUTH OF TEE
N VLV‐03586 N N
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8 Open Santa Victoria 440 VLV‐N1945500E6254408 Butterfly Valve 1969 00170 302‐1689 E4 N VLV‐02236 N N

10 Open Santa Carina 440 VLV‐N1946627E6254842 Gate Valve 1969 00169 306‐1689 E1 N VLV‐02196 N N

8 Open Santa Dominga 440 VLV‐N1946529E6254653 Gate Valve 0 306‐1689 E1 N VLV‐02198 N N

8 Open Santa Victoria 440 VLV‐N1946407E6254537 Gate Valve 1969 00169 302‐1689 E4 N VLV‐02192 N N

8 Open Santa Victoria 440 VLV‐N1946271E6254457 Gate Valve 1969 00169 302‐1689 E4 N VLV‐02202 N N

6 Open Santa Bartola 440 VLV‐N1946298E6254382 Gate Valve 1969 00169 302‐1689 D4 N VLV‐02208 Y N

6 Open Santa Bartola 440 VLV‐N1945965E6254172 Gate Valve 1969 00169 302‐1689 D4 N VLV‐02206 Y N

6 Open Santa Bartola 440 VLV‐N1945752E6253844 Gate Valve 1969 00169 302‐1689 D4 N VLV‐02226 Y N

6 Open Santa Bartola 440 VLV‐N1945531E6253370 Gate Valve 1969 00169 302‐1689 C4 N VLV‐02210 Y N

8 Open Santa Bartola 440 VLV‐N1945532E6253366 Gate Valve 1969 00169 302‐1689 C4
SHOWN IN WRONG 

LOCATION ON BARTOLA?
N VLV‐02194 N N

12 Open Santa Rosita 440 VLV‐N1945743E6253280 Gate Valve 1969 00169 302‐1689 C4 N VLV‐02214 N N

8 Open Santa Rosita 440 VLV‐N1945908E6253256 Gate Valve 1969 00169 302‐1689 C4 N VLV‐02216 N N

8 Open Santa Dominga 440 VLV‐N1946091E6253667 Gate Valve 0 302‐1689 D4 N VLV‐02218 Y N

6 Open Santa Dominga 440 VLV‐N1945920E6253301 Gate Valve 0 302‐1689 C4 N VLV‐02220 Y N

6 Open Santa Dominga 440 VLV‐N1946450E6253865 Gate Valve 0 306‐1689 D1 N VLV‐02222 Y N

8 Open Santa Dominga 440 VLV‐N1946455E6253862 Gate Valve 0 306‐1689 D1 N VLV‐02224 N N

6 Open Santa Dominga 440 VLV‐N1946692E6254234 Gate Valve 0 306‐1689 D1 N VLV‐02212 Y N

6 Open Santa Dominga 440 VLV‐N1946585E6254605 Gate Valve 0 306‐1689 E1 N VLV‐02190 Y N

6 Open Santa Cecilia 440 VLV‐N1946476E6254443 Gate Valve 1969 00169 306‐1689 E1 N VLV‐02176 Y N

6 Open Santa Cecilia 440 VLV‐N1946462E6254084 Gate Valve 1969 00169 306‐1689 D1 N VLV‐02178 Y N

6 Open Santa Cecilia 440 VLV‐N1946189E6254014 Gate Valve 1969 00169 302‐1689 D4 N VLV‐02180 Y N

8 Open Santa Cecilia 440 VLV‐N1946184E6254010 Gate Valve 1969 00169 302‐1689 D4 N VLV‐02182 N N

6 Open Santa Cecilia 440 VLV‐N1945897E6253709 Gate Valve 1969 00169 302‐1689 D4 N VLV‐02174 Y N

8 Open Santa Cecilia 440 VLV‐N1945714E6253288 Gate Valve 1969 00169 302‐1689 C4 SHOULD BE 8" GV N VLV‐02186 N N

8 Open Santa Rosita 340 VLV‐N1945305E6253401 Gate Valve 1969 00170 302‐1689 C3
SHOULD BE 2" BO HERE AT 

CONNECTION
Y VLV‐04514 N N

10 Open Santa Rosita 340 VLV‐N1945712E6253252 Gate Valve 0 302‐1689 C4 Y VLV‐04512 N N

12 Open Santa Rosita 440 VLV‐N1946030E6253227 Gate Valve 0 302‐1689 C4 N VLV‐02188 N N

8 Open Santa Rosita 440 VLV‐N1946032E6253227 Gate Valve 0 302‐1689 C4 N VLV‐02184 N N

8 Open Santa Rosita 440 VLV‐N1946138E6253208 Gate Valve 1972 00173 302‐1689 C4 N VLV‐02204 N N

8 Open Santa Rosita 440 VLV‐N1946141E6253204 Gate Valve 1972 00173 302‐1689 C4 N VLV‐02286 N N

8 Open Santa Rosita 440 VLV‐N1946370E6253234 Gate Valve 1972 00173 302‐1689 C4 N VLV‐02260 N N

6 Open Santa Estella 440 VLV‐N1946151E6253267 Gate Valve 1972 00173 302‐1689 C4 N VLV‐02262 Y N

6 Open Santa Estella 440 VLV‐N1946349E6253599 Gate Valve 1972 00173 302‐1689 D4 N VLV‐02264 Y N

6 Open Santa Estella 440 VLV‐N1946792E6253805 Gate Valve 1972 00173 306‐1689 D1 N VLV‐02266 Y N

8 Open Santa Estella 440 VLV‐N1946793E6253809 Gate Valve 1972 00173 306‐1689 D1 N VLV‐02268 N N

6 Open Santa Estella 440 VLV‐N1946903E6254265 Gate Valve 0 306‐1689 D1 N VLV‐02288 Y N

6 Open Santa Estella 440 VLV‐N1946927E6254697 Gate Valve 0 306‐1689 E1 N VLV‐02272 Y N
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8 Open Santa Estella 440 VLV‐N1946940E6254753 Gate Valve 1972 00175 306‐1689 E1 N VLV‐02258 N N

10 Open Santa Carina 440 VLV‐N1946936E6254757 Gate Valve 1972 00175 306‐1689 E1 N VLV‐02276 N N

6 Open Santa Carina 440 VLV‐N1946687E6254831 Gate Valve 1969 00169 306‐1689 E1 N VLV‐02256 Y N

8 Open Santa Rosita 340 VLV‐N1946408E6253172 Gate Valve 1972 00173 302‐1689 C4
SHOULD BE 10" ON 10" 
LINE WEST OF TEE ON

Y VLV‐04508 N N

6 Open Santa Rosita 340 VLV‐N1946848E6253351 Gate Valve 1972 00174 306‐1689 C1 N VLV‐04506 Y N

6 Open Santa Rosita 340 VLV‐N1947201E6253705 Gate Valve 1972 00174 306‐1689 D1 N VLV‐04540 Y N

6 Open Santa Rosita 340 VLV‐N1947322E6254210 Gate Valve 1972 00174 306‐1689 D1 N VLV‐04478 Y N

8 Open Santa Rosita 340 VLV‐N1947360E6254668 Gate Valve 1972 00174 306‐1689 E1 Y VLV‐04418 N N

10 Open Santa Carina 340 VLV‐N1947357E6254672 Gate Valve 1972 00174 306‐1689 E1 N VLV‐04416 N N

6 Open Santa Carina 340 VLV‐N1947292E6254694 Gate Valve 1972 00174 306‐1689 E1 N VLV‐04414 Y N

6 Open Santa Florencia 440 VLV‐N1947111E6254201 Gate Valve 1972 00175 306‐1689 D1 N VLV‐02200 Y N

8 Open Santa Florencia 440 VLV‐N1946966E6253733 Gate Valve 1972 00173 306‐1689 D1 N VLV‐02282 N N

6 Open Santa Florencia 440 VLV‐N1946965E6253728 Gate Valve 1972 00173 306‐1689 D1 N VLV‐02284 Y N

6 Open Santa Florencia 440 VLV‐N1946673E6253500 Gate Valve 1972 00173 306‐1689 D1 N VLV‐02228 Y N

8 Open Santa Florencia 440 VLV‐N1947146E6254702 Gate Valve 1972 00175 306‐1689 E1 N VLV‐02274 N N

8 Open Santa Carina 340 VLV‐N1947510E6254635 Butterfly Valve 1972 00174 306‐1689 E2 N VLV‐04406 N N

6 Open Santa Gabriella 340 VLV‐N1947572E6254832 Gate Valve 1972 00175 306‐1689 E2 N VLV‐04404 Y N

10 Open Santa Carina 340 VLV‐N1947675E6254583 Gate Valve 1972 00174 306‐1689 E2 N VLV‐04382 N N

8 Open Santa Queta 340 VLV‐N1947681E6254578 Gate Valve 1972 00174 306‐1689 E2 N VLV‐04400 N N

6 Open Santa Queta 340 VLV‐N1947666E6254516 Gate Valve 1972 00174 306‐1689 E2 N VLV‐04420 Y N

8 Open Santa Queta 340 VLV‐N1947585E6253824 Gate Valve 1972 00174 306‐1689 D2 N VLV‐04396 N N

6 Open Santa Queta 340 VLV‐N1947312E6253451 Gate Valve 1972 00174 306‐1689 D1 N VLV‐04394 Y N

6 Open Santa Queta 340 VLV‐N1946955E6253171 Gate Valve 1972 00174 306‐1689 C1 N VLV‐04392 Y N

6 Open Santa Queta 340 VLV‐N1947632E6253881 Gate Valve 1972 00174 306‐1689 D2 N VLV‐04390 Y N

8 Open Santa Queta 340 VLV‐N1947576E6253817 Gate Valve 1972 00174 306‐1689 D2
DataFiles\As‐Built 

Hyperlink\00173 PDF
N VLV‐04388 N N

6 Open Santa Queta 340 VLV‐N1946618E6252994 Gate Valve 1972 00173 306‐1689 C1 N VLV‐04566 Y N

8 Open Santa Florencia 340 VLV‐N1946581E6252938 Gate Valve 1972 00173 306‐1689 C1 N VLV‐04610 N N

10 Open Santa Florencia 340 VLV‐N1946583E6252930 Gate Valve 1972 00173 306‐1689 C1 N VLV‐04634 N N

10 Open Santa Florencia 340 VLV‐N1946805E6252802 Gate Valve 1972 00173 306‐1689 C1 N VLV‐04632 N N

8 Open Santa Olivia 340 VLV‐N1946804E6252807 Gate Valve 1972 00173 306‐1689 C1 N VLV‐04628 N N

6 Open Santa Olivia 340 VLV‐N1946840E6252866 Gate Valve 1972 00173 306‐1689 C1 N VLV‐04626 Y N

6 Open Santa Olivia 340 VLV‐N1947164E6253080 Gate Valve 1972 00173 306‐1689 C1 N VLV‐04624 Y N

8 Open Santa Olivia 340 VLV‐N1947594E6253255 Gate Valve 1972 00173 306‐1689 C2 N VLV‐04200 N N

6 Open Santa Hidalga 340 VLV‐N1947599E6253273 Gate Valve 1972 00173 306‐1689 C2 N VLV‐04096 Y N

8 Open Santa Hidalga 340 VLV‐N1947598E6253252 Gate Valve 1972 00173 306‐1689 C2 N VLV‐04090 N N

8 Open Santa Paula 340 VLV‐N1947623E6252940 Gate Valve 1972 00173 306‐1689 C2 N VLV‐04088 N N

6 Open Santa Paula 340 VLV‐N1947570E6252931 Gate Valve 1972 00173 306‐1689 C2 N VLV‐04086 Y N
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6 Open Santa Paula 340 VLV‐N1947163E6252683 Gate Valve 1972 00173 306‐1689 C1 N VLV‐04084 Y N

8 Open Santa Paula 340 VLV‐N1947121E6252625 Gate Valve 1972 00173 306‐1689 C1 N VLV‐04082 N N

10 Open Santa Florencia 340 VLV‐N1947123E6252614 Gate Valve 1972 00173 306‐1689 C1 8" PER DWG 173 SH 6 N VLV‐04132 N N

8 Open Santa Hidalga 340 VLV‐N1947629E6252935 Gate Valve 1972 00173 306‐1689 C2 N VLV‐04136 N N

8 Open Santa Inez 340 VLV‐N1947549E6252437 Gate Valve 1972 00173 306‐1689 C2 N VLV‐04146 N N

6 Open Santa Inez 340 VLV‐N1947570E6252391 Gate Valve 1972 00173 306‐1689 B2 N VLV‐04144 Y N

6 Open Santa Inez 340 VLV‐N1947759E6252199 Gate Valve 1972 00173 306‐1689 B2 N VLV‐04124 Y N

8 Open Santa Hidalga 340 VLV‐N1947583E6253817 Gate Valve 0 306‐1689 D2 N VLV‐04122 N N

12 Open
IN BACKYARD OF HOUSE ON 

SANTA ROSITA
440 VLV‐N1946012E6253045 Gate Valve 0 302‐1689 C4 N VLV‐02270 N N

12 Open Canyon Drive 440 VLV‐N1945863E6252428 Gate Valve 1976 00005 302‐1689 C4 N VLV‐02254 N N

6 Open Canyon Drive 440 VLV‐N1945560E6252176 Gate Valve 2007 00296 302‐1689 B4 N VLV‐02252 Y N

10 Open Canyon Drive 440 VLV‐N1945555E6252099 Gate Valve 2007 00296 302‐1689 B4 N VLV‐02250 N N

8 Open Canyon Drive 440 VLV‐N1945551E6252095 Gate Valve 2007 00296 302‐1689 B4 N VLV‐02248 N N

6 Open Canyon Drive 440 VLV‐N1945763E6251896 Gate Valve 2007 00296 302‐1689 B4 N VLV‐02246 Y N

10 Open Canyon Drive 440 VLV‐N1946014E6251576 Gate Valve 2007 00296 302‐1689 B4 N VLV‐02244 N N

6 Open Glencrest Drive 440 VLV‐N1946013E6251572 Gate Valve 2007 00296 302‐1689 B4 N VLV‐02242 N N

6 Open Glencrest Drive 440 VLV‐N1945509E6251566 Gate Valve 0 302‐1689 B4 N VLV‐02240 Y N

8 Open Glencrest Place 440 VLV‐N1945224E6251491 Gate Valve 2007 00296 302‐1689 B3 N VLV‐02238 N N

6 Open Glencrest Drive 440 VLV‐N1945180E6251423 Gate Valve 0 302‐1689 B3 N VLV‐02278 Y N

4 Open Private Road 440 VLV‐N1945123E6251338 Gate Valve 0 302‐1689 A3 N VLV‐02230 N N

6 Closed Glencrest Drive 440 VLV‐N1945120E6251338 Gate Valve 0 302‐1689 A3 N VLV‐02232 N N

6 Open Glencrest Place 440 VLV‐N1945101E6251716 Gate Valve 2007 00296 302‐1689 B3 N VLV‐02344 Y N

6 Open Glencrest Drive 340 VLV‐N1944805E6251188 Gate Valve 0 302‐1689 A3 N VLV‐04240 Y N

6 Open Glencrest Drive 340 VLV‐N1944533E6251098 Gate Valve 0 302‐1689 A3 N VLV‐04238 N N

6 Open Glencrest Drive 340 VLV‐N1944517E6251094 Gate Valve 0 302‐1689 A3 N VLV‐04236 N N

8 Open Dell Street 340 VLV‐N1944522E6251110 Gate Valve 0 302‐1689 A3 N VLV‐04234 N N

6 Open Glencrest Drive 340 VLV‐N1944057E6251032 Gate Valve 0 302‐1689 A2 N VLV‐04284 Y N

6 Open Glencrest Drive 340 VLV‐N1943762E6251053 Gate Valve 0 302‐1689 A2 N VLV‐04246 Y N

8 Open Glencrest Drive 340 VLV‐N1943660E6251077 Gate Valve 0 302‐1689 A2 N VLV‐04250 N N

8 Open Lomas Santa Fe Drive 340 VLV‐N1943690E6251180
Double Gate 
Wedge Valve

0 302‐1689 A2 P VLV‐04302 N Y

10 Open Lomas Santa Fe Drive 340 VLV‐N1943700E6251189 Gate Valve 0 302‐1689 A2 Y VLV‐04280 N N

10 Open Lomas Santa Fe Drive 340 VLV‐N1943749E6251176 Gate Valve 0 302‐1689 A2 Y VLV‐04278 N N

6 Open Lomas Santa Fe Drive 340 VLV‐N1943780E6251509 Gate Valve 0 302‐1689 B2 N VLV‐04276 Y N

8 Open Lomas Santa Fe Drive 340 VLV‐N1943731E6251917 Gate Valve 0 302‐1689 B2 N VLV‐04274 Y N

8 Open Private Drive 340 VLV‐N1943725E6252104 Gate Valve 0 302‐1689 B2 P VLV‐04272 N N

8 Open Solana Hills Drive 340 VLV‐N1943712E6252317 Gate Valve 1967 00198 302‐1689 B2 P VLV‐04270 N N

16 Open Lomas Santa Fe Drive 340 VLV‐N1943678E6252561 Gate Valve 2008 302‐1689 C2
REPLACED ON 4/2/08 
WITH ATK VALVE

ATK Y VLV‐04322 N N
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6 Open Solana Hills Drive 340 VLV‐N1943796E6252327 Gate Valve 1967 00198 302‐1689 B2 N VLV‐04360 Y N

6 Open Solana Hills Drive 340 VLV‐N1944044E6252540 Gate Valve 1967 00198 302‐1689 C2 N VLV‐04310 Y N

6 Open Solana Hills Drive 340 VLV‐N1944286E6252725 Gate Valve 1967 00198 302‐1689 C2 N VLV‐04312 Y N

8 Open Solana Hills Drive 340 VLV‐N1944441E6252711 Gate Valve 0 302‐1689 C2 N VLV‐04314 N N

6 Open NIS 340 VLV‐N1944438E6252684 Gate Valve 0 302‐1689 C2 N VLV‐04316 Y N

6 Open NIS 340 VLV‐N1944252E6252451 Gate Valve 0 302‐1689 C2 N VLV‐04318 Y N

4 Open NIS 340 VLV‐N1944153E6252147 Gate Valve 0 302‐1689 B2 N VLV‐04320 N N

8 Open NIS 340 VLV‐N1944156E6252124 Butterfly Valve 0 302‐1689 B2 N VLV‐04342 N N

6 Open NIS 340 VLV‐N1944152E6252105 Gate Valve 0 302‐1689 B2 N VLV‐04324 Y N

6 Open NIS 340 VLV‐N1943939E6252107 Gate Valve 0 302‐1689 B2 N VLV‐04306 Y N

6 Open Solana Hills Drive 340 VLV‐N1944579E6252682 Gate Valve 1971 00196 302‐1689 C3 N VLV‐04328 Y N

8 Open Solana Hills Drive 340 VLV‐N1944680E6252662 Gate Valve 1971 00196 302‐1689 C3 N VLV‐04330 N N

8 Open Dell Street 340 VLV‐N1944684E6252658 Gate Valve 1971 00196 302‐1689 C3 N VLV‐04332 N N

6 Open Dell Street 340 VLV‐N1944440E6252321 Gate Valve 1971 00196 302‐1689 B2 N VLV‐04334 Y N

6 Open Dell Street 340 VLV‐N1944385E6252045 Gate Valve 1971 00196 302‐1689 B2 N VLV‐04336 Y N

6 Open Dell Court 340 VLV‐N1944470E6251553 Gate Valve 1971 00196 302‐1689 B3 N VLV‐04138 N N

6 Open Dell Court 340 VLV‐N1944760E6251558 Gate Valve 1971 00196 302‐1689 B3 N VLV‐04140 Y N

8 Open Dell Street 340 VLV‐N1944463E6251548 Gate Valve 1971 00196 302‐1689 B3 N VLV‐04142 N N

6 Open Dell Street 340 VLV‐N1944454E6251423 Gate Valve 1971 00196 302‐1689 B3 N VLV‐04148 Y N

6 Open Dell Street 340 VLV‐N1944497E6251210 Gate Valve 0 302‐1689 A3 N VLV‐04098 Y N

8 Open Solana Hills Drive 340 VLV‐N1944896E6252612 Gate Valve 1971 00196 302‐1689 C3 N VLV‐04092 N N

6 Open Solana Glen Court 340 VLV‐N1944890E6252609 Gate Valve 1971 00196 302‐1689 C3 N VLV‐04104 N N

6 Open Solana Glen Court 340 VLV‐N1944763E6252391 Gate Valve 1971 00196 302‐1689 C3 N VLV‐04106 Y N

6 Open Solana Glen Court 340 VLV‐N1944595E6252049 Gate Valve 1971 00196 302‐1689 B3 N VLV‐04108 Y N

8 Open Solana Hills Drive 340 VLV‐N1945133E6252545 Gate Valve 1971 00196 302‐1689 C3 N VLV‐04110 N N

6 Open Solana Hills Drive 340 VLV‐N1945137E6252538 Gate Valve 1971 00196 302‐1689 C3 N VLV‐04112 N N

6 Open Solana Hills Drive 340 VLV‐N1944890E6252229 Gate Valve 1971 00196 302‐1689 B3 N VLV‐04156 Y N

6 Open Solana Hills Drive 340 VLV‐N1945192E6252525 Gate Valve 1971 00196 302‐1689 C3 N VLV‐04212 Y N

8 Closed Lomas Santa Fe Drive 340 VLV‐N1943713E6251029 Gate Valve 0 302‐1689 A2 N VLV‐04150 N N

10 Open Lomas Santa Fe Drive 340 VLV‐N1943717E6251366 Butterfly Valve 0 302‐1689 A2 Y VLV‐04196 N N

6 Open Stevens Avenue 340 VLV‐N1943641E6251228 Gate Valve 0 302‐1689 A2 N VLV‐04586 Y N

12 Open Solana Hills Drive 340 VLV‐N1943697E6252317 Gate Valve 1967 00198 302‐1689 B2 P VLV‐04606 N N

6 Open Solana Hills Drive 340 VLV‐N1943554E6252310 Gate Valve 1998 00183 302‐1689 B2 N VLV‐04608 Y N

8 Open Solana Hills Drive 340 VLV‐N1943370E6252420 Gate Valve 1998 00183 302‐1689 C1 N VLV‐04612 N N

6 Open Solana Hills Drive 340 VLV‐N1943290E6252481 Gate Valve 1967 00198 302‐1689 C1 N VLV‐04630 Y N

6 Open Solana Hills Drive 340 VLV‐N1943196E6252496 Gate Valve 0 302‐1689 C1 N VLV‐04442 N N

6 Open Solana Hills Drive 340 VLV‐N1943161E6252494 Gate Valve 0 302‐1689 C1 N VLV‐04510 Y N
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10 Open Solana Hills Drive 340 VLV‐N1943087E6252463 Gate Valve 0 302‐1689 C1 N VLV‐04518 N N

8 Open San Rodolfo Drive 340 VLV‐N1943077E6252464 Gate Valve 1990 00211 302‐1689 C1 N VLV‐04530 N N

10 Open San Rodolfo Drive 340 VLV‐N1943075E6252456 Gate Valve 0 302‐1689 C1 N VLV‐04532 N N

6 Open San Rodolfo Drive 340 VLV‐N1943041E6252417 Gate Valve 0 302‐1689 C1 N VLV‐04534 N N

6 Open San Rodolfo Drive 340 VLV‐N1942970E6252273 Gate Valve 0 302‐1689 B1 N VLV‐04536 N N

6 Open San Rodolfo Drive 340 VLV‐N1942961E6252243 Gate Valve 0 302‐1689 B1 N VLV‐04538 Y N

6 Open San Rodolfo Drive 340 VLV‐N1942962E6252034 Gate Valve 0 302‐1689 B1 N VLV‐04464 Y N

8 Open San Rodolfo Drive 340 VLV‐N1942955E6251968 Gate Valve 1990 00211 302‐1689 B1 N VLV‐04480 N N

6 Open San Rodolfo Drive 340 VLV‐N1942877E6251670 Gate Valve 0 302‐1689 B1 N VLV‐04462 Y N

6 Open San Rodolfo Drive 340 VLV‐N1942861E6251620 Gate Valve 0 302‐1689 B1 N VLV‐04242 N N

6 Open San Rodolfo Drive 340 VLV‐N1942748E6252513 Gate Valve 1990 00211 302‐1689 C1 N VLV‐04244 Y N

8 Open San Rodolfo Drive 340 VLV‐N1942725E6252337 Gate Valve 1990 00211 302‐1689 B1 N VLV‐04266 N N

6 Open San Rodolfo Drive 340 VLV‐N1942715E6252301 Gate Valve 1990 00211 302‐1689 B1 N VLV‐04338 Y N

8 Open San Rodolfo Drive 340 VLV‐N1942714E6252248 Gate Valve 1990 00211 302‐1689 B1 N VLV‐04194 N N

6 Open San Rodolfo Drive 340 VLV‐N1942736E6252138 Gate Valve 1990 00211 302‐1689 B1 N VLV‐04364 Y N

6 Open Stevens Avenue 340 VLV‐N1942876E6251359 Gate Valve 0 302‐1689 A1 N VLV‐04264 N N

10 Open Stevens Avenue 340 VLV‐N1942821E6251366 Gate Valve 0 302‐1689 A1 P VLV‐04118 N N

6 Open Stevens Avenue 340 VLV‐N1943060E6251333 Gate Valve 0 302‐1689 A1 N VLV‐04120 Y N

6 Open Canyon Drive 440 VLV‐N1946033E6251548 Gate Valve 2007 00296 302‐1689 B4 N VLV‐02456 Y N

4 Open Canyon Drive 440 VLV‐N1946079E6251460 Gate Valve 2007 00296 302‐1689 B4 N VLV‐02454 N N

4 Open Canyon Place 440 VLV‐N1945999E6251183 Gate Valve 2007 00296 302‐1689 A4 N VLV‐02452 N N

6 Open Canyon Drive 440 VLV‐N1945979E6251162 Gate Valve 2007 00296 302‐1689 A4 N VLV‐02450 Y N

10 Open Canyon Drive 440 VLV‐N1945861E6251097 Gate Valve 2007 00296 302‐1689 A4 N VLV‐02448 N N

10 Open Canyon Drive 440 VLV‐N1945616E6250895 Gate Valve 0 302‐1689 A4 N VLV‐02428 N N

10 Open Ford Avenue 440 VLV‐N1945612E6250893 Gate Valve 0 302‐1689 A4 N VLV‐02426 N N

10 Open Canyon Drive 440 VLV‐N1945613E6250890 Gate Valve 0 302‐1689 A4 N VLV‐02424 N N

6 Open Canyon Drive 440 VLV‐N1945567E6250813 Gate Valve 0 302‐1689 A4 N VLV‐02422 Y N

6 Open Canyon Drive 440 VLV‐N1945400E6250519 Gate Valve 0 302‐1689 A3 N VLV‐02420 Y N

8 Open Canyon Drive 440 VLV‐N1945364E6250448 Gate Valve 0 302‐1689 A3 N VLV‐02416 N N

8 Open Canyon Drive 440 VLV‐N1945363E6250443 Gate Valve 0 302‐1689 A3 N VLV‐02434 N N

8 Open Marview Drive 440 VLV‐N1945360E6250446 Gate Valve 0 302‐1689 A3 N VLV‐02414 N N

6 Open Marview Drive 440 VLV‐N1945086E6250443 Gate Valve 0 302‐1689 A3 N VLV‐02412 Y N

8 Open Marview Drive 440 VLV‐N1945054E6250445 Gate Valve 0 302‐1689 A3 N VLV‐02410 N N

8 Open Marview Drive 440 VLV‐N1944862E6250446 Gate Valve 0 302‐1689 A3 N VLV‐02430 N N

6 Open Marview Lane 440 VLV‐N1944858E6250398 Gate Valve 0 302‐1683 F3 N VLV‐02470 Y N

10 Open Ford Avenue 440 VLV‐N1944871E6250530 Gate Valve 0 302‐1689 A3 N VLV‐02482 N N

10 Open Ford Avenue 440 VLV‐N1944875E6250535 Gate Valve 0 302‐1689 A3 N VLV‐02478 N N
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8 Open Marview Drive 440 VLV‐N1944869E6250534 Gate Valve 0 302‐1689 A3 N VLV‐02486 N N

6 Open Ford Avenue 440 VLV‐N1945129E6250799 Gate Valve 0 302‐1689 A3 N VLV‐02488 Y N

6 Open Cliff Street (East) 440 VLV‐N1944266E6250250 Gate Valve 2007 00296 302‐1683 F2 N VLV‐02490 Y N

6 Open Marview Lane 440 VLV‐N1944611E6250300 Gate Valve 0 302‐1683 F3
REMOVE FROM MODEL 

PER AS‐BUILT 296
N VLV‐02492 Y N

8 Open Cliff Street (East) 440 VLV‐N1944119E6250063 Gate Valve 0 00296 302‐1683 F2 P VLV‐02494 N N

8 Open NIS 520 VLV‐N1944130E6249988 Gate Valve 1976 00286 302‐1683 F2 Y VLV‐00716 N N

16 Open NIS 202 VLV‐N1944147E6249961 Butterfly Valve 1983 00033 302‐1683 F2 Y VLV‐04944 N N

10 Open Cliff Street (East) 340 VLV‐N1943961E6249899 Gate Valve 0 302‐1683 F2 P VLV‐04516 N N

6 Open Cliff Street (East) 202 VLV‐N1943948E6249886 Gate Valve 0 302‐1683 F2 P VLV‐04958 N N

4 Open Cliff Street (East) 340 VLV‐N1943936E6249896 Gate Valve 0 302‐1683 F2 P VLV‐04542 N N

6 Open Marview Drive 440 VLV‐N1944689E6250566 Gate Valve 0 302‐1689 A3 N VLV‐02484 Y N

6 Open Marview Drive 440 VLV‐N1944548E6250558 Gate Valve 0 302‐1689 A3 N VLV‐02476 Y N

10 Open El Viento 340 VLV‐N1943375E6249889 Butterfly Valve 0 302‐1683 F1 Y VLV‐04502 N N

12 Closed Lomas Santa Fe Drive 202 VLV‐N1943282E6249894 Butterfly Valve 0 302‐1683 F1 P VLV‐04954 N N

10 Open Lomas Santa Fe Drive 202 VLV‐N1943265E6249888 Gate Valve 1968 00177 302‐1683 F1 Y VLV‐04952 N N

8 Open Nardo Avenue (North) 340 VLV‐N1943371E6249894 Butterfly Valve 0 302‐1683 F1 P VLV‐04482 N N

16 Open Nardo Avenue (North) 202 VLV‐N1943262E6249893 Gate Valve 0 302‐1683 F1 Y VLV‐04946 N N

8 Open Lomas Santa Fe Drive 340 VLV‐N1943249E6249907 Gate Valve 1968 00177 302‐1683 F1 N VLV‐04466 N N

6 Missing Lomas Santa Fe Drive 202 VLV‐N1943192E6249919 Gate Valve 0 302‐1683 F1 N VLV‐04950 N N

10 Open Lomas Santa Fe Drive 340 VLV‐N1943229E6249918 Gate Valve 0 302‐1683 F1 N VLV‐04468 N N

16 Open Lomas Santa Fe Drive 340 VLV‐N1943344E6250111 Butterfly Valve 1982 00033 302‐1683 F1 Y VLV‐04470 N N

6 Open Lomas Santa Fe Drive 340 VLV‐N1943388E6250402 Gate Valve 0 302‐1683 F1 N VLV‐04472 Y N

6 Open Lomas Santa Fe Drive 340 VLV‐N1943494E6250452 Gate Valve 0 302‐1689 A2 N VLV‐04474 Y N

6 Open Hilmen Drive 340 VLV‐N1943495E6250599 Gate Valve 0 302‐1689 A2 N VLV‐04476 N N

6 Open Lomas Santa Fe Drive 340 VLV‐N1943516E6250684 Gate Valve 0 302‐1689 A2 N VLV‐04500 Y N

6 Open Hilmen Drive 340 VLV‐N1943590E6250549 Gate Valve 0 302‐1689 A2 N VLV‐04494 Y N

6 Open Hilmen Drive 340 VLV‐N1943748E6250436 Gate Valve 0 302‐1689 A2 N VLV‐04496 Y N

6 Open Hilmen Drive 340 VLV‐N1943809E6250331 Gate Valve 0 302‐1683 F2 N VLV‐04498 N N

6 Open Hilmen Place 340 VLV‐N1943814E6250275 Gate Valve 0 302‐1683 F2 N VLV‐03576 Y N

6 Open Hilmen Place 340 VLV‐N1943813E6249978 Gate Valve 0 302‐1683 F2 N VLV‐03578 Y N

6 Open Glenmont Drive 340 VLV‐N1945684E6249718 Gate Valve 0 302‐1683 F4 N VLV‐03582 N N

10 Open Holmwood Lane 340 VLV‐N1945684E6249713 Gate Valve 0 302‐1683 F4 N VLV‐03648 N N

6 Open Glenmont Drive 340 VLV‐N1945680E6249713 Gate Valve 0 302‐1683 F4 N VLV‐03652 N N

6 Open Glenmont Drive 340 VLV‐N1945530E6249684 Gate Valve 0 302‐1683 F4 N VLV‐03664 N N

10 Open Holmwood Lane 340 VLV‐N1945696E6249558 Gate Valve 0 302‐1683 F4 N VLV‐03644 N N

10 Open Holmwood Lane 340 VLV‐N1945696E6249550 Gate Valve 0 302‐1683 F4 N VLV‐03620 N N

6 Open Holmwood Lane 340 VLV‐N1945699E6249487 Gate Valve 0 302‐1683 F4 N VLV‐03598 Y N
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10 Open Holmwood Lane 340 VLV‐N1945696E6249421 Gate Valve 0 302‐1683 F4 N VLV‐03624 N N

10 Open Granados Avenue (North) 340 VLV‐N1945696E6249415 Gate Valve 0 302‐1683 F4 Y VLV‐03626 N N

6 Open Granados Avenue (North) 340 VLV‐N1945702E6249418 Gate Valve 0 302‐1683 F4 N VLV‐03628 N N

10 Open Granados Avenue (North) 340 VLV‐N1945265E6249399 Gate Valve 0 302‐1683 E3 Y VLV‐03630 N N

10 Open Granados Avenue (North) 340 VLV‐N1945252E6249399 Gate Valve 0 302‐1683 E3 Y VLV‐03632 N N

10 Open Granados Avenue (North) 340 VLV‐N1944922E6249402 Gate Valve 0 302‐1683 E3 Y VLV‐03634 N N

10 Open Granados Avenue (North) 340 VLV‐N1944913E6249402 Gate Valve 0 302‐1683 E3 Y VLV‐03636 N N

8 Open Lynwood Avenue 340 VLV‐N1944917E6249409 Gate Valve 0 302‐1683 F3 P VLV‐03638 N N

6 Open Granados Avenue (North) 340 VLV‐N1944854E6249404 Gate Valve 0 302‐1683 E3 N VLV‐03640 Y N

6 Open Granados Avenue (North) 340 VLV‐N1944483E6249406 Gate Valve 0 302‐1683 E3 N VLV‐03642 Y N

10 Open Granados Avenue (North) 340 VLV‐N1943975E6249413 Gate Valve 0 302‐1683 F2 Y VLV‐03478 N N

10 Open Cliff Street (East) 340 VLV‐N1943970E6249418 Gate Valve 0 302‐1683 F2 P VLV‐03354 N N

10 Open Granados Avenue (North) 340 VLV‐N1943965E6249413 Gate Valve 0 302‐1683 F2 Y VLV‐03546 N N

6 Open Cliff Street (East) 202 VLV‐N1943956E6249384 Gate Valve 0 302‐1683 E2 N VLV‐04962 N N

10 Open Cliff Street (East) 340 VLV‐N1943970E6249407 Gate Valve 0 302‐1683 E2 P VLV‐03362 N N

6 Open Cliff Street (East) 340 VLV‐N1943975E6249357 Gate Valve 0 302‐1683 E2 N VLV‐03364 Y N

6 Open Granados Avenue (North) 340 VLV‐N1943728E6249407 Gate Valve 0 302‐1683 F2 N VLV‐03366 Y N

10 Open Granados Avenue (North) 340 VLV‐N1943296E6249382 Gate Valve 0 302‐1683 E1 Y VLV‐03466 N N

10 Open El Viento 340 VLV‐N1943290E6249389 Gate Valve 0 302‐1683 E1 Y VLV‐03468 N N

10 Open Granados Avenue (North) 340 VLV‐N1943285E6249382 Gate Valve 0 302‐1683 E1 Y VLV‐03470 N N

10 Open Granados Avenue (North) 340 VLV‐N1942650E6249375 Butterfly Valve 0 302‐1683 E1 Y VLV‐03472 N N

6 Open Lomas Santa Fe Drive 202 VLV‐N1942589E6249367 Gate Valve 1968 00177 302‐1683 E1 N VLV‐04964 Y N

4 Closed Lomas Santa Fe Drive 340 VLV‐N1942548E6249394 Gate Valve 0 302‐1683 E1 N VLV‐03500 N N

8 Open Granados Avenue (South) 340 VLV‐N1942557E6249413 Gate Valve 1968 00177 302‐1683 F1 N VLV‐03476 N N

8 Open El Viento 340 VLV‐N1943336E6249690 Butterfly Valve 0 302‐1683 F1 Y VLV‐03454 N N

8 Open El Viento 340 VLV‐N1943334E6249682 Butterfly Valve 0 302‐1683 F1 Y VLV‐03480 N N

8 Open Glenmont Drive 340 VLV‐N1943339E6249686 Butterfly Valve 0 302‐1683 F1 P VLV‐03482 N N

6 Open El Viento 340 VLV‐N1943287E6249431 Gate Valve 0 302‐1683 F1 N VLV‐03484 Y N

6 Open Glenmont Drive 340 VLV‐N1943508E6249682 Butterfly Valve 0 302‐1683 F2 N VLV‐03486 Y N

6 Open Glenmont Drive 340 VLV‐N1943965E6249682 Butterfly Valve 0 302‐1683 F2 N VLV‐03488 N N

6 Open Glenmont Drive 340 VLV‐N1943973E6249682 Gate Valve 0 302‐1683 F2 N VLV‐03490 N N

6 Open Cliff Street (East) 340 VLV‐N1943972E6249641 Gate Valve 0 302‐1683 F2 N VLV‐03492 Y N

6 Open Glenmont Drive 340 VLV‐N1944400E6249679 Gate Valve 0 302‐1683 F2 N VLV‐03494 Y N

6 Open Glenmont Drive 340 VLV‐N1944431E6249682 Gate Valve 0 302‐1683 F2 N VLV‐03496 N N

6 Open Glenmont Drive 340 VLV‐N1944757E6249678 Gate Valve 0 302‐1683 F3 N VLV‐03498 Y N

6 Open Lynwood Avenue 340 VLV‐N1944903E6249679 Gate Valve 0 302‐1683 F3 N VLV‐03430 N N

6 Open Glenmont Drive 340 VLV‐N1944949E6249683 Gate Valve 0 302‐1683 F3 N VLV‐03426 N N
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4 Closed Lynwood Avenue 340 VLV‐N1944952E6249686 Gate Valve 0 302‐1683 F3 N VLV‐03474 N N

6 Open Glenmont Drive 340 VLV‐N1944956E6249683 Gate Valve 0 302‐1683 F3 N VLV‐03410 N N

4 Closed Lynwood Avenue 340 VLV‐N1944952E6249680 Gate Valve 0 302‐1683 F3 N VLV‐03412 N N

6 Open Glenmont Drive 340 VLV‐N1945302E6249681 Gate Valve 0 302‐1683 F3 N VLV‐03414 Y N

8 Closed Lynwood Avenue 440 VLV‐N1944917E6249991 Butterfly Valve 0 302‐1683 F3
Pressure Zone Seperation 

Valves
N VLV‐02462 N N

6 Open Mar Vista Drive 440 VLV‐N1944876E6249999 Butterfly Valve 0 302‐1683 F3 N VLV‐02464 Y N

8 Open Mar Vista Drive 440 VLV‐N1944912E6249994 Butterfly Valve 0 302‐1683 F3 N VLV‐02466 N N

8 Open Mar Vista Drive 440 VLV‐N1944921E6249994 Butterfly Valve 0 302‐1683 F3 N VLV‐02480 N N

6 Open Mar Vista Drive 440 VLV‐N1945301E6250009 Gate Valve 0 302‐1683 F3 N VLV‐02468 Y N

8 Open Canyon Drive 440 VLV‐N1945405E6249992 Gate Valve 0 302‐1683 F3 N VLV‐02460 N N

8 Open Mar Vista Drive 440 VLV‐N1945405E6249990 Gate Valve 0 302‐1683 F3 N VLV‐02472 N N

6 Open Mar Vista Drive 440 VLV‐N1945504E6249979 Gate Valve 0 302‐1683 F4 N VLV‐02474 Y N

6 Closed Canyon Drive 340 VLV‐N1945738E6249866 Gate Valve 0 302‐1683 F4
Pressure Zone Seperation 

Valves
N VLV‐03416 N N

6 Open Canyon Drive 340 VLV‐N1945738E6249855 Gate Valve 0 302‐1683 F4 N VLV‐03418 N N

4 Open Rawl Place 340 VLV‐N1945745E6249861 Gate Valve 0 302‐1683 F4 N VLV‐03420 N N

6 Open Holmwood Lane 340 VLV‐N1946064E6250551 Gate Valve 0 302‐1689 A4 N VLV‐03422 Y N

6 Open Holmwood Lane 340 VLV‐N1946154E6249953 Gate Valve 0 302‐1683 F4 N VLV‐03424 Y N

8 Open Holmwood Lane 340 VLV‐N1945701E6249554 Gate Valve 0 302‐1683 F4 N VLV‐03452 N N

6 Open Glenmont Drive 340 VLV‐N1945737E6249801 Gate Valve 0 302‐1683 F4 N VLV‐03428 Y N

8 Open Mar Vista Drive 440 VLV‐N1945404E6249991 Gate Valve 0 302‐1683 F3 N VLV‐02438 N N

6 Closed Lomas Santa Fe Drive 340 VLV‐N1942317E6249127 Gate Valve 0 298‐1683 E4 N VLV‐03822 N N

8 Open Rios Avenue (North) 340 VLV‐N1942312E6249072 Gate Valve 0 298‐1683 E4 N VLV‐03668 N N

8 Open Rios Avenue (North) 340 VLV‐N1942381E6249060 Gate Valve 0 298‐1683 E4 N VLV‐03692 N N

6 Open Lomas Santa Fe Drive 202 VLV‐N1942348E6248985 Gate Valve 1968 00177 298‐1683 E4 N VLV‐05200 Y N

6 Open Lomas Santa Fe Drive 340 VLV‐N1942257E6248837 Gate Valve 0 298‐1683 E4 N VLV‐03662 Y N

8 Open Lomas Santa Fe Drive 340 VLV‐N1942249E6248775 Gate Valve 1996 00152 298‐1683 E4 N VLV‐03660 N N

8 Open Cedros Avenue (South) 340 VLV‐N1942240E6248754 Gate Valve 1996 00152 298‐1683 E4 N VLV‐03658 N N

8 Open Cedros Avenue (South) 340 VLV‐N1942249E6248752 Gate Valve 1996 00152 298‐1683 E4 N VLV‐03656 N N

8 Open Cedros Avenue (North) 340 VLV‐N1942279E6248733 Gate Valve 0 298‐1683 E4
NOT SHOWN ON AS‐BUILT 

152
N VLV‐03654 N N

12 Open Lomas Santa Fe Drive 202 VLV‐N1942279E6248754 Gate Valve 1968 00177 298‐1683 E4 Y VLV‐05198 N N

8 Closed Cedros Avenue (North) 340 VLV‐N1942341E6248730 Gate Valve 0 298‐1683 E4 N VLV‐03650 N N

8 Open Cedros Avenue (North) 202 VLV‐N1942281E6248742 Gate Valve 0 298‐1683 E4 P VLV‐05196 N N

6 Open Cedros Avenue (North) 340 VLV‐N1942383E6248717 Gate Valve 1988 00158 298‐1683 E4 N VLV‐03574 Y N

6 Open Cedros Avenue (North) 340 VLV‐N1942464E6248693 Gate Valve 0 302‐1683 E1 N VLV‐03504 N N

6 Open Cedros Avenue (North) 340 VLV‐N1942749E6248645 Gate Valve 0 302‐1683 E1 N VLV‐03532 Y N

6 Open Cedros Avenue (North) 340 VLV‐N1943358E6248528 Gate Valve 0 302‐1683 E1 N VLV‐03530 Y N

6 Open Cedros Avenue (North) 340 VLV‐N1943912E6248320 Gate Valve 0 302‐1683 D2 N VLV‐03528 Y N
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8 Open Cedros Avenue (North) 340 VLV‐N1943977E6248291 Gate Valve 2002 00281 302‐1683 D2 N VLV‐03508 N N

16 Open Cedros Avenue (North) 202 VLV‐N1943971E6248258 Gate Valve 0 302‐1683 D2 N VLV‐05192 N N

8 Open Cedros Avenue (North) 340 VLV‐N1943986E6248287 Gate Valve 0 302‐1683 D2
REMOVE FROM MODEL 

PER AS‐BUILT 281
N VLV‐03590 N N

6 Open Cedros Avenue (North) 340 VLV‐N1944229E6248199 Gate Valve 2002 00281 302‐1683 D2 N VLV‐03588 Y N

6 Closed Cliff Street (East) 202 VLV‐N1943973E6248343 Gate Valve 0 302‐1683 D2 N VLV‐05184 N N

6 Closed Cliff Street (East) 340 VLV‐N1943989E6248326 Gate Valve 0 302‐1683 D2 N VLV‐03584 N N

6 Open Cliff Street (East) 202 VLV‐N1943969E6248451 Gate Valve 0 302‐1683 E2 N VLV‐05182 N N

8 Open Cliff Street (East) 340 VLV‐N1943985E6248501 Gate Valve 0 302‐1683 E2 N VLV‐03580 N N

6 Open Cliff Street (East) 202 VLV‐N1943969E6248299 Gate Valve 2002 00281 302‐1683 D2 N VLV‐05180 N N

6 Open Cliff Street (East) 202 VLV‐N1943967E6248627 Gate Valve 0 302‐1683 E2 N VLV‐05178 N N

6 Open Cliff Street (East) 340 VLV‐N1943985E6248693 Gate Valve 0 302‐1683 E2 N VLV‐03550 Y N

10 Open Cliff Street (East) 340 VLV‐N1943979E6248812 Gate Valve 0 302‐1683 E2 N VLV‐03572 N N

8 Open Barbara Avenue 340 VLV‐N1943979E6249071 Gate Valve 0 302‐1683 E2 N VLV‐03596 N N

6 Open Rios Avenue (North) 340 VLV‐N1943807E6248783 Gate Valve 0 302‐1683 E2 N VLV‐03568 Y N

6 Open Rios Avenue (North) 340 VLV‐N1943519E6248839 Gate Valve 0 302‐1683 E2 N VLV‐03566 Y N

8 Open Rios Avenue (North) 340 VLV‐N1943457E6248845 Gate Valve 0 302‐1683 E2 N VLV‐03564 N N

8 Open Barbara Avenue 340 VLV‐N1942967E6248952 Gate Valve 0 302‐1683 E1 N VLV‐03562 N N

6 Open Barbara Avenue 340 VLV‐N1942969E6248993 Gate Valve 0 302‐1683 E1 N VLV‐03560 Y N

8 Open Seabright Lane 340 VLV‐N1943990E6248494 Gate Valve 0 302‐1683 E2 N VLV‐03558 N N

6 Open Seabright Lane 340 VLV‐N1944221E6248425 Gate Valve 0 302‐1683 E2 N VLV‐03556 Y N

6 Open Seabright Lane 340 VLV‐N1944800E6248231 Gate Valve 1968 00161 302‐1683 D3 N VLV‐03554 Y N

6 Open Seabright Lane 340 VLV‐N1945155E6248002 Gate Valve 1968 00161 302‐1683 D3 N VLV‐03552 Y N

8 Open Seabright Lane 340 VLV‐N1945583E6247847 Gate Valve 0 302‐1683 D4 N VLV‐03360 N N

6 Open Seabright Lane 340 VLV‐N1945661E6247830 Gate Valve 1968 00161 302‐1683 D4 N VLV‐04492 Y N

6 Open Seabright Lane 340 VLV‐N1946090E6247855 Gate Valve 1968 00161 302‐1683 D4
SHOWN IN DWG 161 ON 
SEABRIGHT 5' FROM 8"

N VLV‐04490 Y N

8 Open Seabright Lane 340 VLV‐N1946208E6248236 Gate Valve 1968 00157 302‐1683 D4 N VLV‐04488 N N

8 Open Rios Avenue (North) 340 VLV‐N1946213E6248239 Gate Valve 0 302‐1683 D4 N VLV‐04486 N N

10 Open Rios Avenue (North) 340 VLV‐N1946464E6248177 Gate Valve 0 306‐1683 D1 N VLV‐04484 N N

6 Open Rios Court 340 VLV‐N1946467E6248019 Butterfly Valve 0 306‐1683 D1 N VLV‐04520 Y N

8 Open Rios Avenue (North) 340 VLV‐N1946504E6248165 Gate Valve 0 306‐1683 D1 N VLV‐04524 N N

6 Open Solana Point Circle 340 VLV‐N1946510E6248087 Butterfly Valve 0 306‐1683 D1 N VLV‐04528 Y N

6 Open Solana Point Circle 340 VLV‐N1946600E6247906 Gate Valve 0 306‐1683 D1 N VLV‐04526 Y N

8 Open Rios Avenue (North) 340 VLV‐N1946202E6248242 Gate Valve 1968 00161 302‐1683 D4 N VLV‐04522 N N

6 Open Rios Avenue (North) 340 VLV‐N1946138E6248251 Gate Valve 1968 00157 302‐1683 D4 N VLV‐04604 Y N

6 Open Rios Avenue (North) 340 VLV‐N1945757E6248344 Gate Valve 1968 00157 302‐1683 D4 N VLV‐04602 Y N

8 Open Midori Lane 340 VLV‐N1945740E6248355 Gate Valve 1997 302‐1683 D4 N VLV‐04598 N N

8 Open Midori Court 340 VLV‐N1945808E6248626 Gate Valve 1997 302‐1683 E4 N VLV‐04600 N N
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6 Open Midori Court 340 VLV‐N1945919E6248618 Gate Valve 1997 302‐1683 E4 N VLV‐04616 Y N

8 Open Midori Court 340 VLV‐N1945798E6248628 Gate Valve 1997 302‐1683 E4 N VLV‐04594 N N

6 Open Midori Court 340 VLV‐N1945567E6248675 Gate Valve 1997 302‐1683 E4 N VLV‐04618 Y N

8 Open Patty Hill Drive 340 VLV‐N1945222E6248479 Gate Valve 1968 00157 302‐1683 E3 N VLV‐04620 N N

6 Open Rios Avenue (North) 340 VLV‐N1945149E6248485 Gate Valve 1968 00157 302‐1683 E3 N VLV‐04552 Y N

6 Open Rios Avenue (North) 340 VLV‐N1944423E6248649 Gate Valve 1968 00157 302‐1683 E2 N VLV‐04556 Y N

8 Open Rios Avenue (North) 340 VLV‐N1943987E6248753 Gate Valve 1968 00157 302‐1683 E2 N VLV‐04558 N N

6 Open Barbara Avenue 340 VLV‐N1944142E6249048 Gate Valve 0 302‐1683 E2 N VLV‐04560 Y N

6 Open Barbara Avenue 340 VLV‐N1944446E6249060 Gate Valve 0 302‐1683 E3 N VLV‐04562 Y N

6 Open Barbara Avenue 340 VLV‐N1944530E6249045 Gate Valve 0 302‐1683 E3 N VLV‐04564 N N

8 Open Barbara Avenue 340 VLV‐N1945216E6248928 Gate Valve 0 302‐1683 E3 N VLV‐04592 N N

8 Open Patty Hill Drive 340 VLV‐N1945219E6248924 Gate Valve 0 302‐1683 E3 N VLV‐04584 N N

6 Open Patty Hill Drive 340 VLV‐N1945215E6248869 Gate Valve 0 302‐1683 E3 N VLV‐04588 Y N

8 Open Barbara Avenue 340 VLV‐N1945223E6248927 Gate Valve 0 302‐1683 E3 N VLV‐04590 N N

8 Open Patty Hill Drive 340 VLV‐N1945261E6249079 Gate Valve 0 302‐1683 E3 N VLV‐04554 N N

8 Open Patty Hill Drive 340 VLV‐N1945261E6249093 Gate Valve 0 302‐1683 E3 N VLV‐04582 N N

6 Open Barbara Avenue 340 VLV‐N1945269E6249085 Gate Valve 0 302‐1683 E3 N VLV‐04580 N N

6 Open Patty Hill Drive 340 VLV‐N1945266E6249335 Gate Valve 0 302‐1683 E3 N VLV‐04576 Y N

6 Open Barbara Avenue 340 VLV‐N1945322E6249084 Gate Valve 1956 00197 302‐1683 E3 N VLV‐04574 Y N

8 Open Patty Hill Drive 340 VLV‐N1945258E6249393 Gate Valve 0 302‐1683 E3 P VLV‐04572 N N

6 Open Barbara Avenue 340 VLV‐N1945815E6248996 Gate Valve 0 302‐1683 E4
NOT SHOWN ON AS‐BUILT 

197
N VLV‐04544 Y N

6 Open Barbara Avenue 340 VLV‐N1945815E6248993 Gate Valve 0 302‐1683 E4
NOT SHOWN ON AS‐BUILT 

197
N VLV‐04550 Y N

6 Open Barbara Avenue 340 VLV‐N1946312E6249040 Gate Valve 0 302‐1683 E4
NOT SHOWN ON AS‐BUILT 

197
N VLV‐04548 N N

6 Open Barbara Avenue 340 VLV‐N1946370E6249161 Gate Valve 1956 00197 302‐1683 E4 N VLV‐04546 Y N

8 Open Pacific Avenue 202 VLV‐N1944869E6246808 Gate Valve 0 302‐1683 C3 N VLV‐05096 N N

8 Open Circle Drive (West) 202 VLV‐N1944879E6246805 Gate Valve 0 302‐1683 C3 N VLV‐05094 N N

6 Open Circle Drive (West) 202 VLV‐N1945213E6246696 Gate Valve 0 302‐1683 C3 N VLV‐05092 Y N

6 Open Circle Drive (East) 202 VLV‐N1945286E6247073 Gate Valve 0 302‐1683 C3 N VLV‐05090 Y N

8 Open Circle Drive (East) 202 VLV‐N1944973E6247230 Gate Valve 0 302‐1683 C3 N VLV‐05216 N N

8 Open Acacia Avenue (North) 202 VLV‐N1944963E6247235 Gate Valve 0 302‐1683 C3 N VLV‐05342 N N

8 Open Ocean Street 202 VLV‐N1944967E6247226 Gate Valve 0 302‐1683 C3 N VLV‐05194 N N

8 Open Ocean Street 202 VLV‐N1944969E6247238 Gate Valve 0 302‐1683 C3 N VLV‐05334 N N

6 Open Ocean Street 202 VLV‐N1944890E6246874 Gate Valve 0 302‐1683 C3 N VLV‐05332 Y N

8 Open Ocean Street 202 VLV‐N1944875E6246813 Gate Valve 0 302‐1683 C3 N VLV‐05330 N N

6 Open Acacia Avenue (North) 202 VLV‐N1944893E6247271 Gate Valve 0 302‐1683 C3 N VLV‐05328 Y N

8 Open Acacia Avenue (North) 202 VLV‐N1944453E6247440 Gate Valve 0 302‐1683 D3 N VLV‐05326 N N

8 Open Acacia Avenue (North) 202 VLV‐N1944441E6247444 Gate Valve 0 302‐1683 D2 N VLV‐05324 N N
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8 Open Solana Vista Drive 202 VLV‐N1944449E6247448 Gate Valve 0 302‐1683 D3 N VLV‐05322 N N

8 Open Solana Vista Drive 202 VLV‐N1944444E6247436 Gate Valve 0 302‐1683 D2 N VLV‐05298 N N

8 Open Solana Vista Drive 202 VLV‐N1944348E6247216 Gate Valve 0 302‐1683 C2 N VLV‐05318 N N

6 Open Acacia Avenue (North) 202 VLV‐N1944050E6247629 Gate Valve 0 302‐1683 D2 N VLV‐05338 Y N

10 Open Highway 101 (North) 202 VLV‐N1943986E6247902 Gate Valve 0 302‐1683 D2 N VLV‐05314 N N

6 Open Highway 101 (North) 202 VLV‐N1944053E6247878 Gate Valve 0 302‐1683 D2 N VLV‐05312 Y N

10 Open Highway 101 (North) 202 VLV‐N1944534E6247676 Gate Valve 0 302‐1683 D3 N VLV‐05310 N N

8 Open Solana Vista Drive 202 VLV‐N1944537E6247670 Gate Valve 0 302‐1683 D3 N VLV‐05308 N N

10 Open Highway 101 (North) 202 VLV‐N1944544E6247672 Gate Valve 0 302‐1683 D3 N VLV‐05306 N N

6 Open Highway 101 (North) 202 VLV‐N1944600E6247643 Gate Valve 0 302‐1683 D3 N VLV‐05304 Y N

6 Open Highway 101 (North) 202 VLV‐N1944928E6247502 Gate Valve 0 302‐1683 D3 N VLV‐05302 Y N

10 Open Highway 101 (North) 202 VLV‐N1944983E6247481 Gate Valve 0 302‐1683 D3 N VLV‐05300 N N

10 Closed Ocean Street 202 VLV‐N1944986E6247482 Gate Valve 0 302‐1683 D3 N VLV‐05358 N N

8 Open Ocean Street 202 VLV‐N1944984E6247473 Gate Valve 0 302‐1683 D3 N VLV‐05362 N N

16 Open NIS 202 VLV‐N1943975E6248146 Gate Valve 0 302‐1683 D2 N VLV‐05320 N N

12 Open Highway 101 (North) 202 VLV‐N1943981E6247994 Gate Valve 0 302‐1683 D2 N VLV‐05378 N N

12 Open Highway 101 (North) 202 VLV‐N1943981E6247988 Gate Valve 0 302‐1683 D2 N VLV‐05376 N N

12 Closed NIS 202 VLV‐N1943983E6247991 Gate Valve 0 302‐1683 D2 N VLV‐05374 N N

12 Closed NIS 202 VLV‐N1943979E6247991 Gate Valve 0 302‐1683 D2 N VLV‐05372 N N

12 Open Cliff Street (West) 202 VLV‐N1943982E6247906 Gate Valve 0 302‐1683 D2 N VLV‐05370 N N

8 Open Cliff Street (West) 202 VLV‐N1943982E6247878 Gate Valve 0 302‐1683 D2 N VLV‐05368 N N

8 Open Cliff Street (West) 202 VLV‐N1943953E6247742 Gate Valve 0 302‐1683 D2 N VLV‐05366 N N

8 Open Acacia Avenue (North) 202 VLV‐N1943950E6247737 Gate Valve 0 302‐1683 D2 N VLV‐05364 N N

8 Open Cliff Street (West) 202 VLV‐N1943954E6247664 Gate Valve 0 302‐1683 D2 N VLV‐05340 N N

8 Open Acacia Avenue (North) 202 VLV‐N1943959E6247659 Gate Valve 0 302‐1683 D2 N VLV‐05360 N N

8 Open Cliff Street (West) 202 VLV‐N1943957E6247480 Gate Valve 0 302‐1683 D2 N VLV‐05382 N N

8 Open Sierra Avenue (North) 202 VLV‐N1943953E6247474 Gate Valve 0 302‐1683 D2 N VLV‐05356 N N

8 Open Cliff Street (West) 202 VLV‐N1943957E6247470 Gate Valve 0 302‐1683 D2 N VLV‐05354 N N

8 Open Cliff Street (West) 202 VLV‐N1943958E6247289 Gate Valve 0 302‐1683 C2 N VLV‐05352 N N

8 Open Cliff Street (West) 202 VLV‐N1943955E6247655 Gate Valve 0 302‐1683 D2 N VLV‐05350 N N

6 Open Pacific Avenue 202 VLV‐N1943962E6247282 Gate Valve 0 302‐1683 C2 N VLV‐05348 N N

8 Open Pacific Avenue 202 VLV‐N1944266E6247228 Gate Valve 0 302‐1683 C2 N VLV‐05346 Y N

8 Open Pacific Avenue 202 VLV‐N1944341E6247210 Gate Valve 0 302‐1683 C2 N VLV‐05344 N N

6 Open Pacific Avenue 202 VLV‐N1944030E6247265 Gate Valve 0 302‐1683 C2 N VLV‐05278 Y N

8 Open Pacific Avenue 202 VLV‐N1944351E6247208 Gate Valve 0 302‐1683 C2 N VLV‐05380 N N

6 Open Pacific Avenue 202 VLV‐N1944671E6246939 Gate Valve 0 302‐1683 C3 N VLV‐05316 Y N

8 Open Highway 101 (North) 202 VLV‐N1943966E6247903 Gate Valve 0 302‐1683 D2 N VLV‐05252 N N
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6 Open Highway 101 (North) 202 VLV‐N1943489E6248079 Gate Valve 0 302‐1683 D2 N VLV‐05250 Y N

8 Open Highway 101 (North) 202 VLV‐N1943218E6248166 Gate Valve 0 302‐1683 D1 N VLV‐05248 N N

6 Open Highway 101 (North) 202 VLV‐N1942811E6248250 Gate Valve 0 302‐1683 D1 N VLV‐05246 Y N

6 Open Highway 101 (North) 202 VLV‐N1942314E6248351 Gate Valve 0 298‐1683 D4 N VLV‐05244 N N

8 Open Highway 101 (North) 202 VLV‐N1942299E6248353 Gate Valve 1968 00177 298‐1683 D4 P VLV‐05242 N N

12 Open Lomas Santa Fe Drive 202 VLV‐N1942265E6248458 Gate Valve 0 298‐1683 E4 Y VLV‐05240 N N

12 Open Lomas Santa Fe Drive 202 VLV‐N1942253E6248569 Gate Valve 0 298‐1683 E4 Y VLV‐05238 N N

8 Closed Acacia Avenue (North) 202 VLV‐N1942265E6248177 Gate Valve 0 298‐1683 D4 RENS P VLV‐05214 N N

6 Open Acacia Avenue (North) 202 VLV‐N1942263E6248159 Gate Valve 0 298‐1683 D4 N VLV‐05234 N N

6 Open Acacia Avenue (North) 202 VLV‐N1942266E6248156 Gate Valve 0 298‐1683 D4 N VLV‐05254 N N

6 Open Acacia Avenue (North) 202 VLV‐N1942266E6248139 Gate Valve 0 298‐1683 D4 N VLV‐05230 Y N

6 Open Acacia Avenue (North) 202 VLV‐N1942281E6248180 Gate Valve 0 298‐1683 D4 N VLV‐05260 N N

6 Open Plaza Street 202 VLV‐N1942170E6248175 Gate Valve 0 298‐1683 D4 N VLV‐05258 N N

6 Open Plaza Street 202 VLV‐N1942306E6248310 Gate Valve 0 298‐1683 D4 N VLV‐05654 Y N

6 Open Acacia Avenue (North) 202 VLV‐N1942644E6248111 Gate Valve 0 302‐1683 D1 N VLV‐05262 Y N

6 Open Acacia Avenue (North) 202 VLV‐N1943166E6248011 Gate Valve 0 302‐1683 D1 N VLV‐05264 Y N

6 Broken Acacia Avenue (North) 202 VLV‐N1943175E6248002 Gate Valve 0 302‐1683 D1
Broken per Valve Detail 

Sheet 03‐05‐1995
N VLV‐05266 N N

6 Open Acacia Avenue (North) 202 VLV‐N1943683E6247829 Gate Valve 0 302‐1683 D2 N VLV‐05268 Y N

6 Open Sierra Avenue (North) 202 VLV‐N1943643E6247577 Gate Valve 0 302‐1683 D2 N VLV‐05270 Y N

6 Open Sierra Avenue (North) 202 VLV‐N1943365E6247682 Gate Valve 0 302‐1683 D1 N VLV‐05272 Y N

6 Open Sierra Avenue (North) 202 VLV‐N1943198E6247762 Gate Valve 0 302‐1683 D1 N VLV‐05296 N N

6 Open Sierra Avenue (North) 202 VLV‐N1943160E6247774 Gate Valve 0 302‐1683 D1 N VLV‐05276 N N

6 Open Sierra Avenue (North) 202 VLV‐N1942582E6247885 Gate Valve 0 302‐1683 D1 N VLV‐05256 Y N

8 Open Sierra Avenue (North) 202 VLV‐N1942170E6247978 Gate Valve 2007 00124 298‐1683 D4 N VLV‐05280 N N

6 Open Plaza Street 202 VLV‐N1942137E6247986 Gate Valve 2007 00124 298‐1683 D4 N VLV‐05282 N N

8 Open Pacific Avenue 202 VLV‐N1942275E6247724 Gate Valve 0 00256 298‐1683 D4 N VLV‐05284 N N

8 Open Pacific Avenue 202 VLV‐N1942283E6247715 Gate Valve 0 00256 298‐1683 D4 N VLV‐05286 N N

6 Open Helix Avenue 202 VLV‐N1942387E6247702 Gate Valve 0 298‐1683 D4 N VLV‐05288 Y N

6 Open Helix Avenue 202 VLV‐N1942283E6247723 Gate Valve 0 00256 298‐1683 D4 N VLV‐05290 N N

6 Open Helix Avenue 202 VLV‐N1942753E6247634 Gate Valve 0 302‐1683 D1 N VLV‐05292 Y N

6 Open Hill Street 202 VLV‐N1943163E6247767 Gate Valve 0 302‐1683 D1 N VLV‐05294 N N

6 Open Clark Street 202 VLV‐N1943194E6247759 Gate Valve 0 302‐1683 D1 N VLV‐05236 N N

6 Open Clark Street 202 VLV‐N1943400E6247488 Gate Valve 0 302‐1683 D1 N VLV‐05232 Y N

8 Open Pacific Avenue 202 VLV‐N1942762E6247504 Gate Valve 0 302‐1683 D1 N VLV‐05274 N N

6 Open Pacific Avenue 202 VLV‐N1942808E6247496 Gate Valve 0 302‐1683 D1 N VLV‐05218 Y N

6 Open Pacific Avenue 202 VLV‐N1943224E6247422 Gate Valve 0 302‐1683 D1 N VLV‐05220 Y N

8 Open Pacific Avenue 202 VLV‐N1943483E6247373 Gate Valve 0 302‐1683 C2 N VLV‐05222 N N
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6 Open Clark Street 202 VLV‐N1943486E6247376 Gate Valve 0 302‐1683 C2 N VLV‐05224 N N

8 Open Pacific Avenue 202 VLV‐N1943489E6247372 Gate Valve 0 302‐1683 C2 N VLV‐05226 N N

8 Open Pacific Avenue 202 VLV‐N1943954E6247284 Gate Valve 0 302‐1683 C2 N VLV‐05228 N N

14 Open Highland Drive 520 VLV‐N1941403E6257072 Gate Valve 0 298‐1695 A3 Y VLV‐01064 N N

6 Open Highland Drive 520 VLV‐N1941435E6256655 Gate Valve 0 298‐1695 A3 N VLV‐01066 Y N

6 Open Highland Drive 520 VLV‐N1941592E6256213 Gate Valve 0 298‐1689 F4 N VLV‐01086 Y N

12 Open Highland Drive 520 VLV‐N1941498E6256472 Gate Valve 0 298‐1695 A4 Y VLV‐01070 N N

8 Open San Lucas Drive 520 VLV‐N1941413E6257064 Gate Valve 0 298‐1695 A3 P VLV‐01054 N N

6 Open San Lucas Drive 520 VLV‐N1941485E6257053 Gate Valve 1968 00039 298‐1695 A4 N VLV‐01074 Y N

6 Open San Ignacio 520 VLV‐N1941779E6256984 Gate Valve 1968 00039 298‐1695 A4 N VLV‐01076 N N

6 Open San Lucas Drive 520 VLV‐N1941783E6256987 Gate Valve 1968 0039 298‐1695 A4 N VLV‐01078 N N

6 Open San Lucas Drive 520 VLV‐N1941881E6256983 Gate Valve 1968 00039 298‐1695 A4 N VLV‐01080 Y N

6 Open San Lucas Drive 520 VLV‐N1942188E6257013 Gate Valve 1968 00039 298‐1695 A4 N VLV‐01082 Y N

8 Open San Lucas Drive 520 VLV‐N1942232E6257017 Gate Valve 1968 00039 298‐1695 A4 N VLV‐01084 N N

6 Open San Lucas Drive 520 VLV‐N1942683E6256994 Gate Valve 1968 00039 302‐1695 A1 N VLV‐01038 Y N

6 Open San Lucas Drive 520 VLV‐N1942756E6256568 Gate Valve 1968 00039 302‐1695 A1 N VLV‐01034 Y N

6 Open San Lucas Court 520 VLV‐N1942273E6256550 Gate Valve 1968 00039 298‐1695 A4 N VLV‐01068 Y N

8 Open San Lucas Court 520 VLV‐N1942226E6257012 Gate Valve 1968 00039 298‐1695 A4 N VLV‐01024 N N

6 Open San Ignacio 520 VLV‐N1941798E6256505 Gate Valve 1968 00039 298‐1695 A4
CHANGED FROM 8" 

SHOULD BE SAN IGNACIO
N VLV‐01026 Y N

6 Open San Lucas Drive 520 VLV‐N1940799E6257046 Gate Valve 0 298‐1695 A3 N VLV‐01028 Y N

8 Open San Lucas Drive 520 VLV‐N1941390E6257069 Gate Valve 0 298‐1695 A3 P VLV‐01030 N N

6 Open San Lucas Drive 520 VLV‐N1941195E6257090 Gate Valve 0 298‐1695 A3 N VLV‐01032 Y N

8 Open San Benito Court 520 VLV‐N1940979E6257027 Gate Valve 0 298‐1695 A3 N VLV‐01052 N N

6 Open San Benito Court 520 VLV‐N1941004E6256866 Gate Valve 0 298‐1695 A3 N VLV‐01036 Y N

12 Open San Andres Drive 520 VLV‐N1941632E6255868 Butterfly Valve 1976 00219 298‐1689 F4 P VLV‐01020 N N

6 Closed Highland Drive 520 VLV‐N1941573E6255757 Gate Valve 0 298‐1689 F4 N VLV‐01040 N N

8 Open San Julio Drive 520 VLV‐N1941526E6255700 Gate Valve 0 298‐1689 F4 P VLV‐01042 N N

8 Open Highland Drive 520 VLV‐N1941200E6255372 Gate Valve 1983 00188 298‐1689 E3 P VLV‐01044 N N

12 Open San Andres Drive 520 VLV‐N1941298E6255917 Gate Valve 1983 00188 298‐1689 F3 N VLV‐01046 N N

12 Open San Andres Drive 520 VLV‐N1941290E6255919 Gate Valve 1983 00188 298‐1689 F3 N VLV‐01048 N N

8 Open Ladera Linda 520 VLV‐N1941289E6255907 Butterfly Valve 0 298‐1689 F3 N VLV‐01050 N N

12 Open San Andres Drive 520 VLV‐N1940741E6256129 Gate Valve 1983 00188 298‐1689 F3 N VLV‐00936 N N

6 Open Tercer Verde 520 VLV‐N1940641E6256295 Gate Valve 1983 00188 298‐1689 F3 N VLV‐00846 Y N

6 Open Tercer Verde 520 VLV‐N1940093E6256404 Gate Valve 1983 00188 298‐1689 A2 N VLV‐00982 Y N

8 Open Ladera Linda 520 VLV‐N1940739E6256120 Gate Valve 1983 00188 298‐1689 F3 N VLV‐00854 N N

6 Open Ladera Linda 520 VLV‐N1940701E6256014 Gate Valve 1983 00188 298‐1689 F3 N VLV‐00856 Y N

8 Open Camanito Ladera 520 VLV‐N1940672E6255949 Butterfly Valve 1983 00188 298‐1689 F3 N VLV‐00858 N N
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8 Open Camanito Ladera 520 VLV‐N1940660E6255951 Butterfly Valve 1983 00188 298‐1689 F3 N VLV‐00860 N N

6 Open Camanito Ladera 520 VLV‐N1940498E6255981 Gate Valve 1983 00188 298‐1689 F3 N VLV‐00862 Y N

8 Open Ladera Linda 520 VLV‐N1940664E6255946 Butterfly Valve 1983 00188 298‐1689 F3 N VLV‐00882 N N

8 Open Ladera Linda Way 520 VLV‐N1940667E6255760 Butterfly Valve 1983 00188 298‐1689 F3 N VLV‐00866 N N

8 Open Ladera Linda 520 VLV‐N1940675E6255759 Butterfly Valve 1983 00188 298‐1689 F3 N VLV‐00850 N N

6 Open Ladera Linda 520 VLV‐N1940718E6255747 Gate Valve 1983 00188 298‐1689 F3 N VLV‐00870 Y N

8 Open Ladera Linda 520 VLV‐N1940981E6255683 Butterfly Valve 1983 00188 298‐1689 F3 N VLV‐00872 N N

8 Open Colina Linda Way 520 VLV‐N1940984E6255681 Butterfly Valve 1983 00188 298‐1689 F3 N VLV‐00874 N N

8 Open Ladera Linda 520 VLV‐N1940988E6255683 Butterfly Valve 1983 00188 298‐1689 F3 N VLV‐00876 N N

6 Open Ladera Linda 520 VLV‐N1941018E6255685 Gate Valve 1983 00188 298‐1689 F3 N VLV‐00878 Y N

6 Open Colina Linda Way 520 VLV‐N1940940E6255485 Gate Valve 1983 00188 298‐1689 F3 N VLV‐00880 Y N

8 Open Colina Linda Way 520 VLV‐N1940914E6255446 Butterfly Valve 1983 00188 298‐1689 F3 N VLV‐00834 N N

8 Open Tierra Alta 520 VLV‐N1940905E6255445 Butterfly Valve 1983 00188 298‐1689 F3 N VLV‐00830 N N

8 Open Tierra Alta 520 VLV‐N1940915E6255439 Butterfly Valve 1983 00188 298‐1689 F3 N VLV‐00864 N N

8 Open Tierra Alta 520 VLV‐N1941163E6255421 Gate Valve 1983 00188 298‐1689 F3 N VLV‐00820 N N

8 Open Tierra Alta 520 VLV‐N1941165E6255428 Gate Valve 1983 00188 298‐1689 F3 N VLV‐00822 N N

6 Open Tierra Alta 520 VLV‐N1941270E6255543 Gate Valve 1983 00188 298‐1689 F3 N VLV‐00824 Y N

6 Open Tierra Alta 520 VLV‐N1941366E6255657 Gate Valve 1983 00188 298‐1689 F3 N VLV‐00826 Y N

12 Open San Andres Drive 520 VLV‐N1941617E6255851 Butterfly Valve 1976 00219 298‐1689 F4 P VLV‐00828 N N

6 Open Highland Drive 520 VLV‐N1940685E6254873 Gate Valve 1975 00208 298‐1689 E3 P VLV‐00848 N N

6 Open Highland Drive 520 VLV‐N1940647E6254844 Gate Valve 0 298‐1689 E3
PRS 340‐4 DOWNSTREAM 

VALVE
Y VLV‐00832 N N

8 Open Highland Drive 340 VLV‐N1940571E6254795 Gate Valve 0 298‐1689 E3 P VLV‐04116 N N

6 Open Avocado Place 520 VLV‐N1940577E6254853 Gate Valve 0 298‐1689 E3
NOT SHOWN ON AS‐BUILT 

208
N VLV‐00836 Y N

12 Open Highland Drive 340 VLV‐N1940434E6254536 Gate Valve 0 298‐1689 E2 IOWA Y VLV‐04134 N N

4 Open Highland Drive 340 VLV‐N1940437E6254529 Gate Valve 0 298‐1689 E2 P VLV‐04152 N N

6 Open Highland Drive 340 VLV‐N1940435E6254461 Gate Valve 0 298‐1689 E2 N VLV‐04130 Y N

6 Open Romona Place 340 VLV‐N1940391E6254271 Gate Valve 0 298‐1689 D2 P VLV‐04128 N N

6 Open Highland Drive 340 VLV‐N1940366E6254203 Gate Valve 0 298‐1689 D2 N VLV‐04326 Y N

8 Open Highland Drive 340 VLV‐N1940271E6253882 Gate Valve 0 298‐1689 D2 Y VLV‐04378 N N

8 Open Marine View Avenue 340 VLV‐N1940268E6253871 Gate Valve 0 298‐1689 D2 RENS P VLV‐04376 N N

8 Open Marine View Avenue 340 VLV‐N1940283E6253855 Gate Valve 0 298‐1689 D2 Y VLV‐04374 N N

6 Open Marine View Avenue 340 VLV‐N1940563E6253867 Gate Valve 0 298‐1689 D3 N VLV‐04372 Y N

6 Open Woodside Way 340 VLV‐N1940913E6253884 Gate Valve 0 298‐1689 D3 P VLV‐04370 N N

6 Open Woodside Way 340 VLV‐N1940911E6253933 Gate Valve 0 298‐1689 D3 N VLV‐04368 Y N

6 Open Marine View Avenue 340 VLV‐N1941161E6253885 Gate Valve 0 298‐1689 D3 N VLV‐04366 Y N

8 Open Genevieve Street 340 VLV‐N1941209E6253884 Butterfly Valve 0 298‐1689 D3 Y VLV‐04344 N N

14 Open Genevieve Street 340 VLV‐N1941210E6253479 Gate Valve 1962 00035 298‐1689 D3 Y VLV‐04362 N N
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8 Open Marine View Avenue 340 VLV‐N1941267E6253889 Gate Valve 0 298‐1689 D3 P VLV‐04380 N N

8 Open Los Caballitos Street 340 VLV‐N1941483E6253896 Gate Valve 1998 00008 298‐1689 D4 N VLV‐04358 N N

6 Open Los Caballitos Street 340 VLV‐N1941493E6253964 Gate Valve 1988 00008 298‐1689 D4 N VLV‐04356 Y N

6 Open Los Caballitos Street 340 VLV‐N1941438E6254214 Gate Valve 1988 00008 298‐1689 D3 N VLV‐04354 Y N

6 Open Los Caballitos Street 340 VLV‐N1941292E6254496 Gate Valve 1988 00008 298‐1689 E3 N VLV‐04352 Y N

8 Open Marine View Avenue 340 VLV‐N1941647E6253596 Gate Valve 0 298‐1689 D4 N VLV‐04350 N N

6 Open Marine View Avenue 340 VLV‐N1941703E6253533 Gate Valve 0 298‐1689 D4 N VLV‐04348 Y N

6 Open Marine View Avenue 340 VLV‐N1941819E6253469 Gate Valve 0 298‐1689 D4 N VLV‐04346 N N

6 Open Las Banderas Drive 520 VLV‐N1942802E6254686 Gate Valve 0 302‐1689 E1 N VLV‐00902 Y N

6 Open San Andres Drive 520 VLV‐N1942748E6254500 Gate Valve 0 302‐1689 E1 N VLV‐00898 Y N

14 Open San Andres Drive 520 VLV‐N1942697E6254647 Butterfly Valve 0 302‐1689 E1 N VLV‐00932 N N

6 Open San Andres Drive 520 VLV‐N1942642E6254801 Gate Valve 1985 00163 302‐1689 E1 N VLV‐00888 Y N

6 Open San Andres Drive 520 VLV‐N1942405E6255289 Gate Valve 0 298‐1689 E4 N VLV‐00890 Y N

14 Open San Andres Drive 520 VLV‐N1942232E6255468 Gate Valve 0 298‐1689 F4 N VLV‐00892 N N

6 Open La Sobrina Court 520 VLV‐N1942232E6255472 Gate Valve 0 298‐1689 F4 N VLV‐00894 N N

6 Open La Sobrina Court 520 VLV‐N1942277E6255545 Gate Valve 1976 00219 298‐1689 F4 N VLV‐00896 Y N

6 Open La Sobrina Court 520 VLV‐N1942290E6255722 Gate Valve 1976 00219 298‐1689 F4 N VLV‐00916 Y N

6 Open San Andres Drive 520 VLV‐N1942108E6255583 Butterfly Valve 1976 00219 298‐1689 F4 N VLV‐00900 Y N

6 Open San Andres Drive 520 VLV‐N1941724E6255836 Gate Valve 0 298‐1689 F4 N VLV‐00884 Y N

6 Open San Julio Drive 520 VLV‐N1941690E6255515 Gate Valve 0 298‐1689 F4 N VLV‐00904 Y N

8 Open Private Road 520 VLV‐N1941897E6255283 Gate Valve 0 298‐1689 E4 N VLV‐00906 N N

8 Open Private Road 520 VLV‐N1941901E6255279 Gate Valve 0 298‐1689 E4 N VLV‐00908 N N

6 Open Private Road 520 VLV‐N1941933E6255243 Gate Valve 0 298‐1689 E4 N VLV‐00910 Y N

6 Open Private Road 520 VLV‐N1942084E6255068 Gate Valve 0 298‐1689 E4 N VLV‐00912 Y N

8 Open Private Road 520 VLV‐N1941898E6255280 Gate Valve 0 298‐1689 E4 N VLV‐00444 N N

8 Open NIS 520 VLV‐N1941622E6255056 Gate Valve 0 298‐1689 E4 N VLV‐01072 N N

8 Open Solana Drive 520 VLV‐N1941615E6255054 Gate Valve 0 298‐1689 E4 N VLV‐00642 N N

8 Open Solana Drive 520 VLV‐N1941623E6255051 Gate Valve 0 298‐1689 E4 N VLV‐00172 N N

8 Open Solana Drive 520 VLV‐N1941749E6254966 Gate Valve 0 298‐1689 E4 N VLV‐00174 N N

6 Open Solana Drive 520 VLV‐N1941746E6254968 Gate Valve 0 298‐1689 E4 N VLV‐00176 Y N

6 Open Solana Drive 520 VLV‐N1941864E6254737 Gate Valve 0 298‐1689 E4 N VLV‐00178 N N

6 Open Private Road 520 VLV‐N1941712E6254600 Gate Valve 0 298‐1689 E4 N VLV‐00180 Y N

6 Open Solana Drive 520 VLV‐N1941876E6254714 Gate Valve 0 298‐1689 E4 N VLV‐00182 Y N

4 Open Solana Drive 520 VLV‐N1942031E6254527 Gate Valve 0 298‐1689 E4 N VLV‐00202 N N

6 Open Solana Drive 520 VLV‐N1942055E6254430 Gate Valve 0 298‐1689 E4 N VLV‐00186 Y N

6 Open Solana Drive 520 VLV‐N1942065E6254415 Gate Valve 0 298‐1689 E4 N VLV‐00170 N N

8 Open Solana Drive 520 VLV‐N1942002E6254187 Gate Valve 0 298‐1689 D4 N VLV‐00190 N N
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6 Open Solana Drive 520 VLV‐N1941941E6254061 Gate Valve 1977 00040 298‐1689 D4 N VLV‐00192 N N

6 Open Private Road 520 VLV‐N1941701E6254164 Gate Valve 1977 00040 298‐1689 D4 N VLV‐00194 Y N

6 Open Solana Drive 520 VLV‐N1941882E6253956 Gate Valve 0 298‐1689 D4 N VLV‐00196 Y N

6 Open Solana Drive 520 VLV‐N1941108E6255263 Gate Valve 0 298‐1689 E3 N VLV‐00154 Y N

8 Open Solana Drive 520 VLV‐N1941084E6255287 Gate Valve 0 298‐1689 E3 P VLV‐00150 N N

6 Open Avocado Place 520 VLV‐N1940264E6254854 Gate Valve 1975 00208 298‐1689 E2 N VLV‐00184 Y N

6 Open Avocado Place (West) 340 VLV‐N1940168E6254836 Gate Valve 0 298‐1689 E2 N VLV‐04232 N N

6 Open Avocado Place (East) 520 VLV‐N1939906E6255075 Gate Valve 0 298‐1689 E2 N VLV‐00142 Y N

6 Open Avocado Court 520 VLV‐N1939900E6255145 Gate Valve 0 298‐1689 E2 N VLV‐00144 N N

6 Open Avocado Court 520 VLV‐N1940191E6255250 Gate Valve 0 298‐1689 E2 N VLV‐00146 Y N

6 Open Avocado Place (East) 340 VLV‐N1939863E6255153 Gate Valve 0 298‐1689 E2 N VLV‐04308 N N

6 Open Avocado Place (East) 340 VLV‐N1939614E6255154 Gate Valve 0 298‐1689 E2 N VLV‐04262 Y N

6 Open Avocado Place (East) 340 VLV‐N1938952E6254982 Gate Valve 0 298‐1689 E1 N VLV‐04260 Y N

6 Open Jeffery Road 340 VLV‐N1939020E6254898 Gate Valve 1979 00042 298‐1689 E1 N VLV‐04258 N N

6 Open Avocado Place (West) 340 VLV‐N1939071E6254909 Gate Valve 0 298‐1689 E1 N VLV‐04256 N N

6 Open Avocado Place (West) 340 VLV‐N1939584E6254660 Gate Valve 0 298‐1689 E2 N VLV‐04254 Y N

6 Open Jeffrey Road 340 VLV‐N1939001E6254794 Gate Valve 1979 00042 298‐1689 E1 N VLV‐04252 Y N

8 Open Jeffrey Road 340 VLV‐N1938950E6254749 Gate Valve 1979 00042 298‐1689 E1 N VLV‐04230 N N

6 Open Jeffrey Road 340 VLV‐N1938785E6254920 Gate Valve 1979 00042 298‐1689 E1 N VLV‐04248 Y N

8 Open Spindrift Street 340 VLV‐N1938993E6254515 Gate Valve 0 298‐1689 E1 N VLV‐04208 N N

8 Open Spindrift Street 340 VLV‐N1939000E6254509 Gate Valve 0 298‐1689 E1 N VLV‐04282 N N

6 Open Spindrift Street 340 VLV‐N1939135E6254439 Gate Valve 1983 00176 298‐1689 E1 N VLV‐04304 Y N

8 Open Spindrift Street 340 VLV‐N1939195E6254421 Gate Valve 1983 00176 298‐1689 E1 N VLV‐04286 N N

8 Open Spindrift Street 340 VLV‐N1939202E6254421 Gate Valve 1983 00176 298‐1689 E1 N VLV‐04268 N N

8 Open Spindrift Street 340 VLV‐N1939344E6254429 Gate Valve 1983 00185 298‐1689 E1 N VLV‐04290 N N

8 Open Spindrift Street 340 VLV‐N1939353E6254430 Gate Valve 1983 00185 298‐1689 E1 N VLV‐04292 N N

6 Open Spindrift Street 340 VLV‐N1939434E6254439 Gate Valve 1983 00185 298‐1689 E1 N VLV‐04294 Y N

8 Open Sprindrift Street 340 VLV‐N1939492E6254449 Gate Valve 1983 00185 298‐1689 E2 N VLV‐04296 N N

8 Open Sprindrift Street 340 VLV‐N1939500E6254450 Gate Valve 1983 00185 298‐1689 E2 N VLV‐04298 N N

8 Open Sprindrift Street 340 VLV‐N1939647E6254449 Gate Valve 0 298‐1689 E2 N VLV‐04300 N N

8 Open Sprindrift Street 340 VLV‐N1939657E6254450 Gate Valve 0 298‐1689 E2 N VLV‐04114 N N

6 Open Sprindrift Street 340 VLV‐N1939712E6254455 Gate Valve 0 298‐1689 E2 N VLV‐04080 Y N

8 Open Spindrift Street 340 VLV‐N1938989E6254509 Gate Valve 0 298‐1689 E1 N VLV‐04100 N N

8 Open America Way 340 VLV‐N1938836E6254512 Gate Valve 0 298‐1689 E1 N VLV‐04102 N N

6 Open America Way 340 VLV‐N1938829E6254469 Gate Valve 0 298‐1689 E1 N VLV‐04198 Y N

8 Open America Way 340 VLV‐N1938781E6254149 Gate Valve 0 298‐1689 D1 N VLV‐04202 N N

8 Open America Way 340 VLV‐N1938784E6254139 Gate Valve 0 298‐1689 D1 N VLV‐04204 N N
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6 Open America Way 340 VLV‐N1938793E6254068 Gate Valve 0 298‐1689 D1 N VLV‐04206 Y N

6 Open America Way 340 VLV‐N1939130E6253988 Gate Valve 0 298‐1689 D1 N VLV‐04228 Y N

8 Open America Way 340 VLV‐N1939182E6253987 Gate Valve 0 298‐1689 D1 N VLV‐04210 N N

8 Open Defender Court 340 VLV‐N1939189E6253991 Gate Valve 0 298‐1689 D1 N VLV‐04192 N N

8 Open America Way 340 VLV‐N1939337E6253956 Gate Valve 0 298‐1689 D1 N VLV‐04214 N N

8 Open America Way 340 VLV‐N1939344E6253955 Gate Valve 0 298‐1689 D1 N VLV‐04216 N N

6 Open America Way 340 VLV‐N1939372E6253947 Gate Valve 0 298‐1689 D1 N VLV‐04218 Y N

8 Open Reliance Way 340 VLV‐N1939342E6253958 Gate Valve 1983 00176 298‐1689 D1 N VLV‐04220 N N

6 Open Reliance Way 340 VLV‐N1939278E6254194 Gate Valve 1983 00176 298‐1689 D1 N VLV‐04222 Y N

8 Open Reliance Way 340 VLV‐N1939198E6254417 Gate Valve 1983 00176 298‐1689 E1 N VLV‐04224 N N

8 Open America Way 340 VLV‐N1939497E6253906 Gate Valve 0 298‐1689 D2 N VLV‐04226 N N

8 Open America Way 340 VLV‐N1939500E6253905 Gate Valve 0 298‐1689 D2 N VLV‐04174 N N

8 Open America Way 340 VLV‐N1939630E6253963 Gate Valve 0 298‐1689 D2 N VLV‐04170 N N

8 Open America Way 340 VLV‐N1939634E6253971 Gate Valve 1983 00185 298‐1689 D2 N VLV‐04444 N N

6 Open America Way 340 VLV‐N1939647E6254015 Gate Valve 1983 00185 298‐1689 D2 N VLV‐04158 Y N

12 Open Highland Drive 340 VLV‐N1939635E6253964 Gate Valve 0 298‐1689 D2 IOWA N VLV‐04340 N N

6 Open Freedom Court 340 VLV‐N1939495E6254162 Gate Valve 1983 00185 298‐1689 D2 N VLV‐04160 Y N

8 Open Freedom Court 340 VLV‐N1939350E6254426 Gate Valve 1983 00185 298‐1689 D1 N VLV‐04162 N N

8 Open America Way 340 VLV‐N1939497E6254447 Gate Valve 1983 00185 298‐1689 E2 N VLV‐04164 N N

6 Open Clipper Court 340 VLV‐N1939830E6254011 Gate Valve 0 298‐1689 D2 N VLV‐04166 Y N

8 Open Clipper Court 340 VLV‐N1939652E6254448 Gate Valve 0 298‐1689 E2 N VLV‐04168 N N

10 Open NIS 340 VLV‐N1939498E6253904 Gate Valve 0 298‐1689 D2 N VLV‐04190 N N

10 Closed NIS 340 VLV‐N1939427E6253778 Gate Valve 0 298‐1689 D1
Pressure Zone Seperation 

Valves
N VLV‐04172 N N

8 Open Intrepid Court 340 VLV‐N1938788E6254146 Gate Valve 0 298‐1689 D1 N VLV‐04154 N N

6 Open Intrepid Court 340 VLV‐N1938955E6254166 Gate Valve 0 298‐1689 D1 N VLV‐04176 Y N

10 Open Stevens Avenue 340 VLV‐N1942743E6251378 Gate Valve 0 302‐1689 A1 Y VLV‐04178 N N

6 Open Stevens Avenue 340 VLV‐N1942721E6251387 Gate Valve 0 302‐1689 A1 N VLV‐04180 Y N

6 Open Stevens Avenue 340 VLV‐N1942223E6251472 Gate Valve 0 298‐1689 B4 P VLV‐04182 N N

6 Open Stevens Avenue 340 VLV‐N1942135E6251506 Gate Valve 0 298‐1689 B4 N VLV‐04184 Y N

6 Open Acadamy Drive 340 VLV‐N1941928E6251570 Gate Valve 0 298‐1689 B4 Y VLV‐04186 N N

10 Open Stevens Avenue 340 VLV‐N1941922E6251567 Gate Valve 0 298‐1689 B4 Y VLV‐04188 N N

4 Closed Stevens Avenue 340 VLV‐N1941846E6251599 Gate Valve 0 298‐1689 B4 P VLV‐04094 N N

6 Open Stevens Avenue 340 VLV‐N1941821E6251606 Gate Valve 0 298‐1689 B4 N VLV‐04440 Y N

6 Open Stevens Avenue 340 VLV‐N1941655E6251667 Gate Valve 0 298‐1689 B4 P VLV‐04614 Y N

8 Open Stevens Avenue 340 VLV‐N1941897E6251573 Gate Valve 0 298‐1689 B4 P VLV‐04596 N N

6 Open NIS 340 VLV‐N1941863E6251466 Gate Valve 0 298‐1689 B4 N VLV‐04638 Y N

6 Open NIS 340 VLV‐N1941988E6251259 Gate Valve 0 298‐1689 A4 N VLV‐04622 Y N
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8 Open Stevens West Avenue 340 VLV‐N1941600E6251675 Gate Valve 0 298‐1689 B4 P VLV‐04570 N N

6 Open Stevens West Avenue 340 VLV‐N1941489E6251370 Gate Valve 0 298‐1689 A4 N VLV‐04568 Y N

6 Open Stevens West Avenue 340 VLV‐N1941486E6251056 Gate Valve 0 298‐1689 A4 N VLV‐04636 Y N

8 Open Stevens West Avenue 340 VLV‐N1941486E6251146 Butterfly Valve 0 298‐1689 A4 N VLV‐04578 N N

8 Closed Stevens West Avenue 340 VLV‐N1941496E6251080 Gate Valve 0 298‐1689 A4
ADDITIONAL INFO 

REQUIRED (PRIVATE LINES
N VLV‐04384 N N

8 Open NIS 340 VLV‐N1941698E6251021 Gate Valve 0 298‐1689 A4
ADDITIONAL INFO 

REQUIRED (PRIVATE LINES
N VLV‐04424 N N

6 Open Acadamy Drive 340 VLV‐N1941928E6251690 Gate Valve 0 298‐1689 B4 N VLV‐04426 N N

6 Open Acadamy Drive 340 VLV‐N1941926E6251773 Gate Valve 0 298‐1689 B4 N VLV‐04428 Y N

6 Open Acadamy Drive 340 VLV‐N1941916E6252135 Gate Valve 0 298‐1689 B4 N VLV‐04430 Y N

6 Open Acadamy Drive 340 VLV‐N1941906E6252390 Gate Valve 0 298‐1689 B4 Y VLV‐04432 N N

6 Open Acadamy Drive 340 VLV‐N1941902E6252637 Gate Valve 0 298‐1689 C4 N VLV‐04434 N N

6 Open Acadamy Drive 340 VLV‐N1941900E6252701 Gate Valve 0 298‐1689 C4 N VLV‐04436 Y N

6 Open Acadamy Drive 340 VLV‐N1941898E6252887 Gate Valve 0 298‐1689 C4 N VLV‐04460 N N

6 Open Acadamy Drive 340 VLV‐N1941893E6252966 Gate Valve 0 298‐1689 C4 Y VLV‐04504 N N

6 Open Acadamy Drive 340 VLV‐N1941892E6252988 Gate Valve 0 298‐1689 C4 N VLV‐04422 Y N

8 Open Mola Vista Way 340 VLV‐N1941893E6252599 Gate Valve 1978 00059 298‐1689 C4 P VLV‐04446 N N

6 Open Mola Vista Way 340 VLV‐N1941841E6252599 Gate Valve 1978 00059 298‐1689 C4 N VLV‐04448 Y N

6 Open Mola Vista Way 340 VLV‐N1941706E6252749 Gate Valve 1978 00059 298‐1689 C4 N VLV‐04450 Y N

8 Open Genevieve Street 340 VLV‐N1941220E6253143 Gate Valve 0 298‐1689 C3 Y VLV‐04452 N N

6 Open Genevieve Street 340 VLV‐N1941230E6253042 Gate Valve 0 298‐1689 C3 N VLV‐04454 Y N

6 Open Genevieve Street 340 VLV‐N1941235E6252776 Gate Valve 0 298‐1689 C3 N VLV‐04456 Y N

8 Closed Genevieve Street 340 VLV‐N1941240E6252440 Butterfly Valve 0 298‐1689 C3 N VLV‐04458 N N

8 Open Ida Avenue 340 VLV‐N1941223E6253140 Butterfly Valve 0 298‐1689 C3 Y VLV‐04402 N N

8 Open Ida Avenue 340 VLV‐N1941217E6253140 Butterfly Valve 1962 00035 298‐1689 C3 BV OR GV? P VLV‐04398 N N

14 Open Genevieve Street 340 VLV‐N1941219E6253176 Gate Valve 1978 00036 298‐1689 C3
CHANGED FROM 8" / DWG 
36 STATES GV BUT WO

Y VLV‐04438 N N

8 Open Ida Avenue 340 VLV‐N1941215E6253171 Gate Valve 1978 00036 298‐1689 C3 BV OR GV? P VLV‐04386 N N

8 Closed Genevieve Street 202 VLV‐N1941240E6252435 Butterfly Valve 0 298‐1689 C3 N VLV‐05098 N N

10 Open Valley Avenue 202 VLV‐N1941239E6252410 Gate Valve 1977 00184 298‐1689 C3 N VLV‐05100 N N

6 Open Genevieve Street 202 VLV‐N1941239E6252386 Gate Valve 0 298‐1689 B3 N VLV‐05102 Y N

8 Open Genevieve Street 202 VLV‐N1941244E6252254 Gate Valve 0 298‐1689 B3 N VLV‐05104 N N

6 Open NIS 202 VLV‐N1941319E6252250 Gate Valve 0 298‐1689 B3 N VLV‐05128 Y N

6 Open NIS 202 VLV‐N1941589E6252346 Gate Valve 0 298‐1689 B4 N VLV‐05108 Y N

6 Open NIS 202 VLV‐N1941590E6252113 Gate Valve 0 298‐1689 B4 N VLV‐05088 Y N

6 Open Genevieve Street 202 VLV‐N1941239E6251877 Gate Valve 0 298‐1689 B3 N VLV‐05112 Y N

12 Open Genevieve Street 202 VLV‐N1941243E6251810 Butterfly Valve 0 298‐1689 B3 P VLV‐05114 N N

8 Open Stevens Avenue 202 VLV‐N1941287E6251793 Gate Valve 0 298‐1689 B3
PRV 202‐1 UPSTREAM 

VALVE
Y VLV‐05116 N N

12 Open Stevens Avenue 202 VLV‐N1941241E6251808 Butterfly Valve 0 298‐1689 B3 P VLV‐05118 N N
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8 Open Stevens Avenue 340 VLV‐N1941303E6251788 Gate Valve 0 298‐1689 B3
PRV 202‐1 DOWNSTREAM 

VALVE
Y VLV‐04410 N N

8 Open Stevens Avenue 340 VLV‐N1941359E6251770 Butterfly Valve 0 298‐1689 B3 Y VLV‐04412 N N

8 Open Stevens Avenue 202 VLV‐N1940930E6251904 Gate Valve 0 298‐1689 B3 N VLV‐05120 N N

6 Open Stevens Avenue 202 VLV‐N1940964E6251901 Gate Valve 0 298‐1689 B3 N VLV‐05122 Y N

6 Open Stevens Avenue 202 VLV‐N1940458E6252013 Gate Valve 1998 00011 298‐1689 B3 N VLV‐05124 Y N

8 Open Stevens Avenue 202 VLV‐N1940436E6252005 Gate Valve 1998 00011 298‐1689 B2 N VLV‐05126 N N

6 Open Stevens Avenue 202 VLV‐N1940033E6251997 Gate Valve 1998 00011 298‐1689 B2 N VLV‐05068 Y N

8 Open Stevens Avenue 202 VLV‐N1939783E6251993 Gate Valve 1998 00011 298‐1689 B2 N VLV‐05064 N N

8 Open Stevens Avenue 202 VLV‐N1939774E6251993 Gate Valve 1998 00011 298‐1689 B2 N VLV‐05106 N N

8 Open Stevens Avenue 202 VLV‐N1939571E6252005 Gate Valve 1998 00011 298‐1689 B2 N VLV‐05050 N N

10 Open Stevens Avenue 202 VLV‐N1939562E6252006 Gate Valve 0 298‐1689 B2 N VLV‐05052 N N

6 Open Stevens Avenue 202 VLV‐N1939391E6252133 Gate Valve 0 298‐1689 B1 N VLV‐05054 Y N

8 Open Stevens Avenue 202 VLV‐N1939195E6252286 Gate Valve 1984 00204 298‐1689 B1 N VLV‐05056 N N

6 Open Stevens Avenue 202 VLV‐N1939086E6252393 Gate Valve 0 298‐1689 B1 N VLV‐05058 Y N

8 Open Valley Avenue 202 VLV‐N1939068E6252448 Gate Valve 1972 00215 298‐1689 C1 N VLV‐05060 N N

8 Open Valley Avenue 202 VLV‐N1939065E6252439 Gate Valve 0 298‐1689 C1 N VLV‐05062 N N

4 Closed Valley Avenue 202 VLV‐N1939067E6252455 Gate Valve 0 298‐1689 C1 N VLV‐05086 N N

8 Open NIS 202 VLV‐N1939070E6252220 Gate Valve 1984 00204 298‐1689 B1 N VLV‐05066 N N

8 Open NIS 202 VLV‐N1939067E6252218 Gate Valve 1984 00204 298‐1689 B1 N VLV‐05046 N N

6 Open NIS 202 VLV‐N1939071E6252162 Gate Valve 1984 00204 298‐1689 B1 N VLV‐05070 Y N

8 Open NIS 202 VLV‐N1938954E6252003 Gate Valve 1984 00204 298‐1689 B1 N VLV‐05072 N N

6 Open NIS 202 VLV‐N1938950E6252006 Gate Valve 1984 00204 298‐1689 B1 N VLV‐05074 Y N

8 Open NIS 202 VLV‐N1938945E6252003 Gate Valve 1984 00204 298‐1689 B1 N VLV‐05076 N N

8 Open NIS 202 VLV‐N1938861E6252214 Gate Valve 1984 00204 298‐1689 B1 N VLV‐05078 N N

8 Open NIS 202 VLV‐N1938864E6252218 Gate Valve 0 298‐1689 B1 N VLV‐05080 N N

8 Open NIS 202 VLV‐N1939065E6252220 Gate Valve 1984 00204 298‐1689 B1 N VLV‐05082 N N

8 Open NIS 202 VLV‐N1938861E6252222 Gate Valve 1984 00204 298‐1689 B1 N VLV‐05132 N N

6 Open NIS 202 VLV‐N1938860E6252265 Gate Valve 1984 00204 298‐1689 B1 N VLV‐05048 Y N

8 Open NIS 202 VLV‐N1938853E6252460 Gate Valve 1984 00204 298‐1689 C1 N VLV‐05110 N N

8 Open Turfwood Lane 202 VLV‐N1938792E6252474 Gate Valve 1973 00212 298‐1689 C1 N VLV‐05174 N N

6 Open Valley Avenue 202 VLV‐N1938597E6252524 Gate Valve 0 298‐1689 C1 N VLV‐05176 N N

6 Open NIS 202 VLV‐N1938609E6252589 Gate Valve 0 298‐1689 C1 N VLV‐05186 Y N

8 Open Valley Avenue 202 VLV‐N1937862E6252767 Gate Valve 1984 00018 294‐1689 C4 N VLV‐05188 N N

8 Closed Valley Avenue 202 VLV‐N1937777E6252790 Gate Valve 0 294‐1689 C4 N VLV‐05212 N N

8 Closed Valley Avenue 340 VLV‐N1937767E6252793 Gate Valve 0 294‐1689 C4 N VLV‐03522 N N

8 Open Highland Drive 340 VLV‐N1937757E6252799 Gate Valve 0 294‐1689 C4 N VLV‐03570 N N

8 Closed Jimmy Durante Boulevard 340 VLV‐N1937518E6252975 Gate Valve 0 294‐1689 C4 N VLV‐03510 N N
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6 Open NIS 202 VLV‐N1937866E6252827 Gate Valve 1984 00018 294‐1689 C4 N VLV‐05172 N N

6 Open NIS 340 VLV‐N1937859E6252829 Gate Valve 1984 00018 294‐1689 C4 N VLV‐03514 N N

8 Open Highland Drive 340 VLV‐N1937818E6252915 Gate Valve 1984 00018 294‐1689 C4 N VLV‐03516 N N

10 Open Highland Drive 340 VLV‐N1937804E6252912 Gate Valve 0 294‐1689 C4 N VLV‐03518 N N

6 Open NIS 340 VLV‐N1937785E6252940 Gate Valve 0 294‐1689 C4 N VLV‐03520 Y N

10 Open NIS 340 VLV‐N1937801E6253142 Butterfly Valve 0 294‐1689 C4 N VLV‐03548 N N

6 Open NIS 340 VLV‐N1937810E6253145 Gate Valve 0 294‐1689 C4 N VLV‐03524 Y N

6 Open NIS 340 VLV‐N1938045E6253154 Gate Valve 0 294‐1689 C4 N VLV‐03936 Y N

6 Open NIS 340 VLV‐N1938242E6253173 Gate Valve 0 294‐1689 C4 N VLV‐03502 Y N

6 Open NIS 340 VLV‐N1938667E6253178 Gate Valve 0 298‐1689 C1 N VLV‐04126 Y N

6 Open NIS 340 VLV‐N1938942E6253172 Gate Valve 0 298‐1689 C1 N VLV‐03534 Y N

10 Open Highland Court 340 VLV‐N1938962E6253391 Gate Valve 0 298‐1689 C1 N VLV‐03536 N N

6 Open Highland Court 340 VLV‐N1938940E6253393 Gate Valve 0 298‐1689 C1 N VLV‐03538 Y N

6 Open Highland Court 340 VLV‐N1938664E6253436 Gate Valve 1978 00036 298‐1689 D1 N VLV‐03540 Y N

6 Open Highland Court 340 VLV‐N1939175E6253433 Gate Valve 0 298‐1689 D1 N VLV‐03542 Y N

10 Open Highland Court 340 VLV‐N1939206E6253431 Gate Valve 1978 00036 298‐1689 D1 N VLV‐03544 N N

10 Closed Highland Court 340 VLV‐N1939212E6253431 Gate Valve 1978 00036 298‐1689 D1 Closed Isolation Valve N VLV‐03600 N N

10 Open Highland Drive 340 VLV‐N1939209E6253429 Gate Valve 1978 00036 298‐1689 D1 N VLV‐03672 N N

6 Open Highland Drive 340 VLV‐N1938179E6252732 Butterfly Valve 0 294‐1689 C4 N VLV‐03676 Y N

10 Open Highland Drive 340 VLV‐N1938202E6252720 Butterfly Valve 0 294‐1689 C4 N VLV‐03678 N N

6 Open Ida Avenue 340 VLV‐N1939197E6253115 Gate Valve 0 298‐1689 C1 N VLV‐03680 Y N

8 Open Ida Avenue 340 VLV‐N1939215E6253181 Gate Valve 0 298‐1689 C1 N VLV‐03682 N N

8 Closed Highland Drive 340 VLV‐N1939190E6253210 Butterfly Valve 1978 00036 298‐1689 C1 N VLV‐03684 N N

8 Open Highland Drive 340 VLV‐N1939191E6253216 Butterfly Valve 1978 00036 298‐1689 C1 N VLV‐03686 N N

8 Open Ida Avenue 340 VLV‐N1939194E6253213 Butterfly Valve 1978 00036 298‐1689 C1 N VLV‐03688 N N

8 Open Ida Avenue 340 VLV‐N1939231E6253207 Gate Valve 1978 00036 298‐1689 C1 N VLV‐03690 N N

6 Open Ida Avenue 340 VLV‐N1939603E6253221 Gate Valve 1985 00067 298‐1689 C2
NOT ACTUALLY SPECIFIED 
W/ HYDRANT ASSEMBLY IN

N VLV‐03622 Y N

4 Closed Ida Avenue 340 VLV‐N1939793E6253216 Gate Valve 0 298‐1689 C2 N VLV‐03618 N N

6 Open Ida Avenue 340 VLV‐N1939922E6253225 Gate Valve 0 298‐1689 C2 N VLV‐03602 Y N

6 Open Ida Avenue 340 VLV‐N1940500E6253234 Gate Valve 0 298‐1689 C3 N VLV‐03604 Y N

6 Open Ida Avenue 340 VLV‐N1940798E6253217 Gate Valve 0 298‐1689 C3 N VLV‐03614 Y N

8 Open Ida Avenue 340 VLV‐N1940742E6253198 Gate Valve 1962 00035 298‐1689 C3 N VLV‐03616 N N

10 Open Valley Avenue 202 VLV‐N1940992E6252419 Gate Valve 1977 00020 298‐1689 C3 N VLV‐05202 N N

10 Open Valley Avenue 202 VLV‐N1940979E6252420 Gate Valve 1977 00020 298‐1689 C3 N VLV‐05204 N N

8 Open Juanita Street 202 VLV‐N1940985E6252426 Gate Valve 1977 00020 298‐1689 C3 N VLV‐05206 N N

6 Open Juanita Street 202 VLV‐N1940978E6252815 Gate Valve 1977 00020 298‐1689 C3 N VLV‐05208 Y N

6 Open Valley Avenue 202 VLV‐N1940807E6252436 Gate Valve 1977 00020 298‐1689 C3 N VLV‐05210 Y N
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10 Open Valley Avenue 202 VLV‐N1940649E6252438 Gate Valve 1977 00020 298‐1689 C3 N VLV‐05152 N N

10 Open Valley Avenue 202 VLV‐N1940637E6252438 Gate Valve 1977 00020 298‐1689 C3 N VLV‐05148 N N

6 Open Valley Avenue 202 VLV‐N1940540E6252446 Gate Valve 1977 00020 298‐1689 C3 N VLV‐05190 Y N

8 Open Vera Street 202 VLV‐N1940643E6252444 Gate Valve 1977 00020 298‐1689 C3 N VLV‐05134 N N

6 Open Vera Street 202 VLV‐N1940648E6252788 Gate Valve 1977 00020 298‐1689 C3 N VLV‐05136 Y N

10 Open Valley Avenue 202 VLV‐N1940253E6252453 Gate Valve 1977 00020 298‐1689 C2 N VLV‐05138 N N

10 Open Valley Avenue 202 VLV‐N1940244E6252454 Gate Valve 1977 00020 298‐1689 C2 N VLV‐05140 N N

6 Open Valley Avenue 202 VLV‐N1940084E6252460 Gate Valve 1977 00020 298‐1689 C2 N VLV‐05142 Y N

6 Open Valley Avenue 202 VLV‐N1939742E6252477 Gate Valve 1977 00020 298‐1689 C2 N VLV‐05144 Y N

8 Open Hernandez Street 202 VLV‐N1940248E6252458 Gate Valve 1977 00020 298‐1689 C2 N VLV‐05146 N N

6 Open Hernandez Street 202 VLV‐N1940247E6252760 Gate Valve 1977 00020 298‐1689 C2 N VLV‐05170 Y N

8 Open Castro Street 202 VLV‐N1940228E6252949 Gate Valve 1977 00020 298‐1689 C2 N VLV‐05150 N N

6 Open Castro Street 202 VLV‐N1939992E6252944 Gate Valve 1977 00020 298‐1689 C2 N VLV‐05130 Y N

2 Open Valley Avenue 202 VLV‐N1939564E6252485 Gate Valve 0 298‐1689 C2 N VLV‐05154 N N

8 Open Viva Court 202 VLV‐N1939425E6252494 Gate Valve 1977 00020 298‐1689 C1 N VLV‐05156 N N

6 Open Viva Court 202 VLV‐N1939373E6252879 Gate Valve 1973 00200 298‐1689 C1 N VLV‐05158 Y N

6 Open Valley Avenue 202 VLV‐N1939412E6252489 Gate Valve 0 298‐1689 C1 N VLV‐05160 Y N

8 Open Stevens Avenue 202 VLV‐N1941211E6251818 Gate Valve 0 298‐1689 B3 N VLV‐05162 N N

10 Open Nardo Avenue (South) 202 VLV‐N1939779E6251987 Gate Valve 1998 00011 298‐1689 B2 Y VLV‐05164 N N

6 Open Nardo Avenue (South) 202 VLV‐N1939772E6251902 Gate Valve 1998 00011 298‐1689 B2 N VLV‐05166 Y N

10 Open Nardo Avenue (South) 202 VLV‐N1939977E6251729 Gate Valve 1998 00011 298‐1689 B2 Y VLV‐05422 N N

6 Open Nardo Avenue (South) 202 VLV‐N1940040E6251684 Gate Valve 0 298‐1689 B2 P VLV‐05084 N N

6 Open NIS 202 VLV‐N1940130E6251779 Gate Valve 0 298‐1689 B2 N VLV‐05336 Y N

8 Closed Fresca Street 202 VLV‐N1940123E6251433 Gate Valve 0 298‐1689 B2
Pressure Zone Seperation 

Valves
P VLV‐05596 N N

8 Open Nardo Avenue (South) 340 VLV‐N1940125E6251428 Gate Valve 1967 00195 298‐1689 B2 N VLV‐03386 N N

6 Open Fresca Street 340 VLV‐N1940150E6251413 Gate Valve 1967 00195 298‐1689 B2 N VLV‐03388 Y N

8 Open Fresca Street 340 VLV‐N1940387E6251319 Gate Valve 1967 00195 298‐1689 A2 N VLV‐03390 N N

6 Open Fresca Court 340 VLV‐N1940393E6251323 Gate Valve 1967 00195 298‐1689 A2 N VLV‐03392 N N

6 Open Fresca Court 340 VLV‐N1940421E6251582 Gate Valve 1967 00195 298‐1689 B2 N VLV‐03394 Y N

8 Open Fresca Street 340 VLV‐N1940395E6251317 Gate Valve 1967 00195 298‐1689 A2 N VLV‐03396 N N

6 Open Fresca Street 340 VLV‐N1940494E6251296 Gate Valve 1967 00195 298‐1689 A3 N VLV‐03398 Y N

6 Open Fresca Street 340 VLV‐N1940876E6251250 Gate Valve 0 298‐1689 A3
NOT SHOWN ON AS‐BUILT 

195
N VLV‐03400 N N

8 Closed Fresca Street 340 VLV‐N1940905E6251249 Gate Valve 1967 00195 298‐1689 A3 N VLV‐03402 N N

6 Open Sonrisa Street 340 VLV‐N1940928E6251310 Gate Valve 0 298‐1689 A3 N VLV‐03334 Y N

6 Open Sonrisa Street 340 VLV‐N1940944E6251069 Gate Valve 0 298‐1689 A3 N VLV‐03330 Y N

6 Open Sonrisa Street 340 VLV‐N1940918E6251417 Gate Valve 0 298‐1689 B3 N VLV‐03378 N N

6 Open Sonrisa Street 340 VLV‐N1940845E6251613 Gate Valve 1967 00195 298‐1689 B3 N VLV‐03314 Y N
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8 Open Nardo Avenue (South) 340 VLV‐N1939897E6251303 Gate Valve 1969 00210 298‐1689 A2 N VLV‐03316 N N

6 Open Private Road 340 VLV‐N1939777E6251369 Gate Valve 1969 00210 298‐1689 A2 N VLV‐03318 Y N

8 Open Private Road 340 VLV‐N1939568E6251479 Gate Valve 1969 00210 298‐1689 B2
PLANS CALL OUT AS 6" 
(TYPO?) DWG 210 SH 5

N VLV‐03320 N N

6 Open Private Road 340 VLV‐N1939543E6251453 Gate Valve 1969 00210 298‐1689 B2 N VLV‐03322 Y N

8 Open Nardo Avenue (South) 340 VLV‐N1939774E6251131 Gate Valve 0 298‐1689 A2 N VLV‐03324 N N

6 Open NIS 340 VLV‐N1939570E6251173 Gate Valve 1969 00210 298‐1689 A2 N VLV‐03326 Y N

8 Open Nardo Avenue (South) 340 VLV‐N1939764E6251108 Gate Valve 0 298‐1689 A2 N VLV‐03328 N N

6 Open Nardo Avenue (South) 340 VLV‐N1939746E6251073 Gate Valve 0 298‐1689 A2 N VLV‐03356 Y N

6 Open Nardo Avenue (South) 340 VLV‐N1939761E6250892 Gate Valve 0 298‐1689 A2 N VLV‐03332 N N

6 Open Nardo Avenue (South) 340 VLV‐N1939835E6250705 Gate Valve 0 298‐1689 A2 N VLV‐03310 Y N

10 Open Nardo Avenue (South) 340 VLV‐N1939833E6250678 Gate Valve 0 298‐1689 A2 N VLV‐03336 N N

8 Open Nardito Lane 340 VLV‐N1939854E6250656 Gate Valve 1971 00024 298‐1689 A2
Size changed from 6" to 8" 

per asbuilt
N VLV‐03338 N N

10 Open Nardo Avenue (South) 202 VLV‐N1939787E6250699 Gate Valve 0 298‐1689 A2 Y VLV‐05598 N N

6 Open Nardito Lane 340 VLV‐N1940051E6250910 Gate Valve 1971 00024 298‐1689 A2
Size changed from 4" to 6" 

per asbuilt
N VLV‐03342 Y N

6 Open NIS 202 VLV‐N1939245E6250669 Gate Valve 0 298‐1689 A1 N VLV‐05600 Y N

6 Closed NIS 202 VLV‐N1938702E6250682 Gate Valve 0 298‐1689 A1 N VLV‐05602 N N

12 Open NIS 202 VLV‐N1938651E6250678 Gate Valve 0 298‐1689 A1 P VLV‐05604 N N

8 Open Del Mar Downs Road 202 VLV‐N1938569E6251351 Gate Valve 1972 00015 298‐1689 A1 N VLV‐05606 N N

8 Open NIS 202 VLV‐N1938712E6251517 Gate Valve 0 298‐1689 B1 N VLV‐05608 N N

8 Open Del Mar Downs Road 202 VLV‐N1938566E6251353 Gate Valve 1972 00015 298‐1689 A1 N VLV‐05610 N N

6 Open Del Mar Downs Road 202 VLV‐N1938514E6251349 Gate Valve 1972 00015 298‐1689 A1 N VLV‐05634 Y N

8 Open Del Mar Downs Road 202 VLV‐N1938363E6251345 Gate Valve 0 294‐1689 A4
NOT SHOWN ON AS‐BUILT 

15
N VLV‐05614 N N

8 Open Del Mar Downs Road 202 VLV‐N1938355E6251344 Gate Valve 0 294‐1689 A4
NOT SHOWN ON AS‐BUILT 

15
N VLV‐05594 N N

6 Open Del Mar Downs Road 202 VLV‐N1938302E6251344 Gate Valve 0 294‐1689 A4
NOT SHOWN ON AS‐BUILT 

15
N VLV‐05618 N N

8 Open Del Mar Downs Road 202 VLV‐N1938047E6251331 Gate Valve 1972 00015 294‐1689 A4 N VLV‐05620 N N

6 Open Del Mar Downs Road 202 VLV‐N1938806E6251390 Gate Valve 1989 00006 298‐1689 A1 N VLV‐05622 Y N

8 Open Del Mar Downs Road 202 VLV‐N1938808E6251360 Gate Valve 1989 00006 298‐1689 A1 N VLV‐05624 N N

8 Open Del Mar Downs Road 202 VLV‐N1938808E6251356 Gate Valve 1989 00006 298‐1689 A1 N VLV‐05626 N N

6 Open Del Mar Downs Road 202 VLV‐N1938808E6251205 Gate Valve 1989 00006 298‐1689 A1 N VLV‐05628 Y N

8 Open Lincoln Down Way 202 VLV‐N1938359E6251348 Gate Valve 0 294‐1689 A4 N VLV‐05630 N N

6 Open Lincoln Down Way 202 VLV‐N1938361E6251672 Gate Valve 0 294‐1689 B4 N VLV‐05632 Y N

6 Open Pimlico Drive 202 VLV‐N1937951E6251852 Gate Valve 0 294‐1689 B4 N VLV‐05574 N N

6 Open Via De La Valle 202 VLV‐N1937820E6252265 Gate Valve 1972 00215 294‐1689 B4 N VLV‐05570 Y N

8 Open Via De La Valle 202 VLV‐N1937745E6252532 Gate Valve 1972 00215 294‐1689 C4
DWG 215 SH 1 SHOWS AN 
8x8" TEE HERE W/ END

N VLV‐05612 N N

6 Open Via De La Valle 202 VLV‐N1937760E6252559 Gate Valve 1972 00215 294‐1689 C4 N VLV‐05556 Y N

6 Open NIS 202 VLV‐N1937878E6252708 Gate Valve 1972 00215 294‐1689 C4 N VLV‐05558 Y N

6 Open Pimlico Drive 202 VLV‐N1938065E6251862 Gate Valve 0 294‐1689 B4 N VLV‐05560 N N
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6 Open Pimlico Drive 202 VLV‐N1938098E6251869 Gate Valve 0 294‐1689 B4 N VLV‐05562 N N

8 Open Hialeah Circle 202 VLV‐N1938238E6252181 Butterfly Valve 1984 00018 294‐1689 B4 N VLV‐05564 N N

8 Open Hialeah Circle 202 VLV‐N1938239E6252190 Butterfly Valve 1984 00018 294‐1689 B4 N VLV‐05566 N N

6 Open Hialeah Circle 202 VLV‐N1938273E6252272 Butterfly Valve 1984 00018 294‐1689 B4 N VLV‐05568 Y N

8 Open Addington Way 202 VLV‐N1938242E6252185 Gate Valve 1984 00018 294‐1689 B4 N VLV‐05592 N N

6 Open Hialeah Circle 202 VLV‐N1938587E6252319 Butterfly Valve 1984 00018 298‐1689 B1 N VLV‐05572 Y N

6 Open Hialeah Circle 202 VLV‐N1938586E6252046 Butterfly Valve 1984 00018 298‐1689 B1 N VLV‐05552 Y N

6 Open Lincoln Down Way 202 VLV‐N1938347E6251868 Gate Valve 1984 00018 294‐1689 B4 N VLV‐05576 Y N

6 Open Los Alimitos Way 202 VLV‐N1938753E6252131 Butterfly Valve 1984 00018 298‐1689 B1 N VLV‐05578 Y N

8 Open NIS 202 VLV‐N1938723E6251863 Gate Valve 0 298‐1689 B1 N VLV‐05580 N N

6 Open Pimlico Drive 202 VLV‐N1937998E6251863 Butterfly Valve 0 294‐1689 B4 N VLV‐05582 Y N

6 Open Del Mar Downs Road 202 VLV‐N1938194E6251332 Gate Valve 1972 00015 294‐1689 A4 N VLV‐05584 Y N

8 Open Via De La Valle 202 VLV‐N1937824E6252237 Butterfly Valve 0 294‐1689 B4 N VLV‐05586 N N

8 Open Hialeah Circle 202 VLV‐N1938308E6251991 Butterfly Valve 1984 00018 294‐1689 B4 N VLV‐05588 N N

8 Open Pimlico Drive 202 VLV‐N1938310E6251987 Butterfly Valve 1984 00018 294‐1689 B4 N VLV‐05590 N N

8 Open Hialeah Circle 202 VLV‐N1938315E6251989 Butterfly Valve 1984 00018 294‐1689 B4 N VLV‐04960 N N

6 Open Meadowlands Way 202 VLV‐N1938580E6251878 Gate Valve 1984 00018 298‐1689 B1 N VLV‐05718 Y N

6 Open Hialeah Circle 202 VLV‐N1938346E6252345 Butterfly Valve 1984 00018 294‐1689 B4 N VLV‐05168 Y N

8 Open Hialeah Circle 202 VLV‐N1938589E6252119 Butterfly Valve 1984 00018 298‐1689 B1 N VLV‐05616 N N

8 Open Hialeah Circle 202 VLV‐N1938589E6252115 Butterfly Valve 1984 00018 298‐1689 B1 N VLV‐05682 N N

8 Open Hialeah Circle 202 VLV‐N1938576E6252003 Butterfly Valve 1984 00018 298‐1689 B1 N VLV‐05684 N N

8 Open Hialeah Circle 202 VLV‐N1938573E6252000 Butterfly Valve 1984 00018 298‐1689 B1 N VLV‐05686 N N

8 Open Meadowlands Way 202 VLV‐N1938576E6252000 Butterfly Valve 1984 00018 298‐1689 B1 N VLV‐05688 N N

8 Open Los Alimitos Way 202 VLV‐N1938590E6252117 Butterfly Valve 1984 00018 298‐1689 B1 N VLV‐05690 N N

8 Open Turfwood Lane 202 VLV‐N1938802E6251866 Gate Valve 1973 00212 298‐1689 B1 N VLV‐05692 N N

8 Open NIS 202 VLV‐N1938799E6251863 Gate Valve 1973 00212 298‐1689 B1 N VLV‐05694 N N

8 Open NIS 202 VLV‐N1938712E6251525 Gate Valve 0 298‐1689 B1 N VLV‐05720 N N

6 Open NIS 202 VLV‐N1938846E6251720 Gate Valve 1973 00212 298‐1689 B1 N VLV‐05698 Y N

6 Open Bay Meadows Way 202 VLV‐N1939220E6251200 Gate Valve 1973 00212 298‐1689 A1 N VLV‐05678 Y N

8 Open Bay Meadows Way 202 VLV‐N1938835E6251854 Gate Valve 1973 00212 298‐1689 B1 N VLV‐05702 N N

8 Open Bay Meadows Way 202 VLV‐N1938837E6251856 Gate Valve 1973 00212 298‐1689 B1 N VLV‐05704 N N

6 Open Bay Meadows Way 202 VLV‐N1939194E6251782 Gate Valve 1973 00212 298‐1689 B1 N VLV‐05706 Y N

6 Open Bay Meadows Way 202 VLV‐N1939194E6251619 Gate Valve 0 298‐1689 B1 N VLV‐05708 Y N

6 Open Bay Meadows Way 202 VLV‐N1939203E6251457 Gate Valve 0 298‐1689 B1 N VLV‐05710 Y N

8 Open Solana Circle (East) 340 VLV‐N1939811E6250478 Gate Valve 1962 00063 298‐1689 A2 N VLV‐03446 N N

6 Open Solana Circle (West) 340 VLV‐N1939871E6250160 Gate Valve 1962 00063 298‐1683 F2 N VLV‐03448 Y N

8 Open Granados Avenue (South) 340 VLV‐N1939880E6250094 Gate Valve 1962 00063 298‐1683 F2 N VLV‐03450 N N

Appendix E Page 63 of 77



Size Status St_Name Zone Name TYPE YR_INST
EX_DW

G
CAL_GRID GRID_MNR COMMENTS

VLV_
MFG

CRIT_
VLV

ID
HYD_V
LV

RED_V
LV

DISTRIBUTION SYSTEM ISOLATION VALVES

8 Open Solana Circle (West) 340 VLV‐N1939826E6249754 Gate Valve 1974 00193 298‐1683 F2 Y VLV‐03738 N N

8 Open Solana Circle (West) 340 VLV‐N1939648E6249696 Gate Valve 1962 00063 298‐1683 F2 N VLV‐04026 N N

6 Open Solana Circle (West) 340 VLV‐N1939642E6249702 Gate Valve 1962 00063 298‐1683 F2 N VLV‐03670 Y N

6 Open Solana Circle (West) 340 VLV‐N1939194E6249846 Gate Valve 1962 00063 298‐1683 F1 N VLV‐03938 Y N

8 Open Solana Circle (West) 340 VLV‐N1938794E6249930 Gate Valve 1962 00063 298‐1683 F1 N VLV‐03940 N N

6 Open Solana Circle (West) 340 VLV‐N1938791E6249936 Gate Valve 1962 00063 298‐1683 F1 N VLV‐03942 Y N

8 Open Solana Circle 340 VLV‐N1938627E6250179 Gate Valve 1972 00016 298‐1683 F1 N VLV‐03944 N N

6 Open Solana Circle (East) 340 VLV‐N1938628E6250239 Gate Valve 1962 00063 298‐1683 F1 N VLV‐03946 Y N

6 Open Solana Circle (East) 340 VLV‐N1939525E6250363 Gate Valve 1971 00194 298‐1683 F2 N VLV‐03948 N N

6 Open NIS 340 VLV‐N1939474E6250518 Gate Valve 0 298‐1689 A2
REMOVE FROM MODEL 

PER AS‐BUILT 194
N VLV‐03950 Y N

6 Open Solana Circle (East) 340 VLV‐N1939755E6250446 Gate Valve 1962 00063 298‐1689 A2 N VLV‐03952 Y N

8 Open Solana Circle (West) 340 VLV‐N1939817E6250477 Gate Valve 0 298‐1689 A2 N VLV‐03980 N N

6 Open Shoemaker Court 340 VLV‐N1938534E6250280 Gate Valve 1972 00016 298‐1683 F1 N VLV‐03956 Y N

8 Open Solana Circle 340 VLV‐N1938342E6250327 Gate Valve 0 294‐1683 F4
NOT SHOWN ON AS‐BUILT 

16
N VLV‐03934 N N

8 Open Sea Turf Circle 340 VLV‐N1938302E6250297 Butterfly Valve 0 294‐1683 F4 N VLV‐03960 N N

6 Open Sea Turf Circle 340 VLV‐N1938382E6250195 Butterfly Valve 0 294‐1683 F4 N VLV‐03962 Y N

6 Open Sea Turf Circle 340 VLV‐N1938295E6250306 Butterfly Valve 0 294‐1683 F4 N VLV‐03964 N N

6 Open Sea Turf Circle 340 VLV‐N1938208E6250418 Butterfly Valve 0 294‐1689 A4 N VLV‐03966 Y N

8 Open Shoemaker Lane 340 VLV‐N1938339E6250340 Gate Valve 1972 00016 294‐1683 F4 N VLV‐03968 N N

6 Open Shoemaker Court 340 VLV‐N1938426E6250501 Gate Valve 1972 00016 294‐1689 A4 N VLV‐03970 N N

6 Open Shoemaker Lane 340 VLV‐N1938573E6250723 Gate Valve 1972 00016 298‐1689 A1 N VLV‐03972 Y N

8 Open Longden Lane 340 VLV‐N1938228E6250490 Gate Valve 1972 00016 294‐1689 A4 N VLV‐03974 N N

6 Open Longden Lane 340 VLV‐N1938278E6250560 Butterfly Valve 1972 00016 294‐1689 A4 N VLV‐03976 Y N

6 Open Longden Lane 340 VLV‐N1938486E6250860 Butterfly Valve 1972 00016 298‐1689 A1 N VLV‐03978 Y N

8 Open Arcaro Lane 340 VLV‐N1938114E6250595 Gate Valve 1972 00016 294‐1689 A4 N VLV‐03910 N N

6 Open Arcaro Lane 340 VLV‐N1938159E6250701 Gate Valve 1972 00016 294‐1689 A4 N VLV‐03906 Y N

6 Open Arcaro Lane 340 VLV‐N1938234E6250820 Gate Valve 1972 00016 294‐1689 A4 N VLV‐03954 Y N

6 Open Via De La Valle 340 VLV‐N1938025E6250615 Butterfly Valve 0 294‐1689 A4 N VLV‐03890 N N

10 Open Solana Circle 340 VLV‐N1938028E6250620 Gate Valve 1972 00016 294‐1689 A4 N VLV‐03892 N N

8 Open Via De La Valle 340 VLV‐N1938028E6250652 Butterfly Valve 1977 00216 294‐1689 A4 Y VLV‐03894 N N

8 Open Via De La Valle 202 VLV‐N1938029E6250669 Butterfly Valve 1977 00216 294‐1689 A4 Y VLV‐05712 N N

10 Open Via De La Valle 202 VLV‐N1938026E6250728 Butterfly Valve 1977 00216 294‐1689 A4 Y VLV‐05714 N N

6 Open Via De La Valle 202 VLV‐N1938038E6251062 Gate Valve 0 294‐1689 A4 N VLV‐05716 Y N

8 Open Via De La Valle 202 VLV‐N1938040E6251324 Gate Valve 1972 00215 294‐1689 A4
SHOULD BE ON OTHER 

SIDE OF TEE?
P VLV‐05658 N N

8 Open Solana Circle (East) 340 VLV‐N1939887E6250574 Gate Valve 1962 00063 298‐1689 A2 N VLV‐03904 N N

10 Open Rios Avenue (South) 340 VLV‐N1940372E6249538 Butterfly Valve 1974 00193 298‐1683 F2 Y VLV‐03932 N N

10 Open Rios Avenue (South) 340 VLV‐N1940379E6249537 Butterfly Valve 1974 00193 298‐1683 F2 Y VLV‐03908 N N
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8 Open Palmitas Street 340 VLV‐N1940375E6249540 Butterfly Valve 1974 00193 298‐1683 F2 N VLV‐03886 N N

8 Open Rosa Street 340 VLV‐N1940375E6249535 Butterfly Valve 1974 00193 298‐1683 F2 N VLV‐03912 N N

6 Open Rios Avenue (South) 340 VLV‐N1940755E6249460 Butterfly Valve 1974 00193 298‐1683 F3 N VLV‐03914 Y N

6 Open Rios Avenue (South) 340 VLV‐N1941185E6249376 Butterfly Valve 1974 00193 298‐1683 E3 N VLV‐03916 Y N

6 Open Rios Avenue (South) 340 VLV‐N1941568E6249302 Butterfly Valve 1974 00193 298‐1683 E4 N VLV‐03918 Y N

6 Open Rios Avenue (South) 340 VLV‐N1941906E6249237 Butterfly Valve 1974 00193 298‐1683 E4 N VLV‐03920 Y N

6 Open Rios Avenue (South) 340 VLV‐N1942215E6249173 Gate Valve 1974 00193 298‐1683 E4 N VLV‐03922 Y N

6 Open Rios Avenue (South) 340 VLV‐N1942242E6249176 Gate Valve 0 298‐1683 E4 N VLV‐03924 N N

10 Open Rios Avenue (South) 340 VLV‐N1941540E6249312 Butterfly Valve 1974 00193 298‐1683 E4 Y VLV‐03926 N N

6 Open Granados Avenue (South) 340 VLV‐N1942380E6249470 Gate Valve 0 298‐1683 F4 N VLV‐03928 Y N

8 Open Granados Avenue (South) 340 VLV‐N1941997E6249695 Gate Valve 0 298‐1683 F4 N VLV‐03930 N N

6 Open Brookdale Place 340 VLV‐N1941994E6249701 Gate Valve 1962 00060 298‐1683 F4 N VLV‐04002 N N

8 Open Granados Avenue (South) 340 VLV‐N1941977E6249698 Gate Valve 0 298‐1683 F4 N VLV‐04076 N N

6 Open Corto Street 340 VLV‐N1941576E6249769 Gate Valve 0 298‐1683 F4 N VLV‐03958 N N

8 Open Granados Avenue (South) 340 VLV‐N1941012E6249870 Gate Valve 0 298‐1683 F3 N VLV‐04034 N N

6 Closed Lirio Street 340 VLV‐N1941007E6249874 Gate Valve 0 298‐1683 F3 N VLV‐04036 N N

6 Closed Palmitas Street 340 VLV‐N1941006E6249869 Gate Valve 0 298‐1683 F3 N VLV‐04038 N N

3 Open Granados Avenue (South) 340 VLV‐N1939911E6250083 Gate Valve 0 298‐1683 F2 N VLV‐04040 N N

8 Open Nardo Avenue (South) 340 VLV‐N1940260E6250482 Gate Valve 1962 00063 298‐1689 A2 REMOVED EXIST. 6" GV N VLV‐04042 N N

8 Open Nardo Avenue (South) 340 VLV‐N1940268E6250480 Gate Valve 0 298‐1689 A2 N VLV‐04044 N N

12 Open Nardo Avenue (South) 202 VLV‐N1940311E6250461 Gate Valve 0 298‐1689 A2 RENS Y VLV‐05700 N N

8 Closed Nardo Avenue (South) 340 VLV‐N1940263E6250479 Gate Valve 0 298‐1689 A2 N VLV‐04046 N N

6 Closed Nardo Avenue (South) 340 VLV‐N1940272E6250478 Gate Valve 0 298‐1689 A2 N VLV‐04048 N N

8 Open Lirio Street 340 VLV‐N1940498E6250429 Gate Valve 0 298‐1689 A3 N VLV‐04050 N N

6 Open Via De Vista 340 VLV‐N1940833E6250128 Gate Valve 0 298‐1683 F3 N VLV‐04078 Y N

6 Open Nardo Avenue (South) 340 VLV‐N1940953E6250351 Gate Valve 0 298‐1683 F3 N VLV‐04054 Y N

6 Closed Nardo Avenue (South) 340 VLV‐N1941249E6250287 Gate Valve 0 298‐1683 F3 N VLV‐04030 N N

8 Closed Nardo Avenue (South) 202 VLV‐N1941253E6250269 Gate Valve 0 298‐1683 F3 P VLV‐05696 N N

8 Open Nardo Avenue (South) 340 VLV‐N1941268E6250285 Gate Valve 0 298‐1683 F3 N VLV‐04058 N N

6 Open Nardo Avenue (South) 340 VLV‐N1941570E6250230 Gate Valve 0 298‐1683 F4 N VLV‐04060 Y N

8 Open Nardo Avenue (South) 340 VLV‐N1941655E6250210 Gate Valve 0 298‐1683 F4 N VLV‐04062 N N

6 Open Corto Street 340 VLV‐N1941653E6250209 Gate Valve 0 298‐1683 F4 N VLV‐04064 N N

6 Open Via De Vista 340 VLV‐N1941619E6249983 Gate Valve 0 298‐1683 F4 N VLV‐04066 N N

6 Closed Nardo Avenue (South) 340 VLV‐N1942205E6250108 Gate Valve 0 298‐1683 F4 N VLV‐04068 N N

6 Open Nardo Avenue (South) 340 VLV‐N1942253E6250099 Gate Valve 0 298‐1683 F4 N VLV‐04070 Y N

6 Open Nardo Avenue (South) 340 VLV‐N1942614E6250030 Gate Valve 0 302‐1683 F1 N VLV‐04072 N N

16 Open Nardo Avenue (South) 202 VLV‐N1942581E6250024 Butterfly Valve 0 302‐1683 F1 PRATT Y VLV‐05638 N N
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8 Open El Sueno 340 VLV‐N1942224E6250104 Gate Valve 0 298‐1683 F4 RENS N VLV‐04074 N N

6 Open Brookdale Place 340 VLV‐N1942486E6249783 Gate Valve 1962 00060 302‐1683 F1 N VLV‐04006 N N

6 Open Brookdale Place 340 VLV‐N1942330E6249816 Gate Valve 1962 00060 298‐1683 F4 N VLV‐04056 Y N

6 Open Brookdale Place 340 VLV‐N1942223E6249836 Gate Valve 1962 00060 298‐1683 F4 N VLV‐04052 N N

6 Open Brookdale Place 340 VLV‐N1942020E6249775 Gate Valve 1962 00060 298‐1683 F4 N VLV‐03984 Y N

6 Open Carmelita Place 340 VLV‐N1941973E6249905 Gate Valve 1962 00060 298‐1683 F4 CARMELITA PLACE N VLV‐03986 Y N

6 Open Nardo Avenue (South) 340 VLV‐N1942983E6249969 Gate Valve 0 302‐1683 F1 N VLV‐03988 Y N

16 OPEN Nardo Avenue (South) 202 VLV‐N1943198E6249902 Butterfly Valve 0 302‐1683 F1 Y VLV‐05640 N N

8 Open Nardo Avenue (South) 340 VLV‐N1943200E6249920 Gate Valve 0 302‐1683 F1 N VLV‐03992 N N

8 Open Cedros Avenue (South) 340 VLV‐N1940536E6249075 Gate Valve 1996 00152 298‐1683 E3 N VLV‐03994 N N

6 Open Cedros Avenue (South) 340 VLV‐N1942082E6248768 Gate Valve 1996 00152 298‐1683 E4 N VLV‐03996 N N

6 Open Cedros Avenue (South) 340 VLV‐N1941934E6248806 Gate Valve 1996 00152 298‐1683 E4 N VLV‐03998 Y N

6 Open Cedros Avenue (South) 340 VLV‐N1941575E6248861 Gate Valve 1996 00152 298‐1683 E4 N VLV‐04000 Y N

12 Open Cedros Avenue (South) 340 VLV‐N1941481E6248882 Gate Valve 1996 00152 298‐1683 E4 N VLV‐04028 N N

6 Open Cedros Avenue (South) 340 VLV‐N1941450E6248893 Gate Valve 1996 00152 298‐1683 E3 N VLV‐04004 Y N

6 Open Cedros Avenue (South) 340 VLV‐N1941276E6248915 Gate Valve 1996 00152 298‐1683 E3 N VLV‐03982 N N

6 Open Cedros Avenue (South) 340 VLV‐N1941207E6248941 Gate Valve 1996 00152 298‐1683 E3 N VLV‐04008 Y N

6 Open Cedros Avenue (South) 340 VLV‐N1940698E6249040 Gate Valve 0 298‐1683 E3 N VLV‐04010 Y N

6 Open Cedros Avenue (South) 340 VLV‐N1940429E6249104 Gate Valve 0 298‐1683 E2 N VLV‐04012 Y N

6 Open Cedros Avenue (South) 340 VLV‐N1940271E6249131 Gate Valve 0 298‐1683 E2 N VLV‐04014 Y N

8 Open Cedros Avenue (South) 340 VLV‐N1939779E6249218 Gate Valve 0 298‐1683 E2 N VLV‐04016 N N

8 Open Marsolan Avenue 340 VLV‐N1939775E6249224 Gate Valve 0 298‐1683 E2 N VLV‐04018 N N

6 Open Cedros Avenue (South) 340 VLV‐N1939703E6249237 Gate Valve 0 298‐1683 E2 N VLV‐04020 Y N

6 Open Cedros Avenue (South) 340 VLV‐N1939182E6249338 Gate Valve 0 298‐1683 E1 N VLV‐04022 Y N

6 Open Cedros Avenue (South) 340 VLV‐N1938696E6249430 Gate Valve 0 298‐1683 F1 N VLV‐04024 Y N

8 Open Cedros Avenue (South) 340 VLV‐N1938639E6249437 Gate Valve 0 298‐1683 F1 N VLV‐03862 N N

8 Open Cedros Avenue (South) 340 VLV‐N1938628E6249439 Gate Valve 0 298‐1683 F1 N VLV‐04032 N N

6 Open Cedros Avenue (South) 340 VLV‐N1938341E6249495 Gate Valve 0 294‐1683 F4 N VLV‐03888 Y N

6 Open Cedros Avenue (South) 340 VLV‐N1938072E6249560 Gate Valve 0 294‐1683 F4 N VLV‐03744 Y N

6 Open Cofair Court 340 VLV‐N1938414E6249617 Gate Valve 1986 00189 294‐1683 F4 N VLV‐03746 Y N

8 Open Cedros Avenue (South) 340 VLV‐N1938005E6249571 Gate Valve 0 294‐1683 F4 N VLV‐03748 N N

6 Open Via De La Valle 340 VLV‐N1938003E6249576 Gate Valve 0 294‐1683 F4 N VLV‐03750 N N

6 Open Via De La Valle 340 VLV‐N1938008E6249845 Gate Valve 0 294‐1683 F4 N VLV‐03752 Y N

6 Open Cofair Court 340 VLV‐N1938416E6249872 Gate Valve 1986 00189 294‐1683 F4 N VLV‐03754 Y N

10 Open Cofair Avenue 340 VLV‐N1938630E6249564 Gate Valve 1986 00189 298‐1683 F1 N VLV‐03756 N N

6 Open Cofair Avenue 340 VLV‐N1938636E6249721 Gate Valve 0 298‐1683 F1 N VLV‐03758 N N

6 Open Marsolan Avenue 340 VLV‐N1938889E6249719 Gate Valve 0 298‐1683 F1 N VLV‐03760 Y N

Appendix E Page 66 of 77



Size Status St_Name Zone Name TYPE YR_INST
EX_DW

G
CAL_GRID GRID_MNR COMMENTS

VLV_
MFG

CRIT_
VLV

ID
HYD_V
LV

RED_V
LV

DISTRIBUTION SYSTEM ISOLATION VALVES

6 Open Marsolan Avenue 340 VLV‐N1938899E6249712 Gate Valve 0 298‐1683 F1 N VLV‐03788 N N

6 Open Marsolan Avenue 340 VLV‐N1939525E6249536 Gate Valve 0 298‐1683 F2 N VLV‐03764 Y N

10 Open Acacia Avenue (South) 202 VLV‐N1942141E6248195 Gate Valve 2005 00254 298‐1683 D4 Y VLV‐05642 N N

10 Open Acacia Avenue (South) 202 VLV‐N1942071E6248210 Gate Valve 2005 00254 298‐1683 D4 Y VLV‐05644 N N

8 Open Acacia Avenue (South) 202 VLV‐N1942064E6248212 Gate Valve 2005 00254 298‐1683 D4 P VLV‐05646 N N

10 Open Acacia Avenue (South) 202 VLV‐N1942068E6248214 Gate Valve 2005 00254 298‐1683 D4 Y VLV‐05648 N N

6 Open Plaza Street 202 VLV‐N1942069E6248225 Gate Valve 2005 00254 298‐1683 D4 N VLV‐05650 Y N

6 Open Highway 101 (South) 202 VLV‐N1941973E6248434 Gate Valve 2005 00254 298‐1683 E4 N VLV‐05652 Y N

6 Open Highway 101 (South) 202 VLV‐N1941492E6248528 Gate Valve 2005 00254 298‐1683 E4 Y VLV‐05676 N N

6 Open Highway 101 (South) 202 VLV‐N1941480E6248530 Gate Valve 2005 00254 298‐1683 E4 Y VLV‐05656 N N

6 Open Highway 101 (South) 202 VLV‐N1941486E6248524 Gate Valve 2005 00254 298‐1683 E3 N VLV‐05636 Y N

6 Open Highway 101 (South) 202 VLV‐N1940945E6248631 Gate Valve 0 00254 298‐1683 E3 N VLV‐05660 Y N

10 Open Highway 101 (South) 202 VLV‐N1940778E6248666 Gate Valve 2005 00254 298‐1683 E3 Y VLV‐05662 N N

6 Open Highway 101 (South) 202 VLV‐N1940619E6248660 Gate Valve 0 298‐1683 E3 N VLV‐05664 Y N

8 Open Highway 101 (South) 202 VLV‐N1940587E6248664 Gate Valve 0 298‐1683 E3 Y VLV‐05666 N N

8 Broken Highway 101 (South) 202 VLV‐N1940581E6248670 Gate Valve 0 298‐1683 E3 P VLV‐05668 N N

6 Open Highway 101 (South) 202 VLV‐N1940371E6248709 Gate Valve 0 298‐1683 E2 N VLV‐05670 Y N

6 Open Highway 101 (South) 202 VLV‐N1939923E6248797 Gate Valve 0 298‐1683 E2 N VLV‐05672 Y N

6 Open Highway 101 (South) 202 VLV‐N1939471E6248878 Gate Valve 0 298‐1683 E2 N VLV‐05532 Y N

6 Open Highway 101 (South) 202 VLV‐N1939190E6248931 Gate Valve 0 298‐1683 E1 N VLV‐05680 Y N

6 Open Highway 101 (South) 202 VLV‐N1938802E6248983 Gate Valve 0 298‐1683 E1 N VLV‐05554 Y N

6 Open Highway 101 (South) 202 VLV‐N1938332E6249101 Gate Valve 1970 00014 294‐1683 E4 N VLV‐05428 Y N

10 Open Highway 101 (South) 202 VLV‐N1938189E6249121 Gate Valve 0 294‐1683 E4 N VLV‐05430 N N

8 Open Highway 101 (South) 202 VLV‐N1938250E6249112 Gate Valve 0 294‐1683 E4
NOT SHOWN ON AS‐BUILT 

14
N VLV‐05432 N N

6 Open NIS 202 VLV‐N1938248E6248965 Gate Valve 0 294‐1683 E4
NOT SHOWN ON AS‐BUILT 

14
N VLV‐05434 N N

6 Open NIS 202 VLV‐N1938244E6248961 Gate Valve 0 294‐1683 E4
NOT SHOWN ON AS‐BUILT 

14
N VLV‐05436 N N

10 Open Highway 101 (South) 202 VLV‐N1938021E6249127 Gate Valve 0 294‐1683 E4 P VLV‐05438 N N

12 Open Via De La Valle 202 VLV‐N1937986E6249156 Gate Valve 0 294‐1683 E4 Y VLV‐05440 N N

6 Open Via De La Valle 202 VLV‐N1937940E6249236 Gate Valve 0 294‐1683 E4 N VLV‐05442 Y N

10 Open Highway 101 (South) 202 VLV‐N1938019E6249115 Gate Valve 0 294‐1683 E4 Y VLV‐05466 N N

6 Open Highway 101 (South) 202 VLV‐N1938040E6249109 Gate Valve 0 294‐1683 E4 N VLV‐05446 Y N

10 Open Highway 101 (South) 202 VLV‐N1938019E6249111 Gate Valve 0 294‐1683 E4 Y VLV‐05426 N N

4 Open Via De La Valle 202 VLV‐N1937973E6249077 Gate Valve 0 294‐1683 E4 P VLV‐05450 N N

4 Open Boder Avenue 202 VLV‐N1937986E6249017 Gate Valve 0 294‐1683 E4 N VLV‐05452 N N

4 Open Private Driveway 202 VLV‐N1937542E6249039 Gate Valve 0 294‐1683 E4 N VLV‐05454 N N

6 Open Sierra Avenue (South) 202 VLV‐N1937985E6248793 Gate Valve 1972 00014 294‐1683 E4 N VLV‐05456 Y N

8 Open Beach Club Drive 202 VLV‐N1938236E6248675 Gate Valve 0 294‐1683 E4 P VLV‐05458 N N
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10 Open Sierra Avenue (South) 202 VLV‐N1938353E6248660 Gate Valve 0 294‐1683 E4 Y VLV‐05460 N N

6 Open Sierra Avenue (South) 202 VLV‐N1938360E6248653 Gate Valve 0 294‐1683 E4 N VLV‐05462 Y N

6 Open Sierra Avenue (South) 202 VLV‐N1938604E6248615 Gate Valve 0 298‐1683 E1 N VLV‐05464 Y N

6 Open Del Mar Shores Terrace 202 VLV‐N1938640E6248606 Gate Valve 1964 00017 298‐1683 E1 P VLV‐05406 N N

10 Open Del Mar Shores Terrace 202 VLV‐N1938669E6248602 Gate Valve 0 298‐1683 E1 P VLV‐05402 N N

6 Open Sierra Avenue (South) 202 VLV‐N1938698E6248606 Gate Valve 0 298‐1683 E1 N VLV‐05444 N N

6 Closed Sierra Avenue (South) 202 VLV‐N1938807E6248577 Gate Valve 0 298‐1683 E1 N VLV‐05388 N N

8 Open Ocean Surf Drive 202 VLV‐N1938219E6248569 Gate Valve 1970 00013 294‐1683 E4 N VLV‐05390 N N

6 Open Beach Club Drive 202 VLV‐N1938233E6248544 Gate Valve 1970 00013 294‐1683 E4 N VLV‐05392 Y N

6 Open Ocean Surf Drive 202 VLV‐N1938081E6248589 Gate Valve 1970 00013 294‐1683 E4 N VLV‐05394 N N

6 Open South Shore Drive 202 VLV‐N1938066E6248385 Gate Valve 1970 00013 294‐1683 E4 N VLV‐05396 Y N

6 Open Pacific Surf Drive 202 VLV‐N1938258E6248414 Gate Valve 1970 00013 294‐1683 E4 N VLV‐05398 N N

6 Open Pacific Surf Drive 202 VLV‐N1938390E6248391 Gate Valve 1970 00013 294‐1683 E4 N VLV‐05400 N N

6 Open Del Mar Shores Terrace 202 VLV‐N1938632E6248412 Gate Valve 1964 00017 298‐1683 D1 N VLV‐05424 Y N

6 Open Del Mar Shores Terrace 202 VLV‐N1938658E6248316 Gate Valve 0 298‐1683 D1 N VLV‐05404 N N

6 Open Del Mar Shores Terrace 202 VLV‐N1938662E6248254 Gate Valve 0 298‐1683 D1 N VLV‐05384 N N

6 Open Sierra Avenue (South) 202 VLV‐N1938824E6248573 Gate Valve 0 298‐1683 E1 N VLV‐05408 Y N

8 Open Sierra Avenue (South) 202 VLV‐N1938936E6248551 Gate Valve 1972 00191 298‐1683 E1 P VLV‐05410 N N

10 Open Sierra Avenue (South) 202 VLV‐N1938990E6248547 Gate Valve 0 298‐1683 E1 Y VLV‐05412 N N

6 Open Sierra Avenue (South) 202 VLV‐N1939049E6248532 Gate Valve 0 298‐1683 E1 N VLV‐05414 Y N

6 Open Sierra Avenue (South) 202 VLV‐N1939133E6248517 Gate Valve 0 298‐1683 E1 P VLV‐05416 N N

8 Open Sierra Avenue (South) 202 VLV‐N1939150E6248514 Gate Valve 0 298‐1683 E1 P VLV‐05418 N N

6 Open Sierra Avenue (South) 202 VLV‐N1939399E6248471 Gate Valve 0 298‐1683 E1 N VLV‐05420 Y N

10 Open Sierra Avenue (South) 202 VLV‐N1939431E6248469 Gate Valve 0 298‐1683 E1 Y VLV‐05470 N N

6 Open Sierra Avenue (South) 202 VLV‐N1939926E6248396 Gate Valve 0 298‐1683 D2 P VLV‐05386 N N

8 Open Sierra Avenue (South) 202 VLV‐N1939946E6248393 Gate Valve 1972 298‐1683 D2
CHECK RAINES DATABASE 

SUMMARY
P VLV‐05448 N N

6 Open Sierra Avenue (South) 202 VLV‐N1939990E6248386 Gate Valve 0 298‐1683 D2 N VLV‐05512 Y N

6 Open NIS 202 VLV‐N1939938E6248223 Gate Valve 0 298‐1683 D2 N VLV‐05514 Y N

8 Open NIS 202 VLV‐N1939928E6248072 Gate Valve 1972 00180 298‐1683 D2 N VLV‐05516 N N

6 Open Sierra Avenue (South) 202 VLV‐N1940291E6248335 Gate Valve 1972 298‐1683 D2 N VLV‐05518 Y N

8 Open Sierra Avenue (South) 202 VLV‐N1940506E6248297 Gate Valve 0 298‐1683 D3 Y VLV‐05520 N N

8 Open Dahlia Drive 202 VLV‐N1940510E6248300 Gate Valve 0 298‐1683 D3 Y VLV‐05522 N N

6 Closed Dahlia Drive 202 VLV‐N1940545E6248505 Gate Valve 0 298‐1683 E3 N VLV‐05524 Y N

8 Open Sierra Avenue (South) 202 VLV‐N1940514E6248295 Gate Valve 0 298‐1683 D3 P VLV‐05526 N N

6 Open Sierra Avenue (South) 202 VLV‐N1940522E6248290 Gate Valve 0 298‐1683 D3 N VLV‐05550 Y N

8 Open Sierra Avenue (South) 202 VLV‐N1940662E6248261 Gate Valve 1972 298‐1683 D3 N VLV‐05530 N N

8 Open Sierra Avenue (South) 202 VLV‐N1940680E6248257 Gate Valve 1970 00192 298‐1683 D3 N VLV‐05510 N N
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6 Open Sierra Avenue (South) 202 VLV‐N1940978E6248214 Gate Valve 0 298‐1683 D3 N VLV‐05534 Y N

8 Open Sierra Avenue (South) 202 VLV‐N1940986E6248216 Gate Valve 0 298‐1683 D3 N VLV‐05536 N N

6 Open Sierra Avenue (South) 202 VLV‐N1941218E6248158 Gate Valve 0 298‐1683 D3 N VLV‐05538 Y N

10 Open Linda Mar Drive 202 VLV‐N1941262E6248147 Gate Valve 1974 00207 298‐1683 D3 N VLV‐05540 N N

8 Open NIS 202 VLV‐N1940559E6248086 Gate Valve 1972 00180 298‐1683 D3 N VLV‐05542 N N

6 Open Linda Mar Drive 202 VLV‐N1941251E6248009 Gate Valve 1974 00207 298‐1683 D3 N VLV‐05544 Y N

6 Open Helix Avenue (South) 202 VLV‐N1941043E6247880 Gate Valve 1974 00207 298‐1683 D3 N VLV‐05546 Y N

6 Open Helix Avenue (South) 202 VLV‐N1941019E6247880 Gate Valve 1974 00207 298‐1683 D3 N VLV‐05548 N N

6 Open Helix Avenue (South) 202 VLV‐N1940885E6247883 Gate Valve 1974 00207 298‐1683 D3 N VLV‐05490 Y N

10 Open Sierra Avenue (South) 202 VLV‐N1941283E6248147 Gate Valve 1974 00207 298‐1683 D3 N VLV‐05486 N N

10 Open Sierra Avenue (South) 202 VLV‐N1941336E6248134 Gate Valve 0 298‐1683 D3 N VLV‐05528 N N

6 Open Sierra Avenue (South) 202 VLV‐N1941370E6248122 Gate Valve 0 298‐1683 D3 N VLV‐05472 Y N

8 Open Sierra Avenue (South) 202 VLV‐N1941457E6248104 Gate Valve 0 298‐1683 D4 N VLV‐05474 N N

6 Open NIS 202 VLV‐N1941379E6247908 Gate Valve 0 298‐1683 D3 N VLV‐05476 Y N

8 Open Sierra Avenue (South) 202 VLV‐N1941672E6248058 Gate Valve 1973 00044 298‐1683 D4 N VLV‐05478 N N

6 Open NIS 202 VLV‐N1941663E6248026 Gate Valve 1973 00044 298‐1683 D4 N VLV‐05480 Y N

10 Open Sierra Avenue (South) 202 VLV‐N1942099E6247992 Gate Valve 2007 00124 298‐1683 D4 N VLV‐05482 N N

10 Open Sierra Avenue (South) 202 VLV‐N1942102E6247992 Gate Valve 2007 00124 298‐1683 D4 N VLV‐05484 N N

10 Open Plaza Street 202 VLV‐N1942101E6247993 Gate Valve 2007 00124 298‐1683 D4 P VLV‐05508 N N

8 Open Sierra Avenue (North) 202 VLV‐N1942171E6247975 Gate Valve 0 298‐1683 D4 N VLV‐05488 N N

8 Open Sierra Avenue (North) 202 VLV‐N1942174E6247977 Gate Valve 0 298‐1683 D4 N VLV‐05468 N N

6 Open Via De La Valle 202 VLV‐N1937984E6249235 Gate Valve 0 N VLV‐05492 Y N

8 Open Highway 101 (South) 202 VLV‐N1938022E6249113 Gate Valve 0 P VLV‐05494 N N

6 Open Ocean Surf Drive 202 VLV‐N1938083E6248585 Gate Valve 0 N VLV‐05496 Y N

6 Open Pacific Surf Drive 202 VLV‐N1938252E6248410 Gate Valve 0 N VLV‐05498 Y N

6 Open Pacific Surf Drive 202 VLV‐N1938389E6248386 Gate Valve 0 N VLV‐05500 Y N

6 Open Turf View Drive 340 VLV‐N1938156E6250223 Butterfly Valve 0 N VLV‐03880 Y N

6 Open Shoemaker Lane 340 VLV‐N1938399E6250440 Butterfly Valve 0 N VLV‐03882 Y N

6 Open Peppertree Lane 340 VLV‐N1938846E6250904 Butterfly Valve 0 N VLV‐03814 Y N

8 Open Solana Circle (East) 340 VLV‐N1938944E6250427 Gate Valve 1962 00063 N VLV‐03810 N N

6 Open Solana Circle (East) 340 VLV‐N1938950E6250427 Gate Valve 1962 00063 N VLV‐03858 Y N

6 Open Nardo Avenue (South) 340 VLV‐N1940320E6250476 Gate Valve 0 N VLV‐03794 Y N

6 Open NIS 340 VLV‐N1939510E6250677 Gate Valve 0 N VLV‐03796 Y N

20 Open Linea Del Cielo 520 VLV‐N1951773E6268210 Butterfly Valve 0 310‐1701 F2 Y VLV‐01984 N N

6 Open Linea Del Cielo 520 VLV‐N1951897E6268582 Gate Valve 0 310‐1707 A2 N VLV‐02018 Y N

8 Open San Elijo 520 VLV‐N1954408E6265816 Gate Valve 0 310‐1701 D4 N VLV‐01974 N N

8 Open San Elijo 520 VLV‐N1954420E6265788 Gate Valve 0 310‐1701 D4 P VLV‐01976 N N
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6 Open El Montevideo 520 VLV‐N1956542E6272757 Gate Valve 0 314‐1707 E3 N VLV‐02022 Y N

8 Open El Montevideo 520 VLV‐N1958452E6268814
Double Gate 
Wedge Valve

0 318‐1707 A1 N VLV‐01980 N Y

8 Open El Camino Del Norte 520 VLV‐N1961196E6267873 Gate Valve 0 318‐1701 F3 N VLV‐02082 N N

6 Open El Camino Del Norte 520 VLV‐N1961233E6267847 Gate Valve 0 318‐1701 F3 N VLV‐02002 Y N

8 Open Lago Lindo 520 VLV‐N1959850E6273733 Gate Valve 0 318‐1707 F2
NO SHOWN IN AS‐BUILT 

294
N VLV‐01986 N N

6 Open Lago Lindo 520 VLV‐N1959858E6273746 Gate Valve 0 318‐1707 F2
NO SHOWN IN AS‐BUILT 

294
N VLV‐01970 Y N

8 Open Lago Lindo 520 VLV‐N1959849E6273755 Gate Valve 0 318‐1707 F2
NO SHOWN IN AS‐BUILT 

294
N VLV‐01990 N N

10 Open NIS 520 VLV‐N1960010E6271500 Gate Valve 0 318‐1707 D2 N VLV‐01992 N N

24 Open NIS 520 VLV‐N1959969E6271500 Gate Valve 0 318‐1707 D2 P VLV‐01994 N N

24 Open NIS 520 VLV‐N1959642E6271160 Butterfly Valve 0 00272 318‐1707 C2 Y VLV‐01996 N N

24 Open NIS 520 VLV‐N1959642E6271149 Butterfly Valve 0 00272 318‐1707 C2 Y VLV‐01998 N N

24 Open NIS 520 VLV‐N1959643E6271146 Butterfly Valve 0 00272 318‐1707 C2 Y VLV‐02000 N N

30 Open NIS 520 VLV‐N1959646E6271143 Butterfly Valve 0 00272 318‐1707 C2 Y VLV‐01664 N N

30 Open NIS 520 VLV‐N1959624E6271296 Butterfly Valve 0 00272 318‐1707 C2 Y VLV‐01186 N N

30 Open NIS 520 VLV‐N1959619E6271284 Butterfly Valve 0 00272 318‐1707 C2 Y VLV‐01260 N N

24 Open NIS 520 VLV‐N1959625E6271274 Butterfly Valve 0 00272 318‐1707 C2 Y VLV‐01262 N N

24 Open NIS 520 VLV‐N1959627E6271277 Butterfly Valve 0 00272 318‐1707 C2 Y VLV‐01264 N N

24 Open NIS 520 VLV‐N1959609E6271279 Butterfly Valve 0 00272 318‐1707 C2 Y VLV‐01266 N N

24 Open Lago Lindo 520 VLV‐N1960770E6273907 Gate Valve 0 00294 318‐1707 F3 Y VLV‐01268 N N

24 Open Lago Lindo 520 VLV‐N1960755E6273893 Gate Valve 0 00294 318‐1707 F3 Y VLV‐01270 N N

24 Open Lago Lindo 520 VLV‐N1960753E6273894 Gate Valve 0 00294 318‐1707 F3 Y VLV‐01290 N N

24 Open Lago Lindo 520 VLV‐N1960752E6273892 Gate Valve 0 00294 318‐1707 F3 Y VLV‐01274 N N

10 Open Lago Lindo 520 VLV‐N1960675E6273856 Gate Valve 0 00294 318‐1707 F3 Y VLV‐01258 N N

10 Open Lago Lindo 520 VLV‐N1960690E6273856 Gate Valve 0 00294 318‐1707 F3 Y VLV‐01278 N N

24 Open NIS 520 VLV‐N1959238E6271232 Butterfly Valve 0 00271 318‐1707 C1 Y VLV‐01280 N N

24 Open NIS 520 VLV‐N1959231E6271227 Butterfly Valve 0 00271 318‐1707 C1 Y VLV‐01282 N N

8 Open NIS 520 VLV‐N1959236E6271225 Gate Valve 0 00271 318‐1707 C1 Y VLV‐01284 N N

8 Open NIS 520 VLV‐N1959241E6271228 Gate Valve 0 00271 318‐1707 C1 Y VLV‐01286 N N

20 Open NIS 520 VLV‐N1959266E6271202 Butterfly Valve 0 00082 318‐1707 C1 Y VLV‐01288 N N

6 Open Rambla De Las Flores 520 VLV‐N1953230E6262067 Gate Valve 0 310‐1695 F3 N VLV‐01230 N N

6 Open El Camino Real 520 VLV‐N1949002E6258325 Gate Valve 0 306‐1695 B3
PRV 343‐1 UPSTREAM 

VALVE
Y VLV‐01232 N N

6 Open El Camino Real 343 VLV‐N1949011E6258324 Gate Valve 0 306‐1695 B3
PRV 343‐1 DOWNSTREAM 

VALVE
Y VLV‐03262 N N

8 Closed La Orilla 343 VLV‐N1949022E6258332 Gate Valve 0 306‐1695 B3 N VLV‐03264 N N

10 Closed NIS 520 VLV‐N1948335E6258496 Gate Valve 0 306‐1695 C2 P VLV‐01256 N N

8 Closed El Camino Real 520 VLV‐N1945768E6260840
Double Gate 
Wedge Valve

0 302‐1695 E4 N VLV‐01240 N Y

8 Open Via De Santa Fe 310 VLV‐N1950480E6270660 Gate Valve 0 310‐1707 C1
PRV 310‐3 DOWNSTREAM 

VALVE
Y VLV‐04750 N N

10 Open El Camino Real 310 VLV‐N1939401E6262155 Butterfly Valve 0 298‐1695 F1 N VLV‐04738 N N
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16 Open Lomas Santa Fe Drive 520 VLV‐N1943491E6254562 Butterfly Valve 0 302‐1689 E2 Y VLV‐01250 N N

10 Open Lomas Santa Fe Drive 340 VLV‐N1943497E6254530 Gate Valve 0 302‐1689 E2
PRV 310‐1 DOWNSTREAM 

VALVE
Y VLV‐03806 N N

10 Open Lomas Santa Fe Drive 520 VLV‐N1943496E6254543 Gate Valve 0 302‐1689 E2
PRV 310‐1 UPSTREAM 

VALVE
Y VLV‐01294 N N

6 Open Santa Helena Park Court 340 VLV‐N1944017E6253433 Gate Valve 1974 00178 302‐1689 D2 N VLV‐03808 Y N

10 Open Santa Florencia 340 VLV‐N1946403E6253159 Gate Valve 1972 00173 302‐1689 C4 P VLV‐03836 N N

8 Open Santa Helena 520 VLV‐N1945431E6254432 Butterfly Valve 0 302‐1689 E3 P VLV‐01328 N N

8 Open Santa Helena 520 VLV‐N1945432E6254435 Gate Valve 0 302‐1689 E3 P VLV‐01330 N N

10 Open Santa Helena 340 VLV‐N1945441E6254396 Gate Valve 0 302‐1689 E3 N VLV‐03812 N N

10 Open Santa Helena 340 VLV‐N1945443E6254394 Gate Valve 0 302‐1689 E3 N VLV‐03790 N N

10 Open Santa Helena 340 VLV‐N1945441E6254393 Gate Valve 0 302‐1689 E3 N VLV‐03816 N N

8 Open Santa Victoria 440 VLV‐N1945498E6254410 Butterfly Valve 1969 00170 302‐1689 E4 N VLV‐02446 N N

8 Open Glencrest Drive 440 VLV‐N1945225E6251489 Gate Valve 2007 00296 302‐1689 B3 N VLV‐02444 N N

8 Open Glencrest Drive 440 VLV‐N1945227E6251492 Gate Valve 2007 00296 302‐1689 B3 N VLV‐02442 N N

10 Open Canyon Drive 440 VLV‐N1946017E6251571 Gate Valve 2007 00296 302‐1689 B4 N VLV‐02440 N N

6 Open Highland Drive 520 VLV‐N1940659E6254853 Gate Valve 0 298‐1689 E3
PRS 340‐4 UPSTREAM 

VALVE
Y VLV‐01346 N N

6 Open NIS 340 VLV‐N1941701E6251013 Gate Valve 0 298‐1689 A4 N VLV‐03826 Y N

12 Closed Stevens Avenue 202 VLV‐N1941217E6251814 Butterfly Valve 0 298‐1689 B3 N VLV‐05502 N N

6 Open Nardo Avenue (South) 202 VLV‐N1939961E6251746 Gate Valve 0 298‐1689 B2 N VLV‐05504 Y N

6 Open Ida Avenue 340 VLV‐N1939230E6253193 Gate Valve 1978 00036 298‐1689 C1 N VLV‐03830 N N

10 Open Valley Avenue 202 VLV‐N1939066E6252440 Gate Valve 0 298‐1689 C1 N VLV‐05506 N N

6 Open Hialeah Circle 202 VLV‐N1938277E6252025 Gate Valve 1984 00018 294‐1689 B4 N VLV‐05674 Y N

8 Open Cedros Avenue (South) 340 VLV‐N1939770E6249220 Gate Valve 0 298‐1683 E2 N VLV‐03834 N N

6 Closed Via De Santa Fe 520 VLV‐N1950963E6270427 Gate Valve 0 310‐1707 B1 N VLV‐01340 N N

2 Closed Los Mirlitos 520 VLV‐N1957102E6264987 Gate Valve 0 314‐1701 C3 N VLV‐01296 N N

6 Open Private Lane 376 VLV‐N1943594E6272633 Butterfly Valve 0 302‐1707 E2 N VLV‐02776 N N

8 Closed Cofair Avenue 340 VLV‐N1938633E6249727 Gate Valve 0 298‐1683 F1 N VLV‐03828 N N

6 Closed Nardo Avenue (South) 202 VLV‐N1941251E6250267 Gate Valve 0 298‐1683 F3
Pressure Zone Seperation 

Valves
N VLV‐04948 N N

8 Missing Lomas Santa Fe Drive 202 VLV‐N1943201E6249900 Gate Valve 0 302‐1683 F1 N VLV‐04968 N N

12 Closed Lomas Santa Fe Drive 202 VLV‐N1943318E6249975 Gate Valve 0 302‐1683 F1
Pressure Zone Seperation 

Valves
N VLV‐04956 N N

10 Open Lomas Santa Fe Drive 340 VLV‐N1943311E6249978 Gate Valve 0 302‐1683 F1 N VLV‐03878 N N

12 Closed Lomas Santa Fe Drive 340 VLV‐N1943321E6249980 Gate Valve 0 302‐1683 F1
Pressure Zone Seperation 

Valves
N VLV‐03876 N N

10 Open Lomas Santa Fe Drive 340 VLV‐N1943313E6249984 Gate Valve 0 302‐1683 F1 N VLV‐03874 N N

8 Open Cliff Street (East) 340 VLV‐N1943966E6249851 Gate Valve 0 302‐1683 F2 N VLV‐03872 N N

6 Closed Cliff Street (East) 340 VLV‐N1943963E6249854 Gate Valve 0 302‐1683 F2
Pressure Zone Seperation 

Valves
N VLV‐03870 N N

6 Closed Cliff Street (East) 202 VLV‐N1943951E6249854 Gate Valve 0 302‐1683 F2 N VLV‐05028 N N

10 Closed Cliff Street (East) 520 VLV‐N1943949E6249893 Gate Valve 0 N VLV‐01320 N N

16 Open NIS 340 VLV‐N1944141E6250012 Butterfly Valve 0 00033 302‐1683 F2 Y VLV‐03868 N N
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10 Open NIS 340 VLV‐N1944143E6250022 Butterfly Valve 0 00033 302‐1683 F2 Y VLV‐03866 N N

10 Open NIS 340 VLV‐N1944142E6250032 Butterfly Valve 0 00033 302‐1683 F2 Y VLV‐03864 N N

10 Open NIS 340 VLV‐N1944143E6250042 Butterfly Valve 0 00033 302‐1683 F2 Y VLV‐03838 N N

10 Open NIS 202 VLV‐N1944161E6250042 Butterfly Valve 0 00033 302‐1683 F2 Y VLV‐05010 N N

10 Open NIS 202 VLV‐N1944161E6250032 Butterfly Valve 0 00033 302‐1683 F2 Y VLV‐04972 N N

10 Open NIS 202 VLV‐N1944161E6250022 Butterfly Valve 0 00033 302‐1683 F2 Y VLV‐05012 N N

8 Open NIS 202 VLV‐N1944165E6249985 Gate Valve 0 302‐1683 F2 Y VLV‐04966 N N

8 Open NIS 202 VLV‐N1944161E6249985 Gate Valve 0 302‐1683 F2 Y VLV‐05016 N N

8 Open NIS 202 VLV‐N1944139E6249985 Gate Valve 0 302‐1683 F2 Y VLV‐05018 N N

8 Open NIS 520 VLV‐N1944133E6249985 Gate Valve 0 302‐1683 F2 Y VLV‐01138 N N

16 Open NIS 202 VLV‐N1944151E6249963 Butterfly Valve 1983 00033 302‐1683 F2 Y VLV‐05020 N N

16 Open NIS 202 VLV‐N1944168E6249961 Gate Valve 0 302‐1683 F2 Y VLV‐05022 N N

6 Open Camino Del Pajaro 376 VLV‐N1945422E6273312 Butterfly Valve 0 302‐1707 E3 N VLV‐02760 Y N

6 Open Calle Del Campanario 376 VLV‐N1944362E6272614 Butterfly Valve 0 N VLV‐02780 Y N

6 Open Calle Del Campanario 376 VLV‐N1944702E6272700 Butterfly Valve 0 302‐1707 E3 N VLV‐02782 Y N

6 Open Calle Del Campanario 376 VLV‐N1945189E6272474 Butterfly Valve 0 N VLV‐02784 Y N

6 Open Circa Del Norte 376 VLV‐N1945051E6273095 Butterfly Valve 0 N VLV‐02774 Y N

6 Open Circa Del Norte 376 VLV‐N1944861E6273345 Butterfly Valve 0 N VLV‐02728 Y N

6 Open Via De Santa Fe 376 VLV‐N1949087E6270817 Gate Valve 0 00078 306‐1707 C3 P VLV‐02730 N N

6 Open Via De Santa Fe 376 VLV‐N1950546E6270641 Gate Valve 0 N VLV‐02732 Y N

16 Open Via De Santa Fe 376 VLV‐N1950464E6270643 Gate Valve 0 310‐1707 C1 Y VLV‐02734 N N

8 Open La Flecha 520 VLV‐N1951642E6269194 Gate Valve 0 310‐1707 A2 Y VLV‐01094 N N

6 Open Senda De La Luna 520 VLV‐N1951661E6269236 Gate Valve 0 P VLV‐01096 N N

6 Open La Sendita 520 VLV‐N1952296E6268828 Gate Valve 0 310‐1707 A2 N VLV‐01098 N N

6 Open La Sendita 520 VLV‐N1952289E6268820 Gate Valve 0 310‐1707 A2 N VLV‐01100 N N

6 Open Paseo Delicias 520 VLV‐N1952373E6269380 Gate Valve 0 310‐1707 A2 N VLV‐01120 N N

8 Open La Granada 520 VLV‐N1952569E6269384 Butterfly Valve 0 00095 310‐1707 A3 N VLV‐01104 N N

6 Open La Granada 520 VLV‐N1952766E6268940 Gate Valve 0 N VLV‐01088 Y N

6 Open Via De La Cumbre 520 VLV‐N1954337E6268936 Gate Valve 0 310‐1707 A4 N VLV‐01108 Y N

6 Open San Elijo 520 VLV‐N1956946E6268960 Gate Valve 0 N VLV‐01110 Y N

8 Closed Lago Lindo 520 VLV‐N1957586E6272290 Gate Valve 0 00078 314‐1707 D4 P VLV‐01112 N N

6 Open Lago Lindo 520 VLV‐N1957300E6271846 Gate Valve 0 314‐1707 D3 N VLV‐01114 Y N

8 Closed La Valle Plateada 520 VLV‐N1954145E6274112 Gate Valve 0 310‐1707 F4 N VLV‐01116 N N

24 Open NIS 520 VLV‐N1959619E6271276 Butterfly Valve 0 318‐1707 C2 Y VLV‐01158 N N

8 Open San Elijo 520 VLV‐N1953962E6264359 Gate Valve 0 N VLV‐01090 N N

6 Open Private Drive 520 VLV‐N1948259E6265551 Gate Valve 0 306‐1701 D2 N VLV‐01140 Y N

8 Open La Sencilla 520 VLV‐N1950117E6266375 Gate Valve 0 306‐1701 D4 N VLV‐01192 N N
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6 Open La Sencilla 520 VLV‐N1950106E6266344 Gate Valve 0 306‐1701 D4 N VLV‐01194 Y N

8 Closed Las Planideras 520 VLV‐N1945534E6262905 Gate Valve 0 302‐1701 A4 N VLV‐01196 N N

10 Closed Puerta Del Sol 520 VLV‐N1946258E6262984 Gate Valve 0 302‐1701 A4 P VLV‐01198 N N

10 Open El Arco Iris 520 VLV‐N1946258E6262978 Gate Valve 0 302‐1701 A4 P VLV‐01200 N N

4 Closed Las Planideras 520 VLV‐N1944908E6264041 Gate Valve 0 302‐1701 B3 N VLV‐01202 N N

4 Open Las Planideras 520 VLV‐N1944910E6263947 Gate Valve 0 302‐1701 B3 N VLV‐01222 N N

4 Open Las Planideras 406 VLV‐N1944255E6265068 Gate Valve 0 302‐1701 C2 N VLV‐02516 N N

6 Open Las Planideras 406 VLV‐N1944272E6265058 Gate Valve 0 302‐1701 C2 N VLV‐02522 Y N

8 Open San Lucas Drive 520 VLV‐N1940972E6257033 Gate Valve 0 298‐1695 A3 N VLV‐01210 N N

8 Open Sun Valley Road 348 VLV‐N1942461E6261241 Gate Valve 0 302‐1695 E1 Y VLV‐03194 N N

8 Open San Lucas Court 348 VLV‐N1942621E6256367 Gate Valve 1968 00039 302‐1695 A1 N VLV‐03192 N N

8 Open Camino De Las Villas 520 VLV‐N1943561E6256503 Gate Valve 1970 0051 302‐1695 A2 N VLV‐01216 N N

8 Open Highland Drive 520 VLV‐N1943610E6258540 Gate Valve 0 302‐1695 C2 P VLV‐01218 N N

6 Open El Camino Real 343 VLV‐N1951183E6258411 Gate Valve 0 310‐1695 C1 Y VLV‐03266 N N

6 Open El Camino Real 343 VLV‐N1951187E6258413 Gate Valve 0 310‐1695 C1 N VLV‐03268 N N

8 Open Los Morros 343 VLV‐N1952965E6261339 Gate Valve 0 310‐1695 E3 N VLV‐03270 N N

8 Open Santa Inez 340 VLV‐N1947752E6252204 Gate Valve 1972 00173 306‐1689 B2 N VLV‐03732 N N

6 Open Santa Helena 440 VLV‐N1945415E6255350 Gate Valve 1971 00172 302‐1689 E3 N VLV‐02436 Y N

6 Open Camino De Las Villas 520 VLV‐N1943249E6254683 Gate Valve 0 302‐1689 E1 N VLV‐01162 Y N

6 Open Four Flags Plaza 340 VLV‐N1942973E6254111 Butterfly Valve 0 302‐1689 D1 N VLV‐03728 N N

10 Open Four Flags Plaza 340 VLV‐N1942963E6254113 Butterfly Valve 0 302‐1689 D1 N VLV‐03726 N N

8 Open NIS 340 VLV‐N1944253E6254205 Gate Valve 0 302‐1689 D2 N VLV‐03724 N N

6 Open Private Road 340 VLV‐N1943792E6253842 Gate Valve 0 302‐1689 D2 N VLV‐03722 Y N

6 Open Stevens Avenue 340 VLV‐N1943376E6251281 Gate Valve 0 302‐1689 A1 N VLV‐03720 Y N

10 Open Marview Drive 440 VLV‐N1944859E6250450 Gate Valve 0 302‐1689 A3 N VLV‐02408 N N

10 Open Marview Drive 440 VLV‐N1944859E6250440 Gate Valve 0 302‐1689 A3 N VLV‐02432 N N

4 Open Marview Drive 440 VLV‐N1944544E6250593 Gate Valve 0 302‐1689 A3 N VLV‐02458 N N

6 Open NIS 340 VLV‐N1943422E6249885 Gate Valve 0 302‐1683 F1 N VLV‐03712 Y N

6 Open Granados Avenue (North) 340 VLV‐N1942841E6249363 Gate Valve 0 302‐1683 E1 N VLV‐03710 Y N

8 Open Cedros Avenue (North) 340 VLV‐N1943135E6248565 Gate Valve 0 302‐1683 E1 N VLV‐03708 N N

8 Open Barbara Avenue 340 VLV‐N1943972E6249072 Gate Valve 0 302‐1683 E2 N VLV‐03706 N N

6 Open Cliff Street (East) 340 VLV‐N1943978E6249054 Gate Valve 0 302‐1683 E2 N VLV‐03704 Y N

6 Open Barbara Avenue 340 VLV‐N1943479E6249116 Gate Valve 0 302‐1683 E2 N VLV‐03702 Y N

6 Open HIghway 101 (North) 202 VLV‐N1943204E6248166 Gate Valve 0 302‐1683 D1 N VLV‐04988 Y N

10 Open Linea Del Cielo 520 VLV‐N1943797E6261467 Gate Valve 0 302‐1695 F2 N VLV‐01534 N N

6 Open Sonrisa Street 340 VLV‐N1940930E6251291 Gate Valve 0 298‐1689 A3 N VLV‐03700 N N

8 Open Hialeah Circle 202 VLV‐N1938400E6252380 Gate Valve 0 294‐1689 B4 N VLV‐04992 N N
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8 Open Hialeah Circle 202 VLV‐N1938408E6252380 Gate Valve 0 294‐1689 B4 N VLV‐04994 N N

6 Open Waterford Drive 202 VLV‐N1938396E6252441 Gate Valve 0 294‐1689 C4 N VLV‐04996 Y N

8 Open Waterford Drive 202 VLV‐N1938423E6252557 Gate Valve 0 294‐1689 C4 N VLV‐04998 N N

8 Open Waterford Drive 202 VLV‐N1938405E6252383 Gate Valve 0 294‐1689 B4 N VLV‐05000 N N

8 Open America Way 340 VLV‐N1939193E6253984 Gate Valve 0 N VLV‐03698 N N

6 Open NIS 202 VLV‐N1940060E6248021 Gate Valve 0 298‐1683 D2
Private FH Valve Solana 

Beach Tennis Club
N VLV‐05014 N N

6 Open NIS 202 VLV‐N1940315E6247996 Gate Valve 0 298‐1683 D2
Private FH Valve Solana 

Beach Tennis Club
N VLV‐04984 N N

6 Open NIS 202 VLV‐N1940487E6248072 Gate Valve 0 298‐1683 D2
Private FH Valve Solana 

Beach Tennis Club
N VLV‐04982 N N

6 Open NIS 202 VLV‐N1940651E6248074 Gate Valve 0 298‐1683 D3
Private FH Valve Seascape 

Shores
N VLV‐04980 N N

6 Open Linda Mar Drive 202 VLV‐N1941246E6248003 Gate Valve 1974 00207 298‐1683 D3 N VLV‐04978 N N

6 Open NIS 202 VLV‐N1940764E6248065 Gate Valve 0 298‐1683 D3
Private FH Valve Seascape 

Shores
N VLV‐04976 N N

6 Open NIS 202 VLV‐N1940753E6247862 Gate Valve 0 298‐1683 D3
Private FH Valve Seascape 

Shores
N VLV‐04974 N N

4 Open Sierra Avenue (South) 202 VLV‐N1938919E6248563 Gate Valve 0 298‐1683 E1 N VLV‐05024 N N

6 Open Highway 101 (South) 202 VLV‐N1938471E6249049 Gate Valve 0 298‐1683 E1 N VLV‐04990 Y N

6 Open NIS 202 VLV‐N1940219E6248612 Gate Valve 0 298‐1683 N VLV‐05042 N N

6 Open NIS 202 VLV‐N1940209E6248597 Gate Valve 0 298‐1683 N VLV‐05040 Y N

8 Open NIS 202 VLV‐N1940134E6248696 Gate Valve 0 298‐1683 N VLV‐05038 N N

8 Open NIS 202 VLV‐N1940139E6248757 Gate Valve 0 298‐1683 N VLV‐05036 N N

8 Open NIS 202 VLV‐N1940125E6248698 Gate Valve 0 298‐1683 N VLV‐05034 N N

6 Open NIS 202 VLV‐N1940219E6248682 Gate Valve 0 298‐1683 N VLV‐05032 N N

6 Open NIS 202 VLV‐N1939940E6248632 Gate Valve 0 298‐1683 N VLV‐05030 Y N

6 Open NIS 202 VLV‐N1939949E6248641 Gate Valve 0 298‐1683 N VLV‐05008 N N

6 Open NIS 202 VLV‐N1940011E6248677 Gate Valve 0 298‐1683 N VLV‐05026 N N

6 Open Highway 101 (South) 202 VLV‐N1941085E6248603 Gate Valve 0 00254 298‐1683 E3 N VLV‐05044 N N

6 Open Cedros Avenue (South) 340 VLV‐N1941257E6248931 Gate Valve 1996 00152 298‐1683 E3 N VLV‐03762 Y N

6 Open Cedros Avenue (South) 340 VLV‐N1942158E6248766 Gate Valve 1996 00152 298‐1683 E4 N VLV‐03714 N N

6 Open Cedros Avenue (South) 340 VLV‐N1941410E6248891 Gate Valve 1996 00152 298‐1683 E3 N VLV‐03718 N N

10 Open Rios Avenue (South) 340 VLV‐N1942294E6249162 Butterfly Valve 0 298‐1683 E4 N VLV‐03786 N N

6 Open Solana Circle (East) 340 VLV‐N1939379E6250312 Gate Valve 1962 00063 298‐1683 F1 N VLV‐03784 Y N

6 Open Granados Avenue (South) 340 VLV‐N1940130E6250045 Gate Valve 0 298‐1683 F2 N VLV‐03782 N N

6 Open Granados Avenue (South) 340 VLV‐N1940456E6249988 Gate Valve 0 298‐1683 F3 N VLV‐03780 Y N

6 Open Rios Avenue (South) 340 VLV‐N1940270E6249553 Butterfly Valve 1974 00193 298‐1683 F2 N VLV‐03778 Y N

6 Open Granados Avenue (South) 340 VLV‐N1940922E6249895 Gate Valve 0 298‐1683 F3 N VLV‐03776 Y N

6 Open Via De Vista 340 VLV‐N1941408E6250019 Gate Valve 0 298‐1683 F3 N VLV‐03774 Y N

6 Open Granados Avenue (South) 340 VLV‐N1941455E6249788 Gate Valve 0 298‐1683 F4 N VLV‐03772 Y N

6 Open Priave Road 520 VLV‐N1940723E6258993 Gate Valve 1957 298‐1695 C3 N VLV‐01620 N N

6 Open Las Planideras 406 VLV‐N1940829E6263524 Gate Valve 0 298‐1701 B3 N VLV‐02530 N N
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6 Open Las Planideras 406 VLV‐N1940825E6263526 Gate Valve 0 298‐1701 B3 N VLV‐02532 N N

6 Open Las Planideras 406 VLV‐N1940827E6263526 Gate Valve 0 298‐1701 B3 N VLV‐02592 N N

6 Open Las Planideras 406 VLV‐N1942016E6264095 Gate Valve 0 298‐1701 B4 N VLV‐02520 Y N

8 Open Via De La Valle 310 VLV‐N1939182E6264533 Gate Valve 0 298‐1701 C1 N VLV‐04888 N N

6 Open Las Palomas 310 VLV‐N1941565E6265187 Gate Valve 0 00116 298‐1701 C4 N VLV‐04892 N N

6 Open Las Palomas 310 VLV‐N1941560E6265190 Gate Valve 0 00116 298‐1701 C4 N VLV‐04910 N N

6 Open La Madreselva 520 VLV‐N1943411E6263514 Gate Valve 0 302‐1701 B1 N VLV‐01568 Y N

18 Open Via De Santa Fe 376 VLV‐N1945996E6270601 Butterfly Valve 0 302‐1707 C4 Y VLV‐02752 N N

18 Closed Via De Santa Fe 376 VLV‐N1946027E6270513 Butterfly Valve 0 302‐1707 C4 N VLV‐02756 N N

8 Open Via Del Alba 406 VLV‐N1946758E6266513 Gate Valve 0 306‐1701 E1 N VLV‐02528 N N

8 Open Calzada Del Bosque 406 VLV‐N1947023E6266615 Gate Valve 0 306‐1701 E1 N VLV‐02524 N N

8 Open Via Del Alba 406 VLV‐N1947018E6266618 Gate Valve 0 306‐1701 E1 N VLV‐02526 N N

6 Open Avenida Loma De Oro 376 VLV‐N1946623E6274304 Butterfly Valve 1980 00223 306‐1707 F1 N VLV‐02738 Y N

6 Open Circa Del Norte 376 VLV‐N1946810E6273892 Butterfly Valve 1980 00223 306‐1707 F1 N VLV‐02742 Y N

6 Open Via Barranca Del Zor 376 VLV‐N1948272E6274169 Butterfly Valve 0 00223 306‐1707 F2 N VLV‐02792 Y N

6 Open Avenida Maravillas 520 VLV‐N1951678E6266089 Gate Valve 0 310‐1701 D2 N VLV‐01586 Y N

6 Open Sobre Los Cerros 520 VLV‐N1952716E6266256 Gate Valve 0 310‐1701 D3 N VLV‐01588 N N

6 Open Codorniz 520 VLV‐N1952718E6266249 Gate Valve 0 310‐1701 D3 N VLV‐01590 N N

6 OPen Rancho La Noria 313 VLV‐N1954720E6258544 Gate Valve 0 314‐1695 C1 N VLV‐04668 Y N

6 Open La Jacaranda 520 VLV‐N1954694E6261391 Gate Valve 1959 00104 314‐1695 E1 N VLV‐01594 Y N

6 Open Private Road 520 VLV‐N1956126E6264883 Gate Valve 0 314‐1701 C2 N VLV‐01480 N N

12 Open Via De Fortuna 520 VLV‐N1958375E6265887 Gate Valve 2007 00296 314‐1701 D4 N VLV‐01390 N N

6 Open Via De Fortuna 520 VLV‐N1957748E6265334 Gate Valve 2007 00296 314‐1701 D4 N VLV‐01526 Y N

12 Open Via De Fortuna 520 VLV‐N1958577E6266459 Gate Valve 2007 00296 318‐1701 E1 N VLV‐01398 N N

16 Open Lago Lindo 520 VLV‐N1955353E6268998 Butterfly Valve 0 314‐1707 A1 N VLV‐01400 N N

6 Open Mimulus 520 VLV‐N1955552E6270301 Gate Valve 0 314‐1707 B2 N VLV‐01402 N N

8 Open Mimulus 520 VLV‐N1955287E6269941 Butterfly Valve 1983 00116 314‐1707 B1 N VLV‐01404 N N

6 Open Mimulus 520 VLV‐N1955410E6269972 Gate Valve 1983 00116 314‐1707 B1 N VLV‐01406 Y N

8 Open Los Eucaliptos 520 VLV‐N1955827E6271249 Gate Valve 0 N VLV‐01426 N N

8 Open El Tordo 520 VLV‐N1952803E6270085 Gate Valve 1974 00095 310‐1707 B3 N VLV‐01410 N N

8 Open Paseo Delicias 520 VLV‐N1952840E6270136 Gate Valve 1974 00095 310‐1707 B3 N VLV‐01394 N N

6 Open La Valle Plateada 520 VLV‐N1953780E6271312 Gate Valve 0 310‐1707 C4 N VLV‐01414 Y N

6 Open Las Colinas 520 VLV‐N1951108E6274981 Gate Valve 0 310‐1713 A1 N VLV‐01416 N N

6 Open Via Dos Valles 376 VLV‐N1946861E6274921 Butterfly Valve 0 306‐1713 A1 N VLV‐02790 Y N

6 Open VIa Dos Valles 376 VLV‐N1946410E6275050 Butterfly Valve 0 306‐1713 A1 N VLV‐02788 Y N

8 Open Calle Del Alcazar 376 VLV‐N1947901E6274977 Butterfly Valve 0 306‐1713 A2 N VLV‐02786 Y N

6 Open Calle Camposeco 376 VLV‐N1947839E6274722 Butterfly Valve 0 306‐1713 A2 N VLV‐02704 Y N
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6 Open Via Barranca Del Zor 376 VLV‐N1948203E6274559 Butterfly Valve 0 306‐1713 A2 N VLV‐02794 Y N

6 Open Calle Camposeco 376 VLV‐N1948954E6275405 Butterfly Valve 0 306‐1713 A3 N VLV‐02726 Y N

6 Open Calle Del Alcazar 376 VLV‐N1946767E6275814 Butterfly Valve 0 306‐1713 B1 N VLV‐02772 Y N

6 Open Calle Del Alcazar 376 VLV‐N1947197E6275645 Butterfly Valve 0 306‐1713 B1 N VLV‐02770 Y N

8 Open Calle Camposeco 376 VLV‐N1948196E6275577 Butterfly Valve 0 306‐1713 B2 N VLV‐02768 Y N

6 Open Circa Del Norte 376 VLV‐N1947847E6275893 Butterfly Valve 0 306‐1713 B2 N VLV‐02766 Y N

6 Open Circa Del Norte 376 VLV‐N1947571E6276165 Butterfly Valve 0 306‐1713 B2 N VLV‐02764 Y N

6 Open Via Posada Del Norte 376 VLV‐N1948492E6276314 Butterfly Valve 0 306‐1713 B2 N VLV‐02762 Y N

6 Open Calle Camposeco 376 VLV‐N1948723E6275608 Butterfly Valve 0 306‐1713 B2 N VLV‐02736 Y N

6 Open Paseo Hermosa 376 VLV‐N1947328E6276756 Butterfly Valve 0 306‐1713 C1 N VLV‐02778 Y N

6 Open Camino Acampo 376 VLV‐N1946780E6277279 Butterfly Valve 0 306‐1713 C1 N VLV‐02708 Y N

6 Open Camino Acampo 376 VLV‐N1946593E6276986 Butterfly Valve 0 306‐1713 C1 N VLV‐02682 Y N

6 Open Camino Acampo 376 VLV‐N1946538E6276525 Butterfly Valve 0 306‐1713 C1 N VLV‐02674 Y N

6 Open Via Posada Del Norte 376 VLV‐N1947645E6276614 Butterfly Valve 0 306‐1713 C2 N VLV‐02684 Y N

6 Open Via Posada Del Norte 376 VLV‐N1948144E6276575 Butterfly Valve 0 306‐1713 C2 N VLV‐02678 Y N

6 Open Zumaque Street 338 VLV‐N1949857E6277160 Gate Valve 1995 00135 306‐1713 D3 N VLV‐04640 Y N

6 Open Private Lane 376 VLV‐N1943552E6272256 Butterfly Valve 0 302‐1707 D2 N VLV‐02676 N N

6 Open El Apajo 376 VLV‐N1943744E6272603 Butterfly Valve 0 302‐1707 E2 N VLV‐02672 Y N

6 Open NIS 376 VLV‐N1943719E6272486 Butterfly Valve 0 302‐1707 E2 N VLV‐02686 Y N

6 Open San Dieguito Road 376 VLV‐N1943528E6272850 Butterfly Valve 0 302‐1707 E2 N VLV‐02670 Y N

6 Open Via Canada Del Osito 376 VLV‐N1945420E6272705 Butterfly Valve 0 302‐1707 E3 N VLV‐02668 Y N

12 Open San Dieguito Road 376 VLV‐N1943733E6274298 Butterfly Valve 0 302‐1707 F2 N VLV‐02680 N N

12 Open San Dieguito Road 376 VLV‐N1943729E6274309 Butterfly Valve 0 302‐1707 F2 N VLV‐02706 N N

6 Open Circa Del Sur 376 VLV‐N1943656E6274265 Butterfly Valve 0 302‐1707 F2 N VLV‐02720 Y N

6 Open Circa Del Norte 376 VLV‐N1944430E6273485 Butterfly Valve 0 302‐1707 F2 N VLV‐02718 Y N

6 Open Circa Del Norte 376 VLV‐N1944180E6273428 Butterfly Valve 0 302‐1707 F2 N VLV‐02716 Y N

6 Open Via Lago Azul 376 VLV‐N1944395E6273953 Butterfly Valve 0 302‐1707 F2 N VLV‐02714 Y N

6 Open Avenida Cuesta Del Sol 376 VLV‐N1943501E6273973 Butterfly Valve 0 302‐1707 F2 N VLV‐02712 Y N

6 Open Via Lago Azul 376 VLV‐N1944844E6274174 Butterfly Valve 0 302‐1707 F3 N VLV‐02710 Y N

6 Open NIS 376 VLV‐N1944799E6273672 Butterfly Valve 0 302‐1707 F3 N VLV‐02702 Y N

6 Open NIS 376 VLV‐N1945034E6273667 Butterfly Valve 0 302‐1707 F3 N VLV‐02688 Y N

6 Open Avenida Floresta 376 VLV‐N1945812E6273525 Butterfly Valve 0 302‐1707 F4 N VLV‐02722 Y N

8 Open Via Cazadero 376 VLV‐N1942703E6274532 Butterfly Valve 0 302‐1713 A1 N VLV‐02700 N N

8 Open Via Cazadero 376 VLV‐N1942711E6274540 Butterfly Valve 0 302‐1713 A1 N VLV‐02698 N N

6 Open Via De Los Rosales 376 VLV‐N1944074E6274640 Butterfly Valve 0 302‐1713 A2 N VLV‐02696 Y N

6 Open Via De Los Rosales 376 VLV‐N1944335E6274973 Butterfly Valve 0 302‐1713 A2 N VLV‐02694 Y N

6 Open Via Lago Azul 376 VLV‐N1945144E6274699 Butterfly Valve 0 302‐1713 A3 N VLV‐02692 Y N

Appendix E Page 76 of 77



Size Status St_Name Zone Name TYPE YR_INST
EX_DW

G
CAL_GRID GRID_MNR COMMENTS

VLV_
MFG

CRIT_
VLV

ID
HYD_V
LV

RED_V
LV

DISTRIBUTION SYSTEM ISOLATION VALVES

6 Open Via Lago Azul 376 VLV‐N1945119E6275155 Butterfly Valve 0 302‐1713 A3 N VLV‐02690 Y N

6 Open Avenida Arroyo Pasajer 376 VLV‐N1945956E6274625 Butterfly Valve 0 302‐1713 A4 N VLV‐02928 Y N

6 Open Avenida Arroyo Pasajer 376 VLV‐N1946166E6275171 Butterfly Valve 0 302‐1713 A4 N VLV‐03000 Y N

6 Open San Dieguito Road 376 VLV‐N1943632E6275643 Butterfly Valve 0 302‐1713 B2 N VLV‐03002 Y N

6 Open Via Dos Valles 376 VLV‐N1944139E6276290 Butterfly Valve 0 302‐1713 B2 N VLV‐03004 Y N

6 Open Camino Lago De Cristal 376 VLV‐N1945255E6276370 Butterfly Valve 0 302‐1713 B3 N VLV‐03006 Y N

6 Open Via De Los Rosales 376 VLV‐N1944664E6275881 Butterfly Valve 0 302‐1713 B3 N VLV‐03008 Y N

6 Open Via Los Farolito 376 VLV‐N1944538E6276087 Butterfly Valve 0 302‐1713 B3 N VLV‐03010 Y N

6 Open Via Los Farolito 376 VLV‐N1944713E6276334 Butterfly Valve 0 302‐1713 B3 N VLV‐03012 Y N

6 Open Via De Los Rosales 376 VLV‐N1944511E6275438 Butterfly Valve 0 302‐1713 B3 N VLV‐03036 Y N

6 Open Via Lago Azul 376 VLV‐N1945296E6275568 Butterfly Valve 0 302‐1713 B3 N VLV‐03068 Y N

6 Open Camino Lago De Cristal 376 VLV‐N1945144E6276600 Butterfly Valve 0 302‐1713 C3 N VLV‐02982 Y N

6 Open Camino Saucito 376 VLV‐N1944014E6275457 Butterfly Valve 0 302‐1713 B2 N VLV‐02958 Y N

6 Open NIS 376 VLV‐N1945949E6276994 Gate Valve 0 302‐1713 C4 N VLV‐02820 Y N

6 Open San Dieguito Road 376 VLV‐N1946173E6277634 Butterfly Valve 0 302‐1713 D4 N VLV‐02932 Y N
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NAME ‐ Location STREET LOCATION SIZE TYPE ZONE STATUS
YEAR 
INST.

COMMENTS EX DWG

AV‐N1960235E6275976 Rancho Cielo 1 520 UNK 0
AV‐N1960127E6275821 Rancho Cielo 1 520 UNK 0
AV‐N1951487E6270237 Via De Santa Fe 999 520 UNK 0
AV‐N1951763E6270004 Via De Santa Fe 1 520 Closed 0
AV‐N1951943E6270127 Paseo Arbolado 999 520 UNK 0
AV‐N1952171E6269478 Via De Santa Fe 999 520 UNK 0
AV‐N1952274E6269744 NIS 999 520 UNK 0
AV‐N1952312E6269624 La Granada 999 520 UNK 0
AV‐N1952386E6269556 La Granada 999 Unknown 520 UNK 0
AV‐N1952433E6269443 Alley 999 520 UNK 0
AV‐N1952608E6269348 La Granada 999 520 UNK 0
AV‐N1952664E6269235 La Granada 999 520 UNK 0

AV‐N1952907E6269788 El Tordo 999 520 UNK 0
NOT SHOWN ON AS‐

BUILT 95

AV‐N1952815E6270081 El Tordo 999 520 UNK 0
NOT SHOWN ON AS‐

BUILT 95
AV‐N1952754E6270107 La Flecha 999 520 UNK 0
AV‐N1951642E6269249 Senda De La Luna 999 520 UNK 0
AV‐N1951243E6269017 La Gracia 999 520 UNK 0
AV‐N1950724E6269148 La Gracia 999 520 UNK 0
AV‐N1949417E6268892 NIS 1.5 520 Closed 0
AV‐N1949098E6269862 Via De La Valle 999 520 UNK 0
AV‐N1952861E6270159 Paseo Delicias 999 520 UNK 1974 00095
AV‐N1953042E6270357 Paseo Delicias 999 520 UNK 0
AV‐N1953200E6270442 El Romero 999 520 UNK 1990 00149
AV‐N1953582E6270864 La Fremontia 999 520 UNK 0
AV‐N1953780E6271154 Paseo Delicias 999 520 UNK 0
AV‐N1953465E6270740 La Fremontia 999 520 UNK 0
AV‐N1953167E6270818 Via De La Valle 1 520 Closed 0
AV‐N1952075E6271783 Las Colinas 999 520 UNK 0
AV‐N1951593E6272067 Las Colinas 999 520 UNK 0
AV‐N1951890E6272796 Avenida Luis 1 520 Closed 1993 00084
AV‐N1952092E6273385 Las Colinas 999 520 UNK 0

AV‐N1951209E6275206 Las Cuestas 1 520 Closed 0
NOT SHOWN ON 

PLANS 147

AV‐N1951202E6276392 Zumaque 1 520 Closed 0
NOT SHOWN ON 

PLANS 135

AV‐N1951146E6276405 Zumaque 1 520 Closed 0
NOT SHOWN ON 

PLANS 135
AV‐N1952020E6276042 Las Colinas 999 520 UNK 0
AV‐N1955839E6275150 Via De Maya 1 520 Closed 0
AV‐N1955213E6274186 La Valle Plateada 5.5 520 Closed 0
AV‐N1955195E6274292 La Valle Plateada 999 520 Abandoned 0 FLOATING OFF LINE
AV‐N1955253E6274745 NIS 1 520 Closed 1988 00106
AV‐N1955416E6274893 NIS 1 520 Closed 1988 UNCLEAR IN DWG 00106
AV‐N1955419E6274964 NIS 1 520 Closed 1988 00106
AV‐N1953569E6274120 El Mirador 999 520 UNK 0
AV‐N1953034E6274730 Private 999 520 UNK 0
AV‐N1952739E6274935 El Mirador 999 520 UNK 0
AV‐N1952697E6274990 El Mirador 999 520 UNK 0
AV‐N1953909E6271223 La Valle Plateada 1 520 Closed 1994 00107
AV‐N1954091E6271431 NIS 1 520 Closed 0

AV‐N1955466E6272994 Paseo Delicias 999 520 UNK 0
POSS. ILLUSTRATION, 
BUT NOT LABELED

AV‐N1954477E6271909 Paseo Delicias 999 520 UNK 0
AV‐N1956187E6272935 Mimulus 999 520 UNK 0
AV‐N1957320E6273410 Private 1 520 Closed 0
AV‐N1957200E6274568 El Camino Del Norte 999 520 UNK 1992 00105
AV‐N1957199E6275082 La Palma 1 520 Closed 0
AV‐N1951946E6268761 Linea Del Cielo 999 520 UNK 1964 00130

SFID AIR RELEASE VALVES
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NAME ‐ Location STREET LOCATION SIZE TYPE ZONE STATUS
YEAR 
INST.

COMMENTS EX DWG

SFID AIR RELEASE VALVES

AV‐N1952068E6268351 El Fuego 1 Unknown type 520 UNK 0

AV‐N1953518E6269047 Avenida De Acacias 999 Unknown type 520 UNK 0

AV‐N1954066E6266799 Via De Lacumbre 999 Unknown type 520 UNK 0

AV‐N1954084E6266712 Via De Lacumbre 1 520 Closed 0

AV‐N1954460E6265803 Via De Lacumbre 999 Unknown type 520 UNK 0

AV‐N1955108E6266686 Private 1 520 Closed 1977 00099
AV‐N1956837E6268652 San Elijo 1 520 Closed 1997 00143

AV‐N1956780E6268556 San Elijo 1 520 Closed 2003

SHOULD BE ANOTHER 
AV OTHER SIDE OF 
TEE: NEED MORE 

INFO THIS DWG SET

00253

AV‐N1956163E6268563 Avenida De Acacias 999 520 UNK 0
AV‐N1955538E6268947 Avenida De Acacias 999 520 UNK 1964 00130
AV‐N1955308E6269017 Avenida De Acacias 999 520 UNK 0
AV‐N1955558E6269262 Lago Lindo 2 520 Closed 1964 00130
AV‐N1956191E6270290 NIS 999 520 Closed 0
AV‐N1952245E6268799 La Sendita 999 520 UNK 0
AV‐N1955314E6268939 Lago Lindo 999 520 UNK 0
AV‐N1956198E6270219 Lago Lindo 999 520 UNK 0
AV‐N1956268E6270319 Lago Lindo 999 520 UNK 0
AV‐N1956643E6270960 Los Eucaliptos 999 520 UNK 0
AV‐N1957717E6271613 NIS 999 520 UNK 0
AV‐N1957620E6272283 El Montevideo 999 520 UNK 0
AV‐N1957169E6272453 El Montevideo 999 520 UNK 0
AV‐N1957137E6272430 El Montevideo 999 520 UNK 0 00078
AV‐N1959229E6274281 NIS 999 520 UNK 0
AV‐N1959890E6274487 NIS 999 520 UNK 0
AV‐N1955082E6269761 Mimulus 999 520 UNK 0
AV‐N1956974E6268967 NIS 4 520 Closed 0

AV‐N1956890E6269019 NIS 4 520 Closed 1963
CHANGED FROM 4" 
TO 3" AV PER AS‐

BUILT 98
00098

AV‐N1956486E6269535 Private 999 520 UNK 0
AV‐N1959681E6270118 NIS 999 520 Closed 0
AV‐N1957024E6270134 NIS 999 520 UNK 0
AV‐N1957804E6269978 San Elijo 4 520 Closed 1997 00143

AV‐N1958298E6270847 San Elijo 999 520 UNK 1963
Change from AV to 
BO per As‐Built 98SH 
9 SHOWS A BO HERE

00098

AV‐N1958611E6271273 El Montevideo 2 520 Closed 0
AV‐N1960800E6273198 El Camino Del Norte 4 520 Closed 1967 00230
AV‐N1960219E6272354 El Camino Del Norte 4 520 Closed 1967 00230
AV‐N1960068E6271518 El Camino Del Norte 999 520 UNK 0
AV‐N1959871E6271544 NIS 999 520 UNK 0
AV‐N1958944E6271135 Private 4 520 Closed 1974 00082
AV‐N1958675E6271139 Private 999 520 UNK 0

AV‐N1960825E6271769 NIS 1 520 Closed 0
NOT SHOWN IN AS‐

BUILT 96
AV‐N1960351E6271300 El Camino Del Norte 2 520 Closed 0
AV‐N1960750E6270274 El Camino Del Norte 1 520 Closed 1997 00091
AV‐N1960837E6269899 El Camino Del Norte 999 520 UNK 1997 00091

AV‐N1961104E6269054 Paseo Victoria 1 520 Closed 0
NOT SHOWN IN AS‐

BUILT 89
AV‐N1961139E6268644 El Camino Del Norte 2 520 Closed 1997 00091
AV‐N1961158E6268467 El Camino Del Norte 1 520 Closed 1997 00150
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NAME ‐ Location STREET LOCATION SIZE TYPE ZONE STATUS
YEAR 
INST.

COMMENTS EX DWG

SFID AIR RELEASE VALVES

AV‐N1961010E6267878 Via De Fortuna 1.5 520 Closed 0
AV‐N1959267E6267156 El Montevideo 2 520 Closed 0
AV‐N1958672E6268102 El Montevideo 2 520 Closed 0
AV‐N1958535E6270288 El Montevideo 999 520 UNK 0
AV‐N1958785E6266913 NIS 1 520 Closed 2002 00242
AV‐N1958104E6267556 NIS 1 520 Closed 2002 00242

AV‐N1958568E6266523 Via De Fortuna 999 Unknown type 520 UNK 2002 00242

AV‐N1958572E6266457 Via De Fortuna 999 520 UNK 2007 00296
AV‐N1958588E6266467 Via De Fortuna 999 520 UNK 0
AV‐N1959796E6265811 La Crescenta 1 520 Closed 1974 00295
AV‐N1957694E6264370 El Mirlo 999 520 Closed 0

AV‐N1959129E6263231 Avenida Alondra 999 520 UNK 0
NOT FOUND IN 
ASBUILT 116‐4

AV‐N1957897E6261993 El Mirlo 999 520 UNK 0
AV‐N1956201E6262021 Los Morros 999 520 UNK 0
AV‐N1958025E6263878 Avenida Alondra 999 520 Closed 0
AV‐N1956550E6264300 Los Morros 999 520 UNK 0
AV‐N1956416E6264347 Via De Fortuna 999 520 UNK 0
AV‐N1956524E6264430 Via De Fortuna 1.5 520 Closed 0
AV‐N1956506E6264495 Private 1.5 520 UNK 0
AV‐N1957183E6264816 Los Mirlitos 999 520 UNK 0
AV‐N1954759E6261350 Los Morros 999 520 UNK 0
AV‐N1954695E6261374 La Jacaranda 999 520 UNK 1959 ADDED SIZE: 1.5 00104
AV‐N1953492E6261409 La Granada 1 520 Closed 0
AV‐N1953342E6262027 La Granada 999 520 UNK 0
AV‐N1954671E6263195 Via De Fortuna 1 520 Closed 0
AV‐N1953980E6262938 San Elijo 1 520 Closed 0
AV‐N1953900E6263102 San Elijo 4 520 Closed 1963 00098
AV‐N1953961E6264339 San Elijo 999 520 UNK 0
AV‐N1955386E6265353 Via Recanto 1 Manual 520 Closed 1987 00127
AV‐N1953157E6262016 Rambla De Las Flores 999 520 UNK 1963 00098
AV‐N1952863E6262323 NIS 999 520 UNK 0
AV‐N1951592E6267347 Linea Del Cielo 999 520 UNK 0

AV‐N1951040E6266101 Linea Del Cielo 999 Unknown Type 520 UNK 0

AV‐N1951228E6266352 Avenida Maravillas 999 520 UNK 0
AV‐N1951259E6266092 Avenida Maravillas 999 520 UNK 0
AV‐N1951349E6266048 Avendia Maravillas 999 520 UNK 0
AV‐N1951584E6264094 El Secreto 999 520 UNK 0

AV‐N1951500E6263604 El Secreto 1 520 Closed 0
NOT SHOWN IN AS‐

BUILT 94

AV‐N1951431E6262956 El Secreto 1 520 Closed 0
NOT SHOWN IN AS‐

BUILT 94
AV‐N1951591E6261474 Rambla De Las Flores 999 520 Missing 0
AV‐N1951783E6261488 Rambla De Las Flores 999 520 Missing 0
AV‐N1951858E6261526 Rambla De Las Flores 999 520 Closed 1963 00098
AV‐N1952297E6262717 Avenida Maravillas 1 520 Closed 0
AV‐N1952153E6263694 Avenida Maravillas 1 520 Closed 0
AV‐N1952141E6263753 Cantaranas 999 520 UNK 0
AV‐N1952431E6264644 Avenida Maravillas 999 520 UNK 0
AV‐N1952464E6265219 Avenida Maravillas 999 520 UNK 0
AV‐N1952487E6265274 Avenida Maravillas 999 520 UNK 0
AV‐N1952129E6265769 Mariposa 999 520 UNK 0
AV‐N1952120E6266352 Sobre Los Cerros 999 520 UNK 0
AV‐N1952686E6266173 Codorniz 999 520 UNK 1983 00116
AV‐N1951933E6260824 Los Morros 999 520 UNK 0
AV‐N1947130E6260638 El Nido 1 520 Closed 0
AV‐N1945759E6260798 El Camino Real 999 520 UNK 0
AV‐N1945346E6262361 El Camino Real 999 520 UNK 0
AV‐N1945167E6262435 El Camino Real 5.5 520 Closed 0
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COMMENTS EX DWG
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AV‐N1945544E6262977 Las Planideras 2 520 Closed 0

AV‐N1945544E6262929 Las Planideras 999 Unknown type 520 UNK 0

AV‐N1946266E6262908 El Arco Iris 999 520 UNK 0
AV‐N1947433E6264670 Caldaza Del Bosque 999 520 UNK 0
AV‐N1948032E6263880 Rambla De Las Flores 1 520 Closed 0
AV‐N1948034E6263404 Rambla De Las Flores 999 520 UNK 0
AV‐N1949558E626162 Rambla De Las Flores 1 520 Closed 0
AV‐N1950589E6261257 La Orilla 999 520 UNK 0
AV‐N1947939E6264980 Linea De Cielo 2 520 Closed 0
AV‐N1948606E6265716 El Cielito 999 520 UNK 0

AV‐N1949791E6266815 La Sencilla 1 520 Closed 2005
SHOULD BE AN 8" GV 
AND 2" BO HERE

00240

AV‐N1949594E6266419 La Sencilla 2 520 Closed 2005 00240
AV‐N1950507E6262982 El Acebo Del Norte 1 520 Closed 0
AV‐N1950581E6262898 El Acebo Del Nore 1 520 Closed 0
AV‐N1949606E6264089 Private 999 520 UNK 0
AV‐N1950482E6262714 El Acebo Del Norte 1 520 Closed 0
AV‐N1950357E6262414 El Acebo Del Norte 1 520 Closed 0
AV‐N1944887E6263918 La Madreselva 999 520 UNK 0

AV‐N1944036E6263746 La Madreselva 999 Unknown Type 520 UNK 0

AV‐N1942998E6261666 La Floresta 2 520 Closed 0
AV‐N1943648E6261465 La Floresta 1 520 Closed 0
AV‐N1943722E6261364 Lomas Santa Fe 1 520 Closed 0
AV‐N1943570E6258980 Lomas Santa Fe 1 520 Closed 0

AV‐N1942644E6260925 Paso Del Sol 999 520 UNK 0
NOT FOUND IN DWG 

214
AV‐N1940986E6261480 Rancho Nuevo 1 520 Closed 1976 00153

AV‐N1941050E6261689 Rancho Nuevo 1 520 Closed 1976
STREET SHOULD BE 
RANCHO GRANDE

00153

AV‐N1940142E6260036 Vista De La Tierra 999 520 UNK 0
AV‐N1939597E6260463 Rancho Reposo 999 520 UNK 1977 00154
AV‐N1940158E6259224 NIS 999 520 UNK 0
AV‐N1939856E6258946 Vista Del Oceano 1 520 Closed 0
AV‐N1939530E6259088 Vista De La Patria 1 520 Closed 0
AV‐N1940076E6258855 Vista De La Tierra 999 520 UNK 0

AV‐N1940085E6258158 Vista De Le Tierra 999 520 UNK 1978
SHOULD SWITCH 

PLACES W/ THE 1.5" 
AR NEXT TO IT

00182

AV‐N1940172E6257463 Via La Senda 999 Unknown Type 520 UNK 1978 00182

AV‐N1941700E6257614 North 999 520 UNK 0
NOT FOUND IN DWG 
66NOT FOUND IN 

DWG 64
AV‐N1942392E6258401 Lugano 999 520 UNK 0
AV‐N1942343E6258578 Lugano 999 520 UNK 0
AV‐N1943076E6258296 Highland 999 520 UNK 0
AV‐N1943159E6258312 Highland 999 520 UNK 0
AV‐N1941788E6259890 NIS 999 520 UNK 0
AV‐N1940720E6259640 South 1 520 Closed 1957 00064
AV‐N1940737E6258786 South 999 520 UNK 1957 00064
AV‐N1940729E6258911 South 999 520 UNK 1957 00064
AV‐N1940883E6258392 West 999 520 UNK 1957 00064
AV‐N1941161E6258270 South 999 520 UNK 1957 00064
AV‐N1941639E6259493 North 999 520 UNK 0
AV‐N1941402E6259161 North 999 520 UNK 1957 00064
AV‐N1942321E6259520 North 999 520 UNK 1957 00064

AV‐N1943655E6258537 Highland 1 520 Closed 1973
NOT SHOWN IN AS‐

BUILT 3
00003

AV‐N1943613E6257921 Lomas Santa Fe 999 520 UNK 0
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AV‐N1943580E6257841 Lomas Santa Fe 999 520 UNK 0
AV‐N1943723E6255133 La Barranca 999 520 UNK 1975 00050
AV‐N1945513E6255670 Sun Valley 6 520 Closed 1976 00164
AV‐N1944823E6258532 Highland 999 520 UNK 1973 00069
AV‐N1946053E6255827 Santa Helena 2 520 Closed 1976 00164

AV‐N1946761E6256308 Santa Victoria 999 Unknown Type 520 UNK 0

AV‐N1948091E6257271 NIS 4 520 Closed 1963 00098

AV‐N1946671E6254867 Santa Carina 999 520 UNK 1969
SHOWN IN THIS DWG 

AS 2" BO
00169

AV‐N1943970E6249379 Cliff 999 520 UNK 2003 00255

AV‐N1941391E6257047 Highland 999 520 UNK 1968
SHOULD BE IN SAN 

LUCAS DR. NORTH OF 
CROSS

00039

AV‐N1940992E6256853 San Benito 999 520 UNK 0
AV‐N1941766E6256963 San Ignacio 999 520 UNK 0 NOT IN DWG 39
AV‐N1942223E6256989 San Lucas 999 520 UNK 1968 00039
AV‐N1941463E6256557 Highland 1 520 Closed 1968 CHANGED FROM 1" 00039
AV‐N1941589E6256185 Highland 1 520 Closed 0

AV‐N1940423E6255845 Vista Del Canon 999 520 UNK 0
NOT FOUND IN DWG 

188

AV‐N1940551E6255664 Ladera Linda Way 1 520 Closed 0
NOT FOUND IN DWG 

188

AV‐N1940718E6255543 Tierra Alta 1 520 Closed 0
NOT FOUND IN DWG 

188 (SH 7)
AV‐N1941053E6255378 Tierra Alta 1 520 Closed 1983 CHANGED FROM 1" 00188

AV‐N1941173E6255412 Tierra Alta 1 520 Closed 0
NOT FOUND IN DWG 

188 (SH 7)
AV‐N1941500E6255701 Highland 999 520 UNK 0
AV‐N1942291E6255410 San Andres 2 520 Closed 0
AV‐N1941813E6254730 Private 1 520 Closed 0

AV‐N1939874E6255055 Avocado 999 520 UNK 1977

SHOWN IN MODEL 
ON 340 ZONE LINE 
ADJACENT TO THE 

520 LINE

00062

AV‐N1945968E6255594 Santa Rufina 999 440 UNK 0
AV‐N1945954E6255113 San Patricio 999 440 UNK 1976 00164

AV‐N1945193E6252164 Ridgeline 999 440 UNK 0
REMOVE FROM 

MODEL PER AS‐BUILT 
296

AV‐N1946123E6251504 Canyon 999 440 UNK 0
AV‐N1945986E6251575 Canyon 999 440 UNK 2007 00296
AV‐N1945843E6251084 Canyon 1.5 440 Closed 2005 00254
AV‐N1945183E6250828 Ford 1 440 Closed 2005 00254
AV‐N1945356E6250400 Canyon 999 440 UNK 2005 00254
AV‐N1944010E6266226 Puerta Del Sol 1 406 Closed 0
AV‐N1945519E6265171 Puerta Del Sol 999 406 UNK 0
AV‐N1943935E6266235 Puerta Del Sol 1 406 Closed 0

AV‐N1949729E6268100 Private 1 406 Closed 0
Not shown on asbuilt 

115
AV‐N1950057E6268613 Private 999 406 UNK 0
AV‐N1949114E6267789 Via Del Alba 999 406 UNK 0
AV‐N1949039E6267690 Via Del Alba 999 406 UNK 0
AV‐N1949065E6267771 Los Arboles 999 406 UNK 0
AV‐N1949027E6267820 Los Arboles 999 406 UNK 0
AV‐N1947680E6266891 Via Del Alba 999 406 UNK 0
AV‐N1945633E6265645 Via Del Alba 1 406 Closed 0
AV‐N1945310E6266009 NIS 1 406 Closed 0
AV‐N1947024E6266664 Calzada Del Bosque 999 406 UNK 0
AV‐N1945079E6266185 NIS 999 406 UNK 0
AV‐N1944862E6266346 NIS 999 406 UNK 0
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AV‐N1946798E6267108 Calzada Del Bosque 999 406 UNK 0
AV‐N1947218E6267419 NIS 999 406 UNK 0
AV‐N1948440E6268089 Los Arboles 0.75 Copper 406 Closed 0
AV‐N1944276E6265133 NIS 999 406 UNK 0

AV‐N1940764E6263533 NIS 999 Unknown Type 406 UNK 0

AV‐N1942665E6275681 Avenida Molino Viejo 1 376 Closed 1980 00226
AV‐N1942405E6273386 Avenida De La Ronda 1 376 Closed 1980 00226
AV‐N1944495E6276585 San Dieguito 1 376 Closed 0 NOT IN DWG 222
AV‐N1949069E6271020 El Sicomoro 999 376 UNK 0
AV‐N1949071E6271786 El Sicomoro 999 376 UNK 0
AV‐N1949030E6271705 Calle Feliz 1.5 Manual 376 Closed 1977 00119
AV‐N1949618E6270876 Los Naranjos 999 376 UNK 0
AV‐N1953632E6265359 La Granada 999 360 UNK 0
AV‐N1951950E6262889 NIS 1 360 Closed 0

AV‐N1940436E6261611 Rancho Viejo 999 358 UNK 0
NOT SHOWN ON AS‐

BUILT 205
AV‐N1942580E6262927 El Camino Real 999 348 UNK 0
AV‐N1942441E6261255 Sun Valley 999 348 UNK 0
AV‐N1942479E6261274 Dirt Road 999 348 UNK 0
AV‐N1941929E6261890 Private 1.5 348 Closed 0
AV‐N1941528E6261569 Sun Valley 999 348 UNK 0
AV‐N1941545E6261515 Sun Valley 1.5 348 Closed 0

AV‐N1941071E6260625 Ladera Sarina 999 348 UNK 1995
Move closer to 8" x 8" 
x 6" Tee per As‐Built

00030

AV‐N1951138E6258420 El Camino Real 999 343 UNK 0
AV‐N1951266E6258382 El Camino Real 999 343 UNK 0
AV‐N1951849E6258007 El Camino Real 999 343 UNK 0
AV‐N1952440E6258521 Camino Privade 1 343 Closed 0
AV‐N1950614E6258950 Calle Familia 1 343 Closed 1991 00129
AV‐N1943534E6253513 Marine View 1 340 Closed 0
AV‐N1943612E6253513 Santa Helena 1 340 Closed 0

AV‐N1943516E6253932 Lomas Santa Fe 1 340 Closed 0
NOT FOUND IN DWG 
67NOT FOUND IN 

DWG 65
AV‐N1942900E6253463 San Andres 999 340 UNK 0

AV‐N1942886E6254182 NIS 999 340 UNK 0
NOT FOUND IN DWG 

65
AV‐N1942875E6252001 San Rodolfo 999 340 UNK 1990 00211
AV‐N1943071E6252607 San Rodolfo 1 Manual 340 Closed 1990 00211
AV‐N1943129E6252589 San Rodolfo 1 Manual 340 Closed 0
AV‐N1942821E6252622 San Rodolfo 1 Manual 340 Closed 1990 00211
AV‐N1943040E6252535 San Rodolfo 1 Manual 340 Closed 0
AV‐N1944505E6251147 Dell 999 340 UNK 0

AV‐N1944222E6250158 Marview 999 340 UNK 0
REMOVE FROM 

MODEL PER AS‐BUILT 
296

AV‐N1943965E6249900 Alley 999 340 UNK 0
AV‐N1943369E6249867 El Viento 999 340 UNK 0

AV‐N1943345E6250122 Lomas Santa Fe 999 340 UNK 1982
NOTED AS 

TEMPORARY (DWG 
33, SH. 4)

00033

AV‐N1943921E6249410 Granados 999 340 UNK 2003 00255
AV‐N1944535E6249040 Barbara 1 340 Closed 2003 00255
AV‐N1945210E6248884 Patty Hill 999 340 UNK 2003 00255
AV‐N1945275E6249055 Patty Hill 999 340 UNK 2003 00255

AV‐N1945307E6249106 Barbara 999 340 UNK 0
NOT SHOWN IN DWG 

255
AV‐N1945272E6249365 Patty Hill 1 340 Closed 2003 00255
AV‐N1945695E6249403 Granados 1 340 Closed 2003 00255
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AV‐N1945560E6249404 Granados 999 340 UNK 2003 00255
AV‐N1945060E6249402 Granados 1 340 Closed 2003 00255
AV‐N1944542E6249402 Granados 999 340 UNK 2003 00255
AV‐N1944868E6249400 Granados 1 340 Closed 2003 00255
AV‐N1945402E6249986 Mar Vista 999 340 UNK 2005 00254
AV‐N1945375E6250014 Mar Vista 999 340 UNK 2005 00254
AV‐N1945738E6249818 Glenmont 999 340 UNK 2005 00254
AV‐N1945694E6249684 Holmwood 1 340 Closed 0
AV‐N1945738E6249569 Holmwood 999 340 UNK 2003 00255
AV‐N1945972E6250070 Holmwood 1 340 Closed 2003 00255
AV‐N1940197E6254143 Ramona 999 340 UNK 0
AV‐N1939984E6253710 Highland 999 340 UNK 0
AV‐N1940447E6253869 Marine View 999 340 UNK 0
AV‐N1941297E6253891 Marine View 999 340 UNK 0
AV‐N1941686E6253582 Marine View 1 340 Closed 0
AV‐N1942311E6253378 Marine View 999 340 UNK 0
AV‐N1939014E6254883 Jeffrey 1 340 Closed 1979 00042

AV‐N1938959E6254735 NIS 1 340 Closed 0
NOT FOUND ON DWG 

42

AV‐N1939132E6254154 Defender 999 Unknown Type 340 UNK 1983
SHOWN AS 2" BO IN 

DWG 176 SH. 4
00176

AV‐N1937789E6252961 Highland 999 340 UNK 0
AV‐N1941198E6253172 Ida 999 340 UNK 1978 00036
AV‐N1941237E6253107 Genevieve 999 340 UNK 0
AV‐N1941240E6253062 Genevieve 999 340 UNK 0
AV‐N1939859E6250643 Nardito 999 340 UNK 0
AV‐N1940015E6250777 Nardito 999 340 UNK 1971 00024

AV‐N1939726E6251149 NIS 999 340 UNK 0
NOT FOUND ON DWG 

210
AV‐N1940958E6251016 Sonrisa 999 340 UNK 0
AV‐N1940502E6250376 Lirio 999 340 UNK 0
AV‐N1941580E6249989 Via De Vista 999 340 UNK 0
AV‐N1942032E6249701 Granados 999 340 UNK 0

AV‐N1942612E6249972 Brookdale 999 340 UNK 0
UNKNOWN‐‐DWG 

62UNKNOWN‐‐DWG 
62

AV‐N1938356E6249895 Cofair 999 Manual 340 UNK 1986 00189

AV‐N1940642E6249053 Cedros 1 340 Closed 0
NOT SHOWN IN AS‐

BUILT 152
AV‐N1940561E6249071 Cedros 1 340 Closed 1996 00152
AV‐N1956874E6260696 La Bajada 999 313 UNK 0
AV‐N1955273E6259817 NIS 1 313 Closed 2001 00239
AV‐N1954551E6259049 Rancho La Noria 1 313 Closed 0
AV‐N1946826E6267822 Via De La Valle 999 310 Missing 0
AV‐N1948058E6268633 Via De La Valle 999 310 UNK 0
AV‐N1948354E6268940 Via De La Valle 999 310 UNK 0

AV‐N1940922E6265041 NIS 999 Unknown Type 310 UNK 0

AV‐N1940960E6265114 Via De La Valle 999 Unknown Type 310 UNK 0
NOT FOUND IS AS‐

BUILT 116‐5

AV‐N1939217E6264644 Via De La Valle 999 310 UNK 1984
MOVE TO NEW 
LOCATION PER 

ASBUILT
00117

AV‐N1939024E6262913 Via De La Valle 1 310 Closed 0
NOT SHOWN ON AS‐
BUILT 60NOT FOUND 

IN DWG 58

AV‐N1940420E6262730 Rancho Real 999 310 UNK 0
NOT SHOWN ON AS‐

BUILT 19
AV‐N1943946E6249853 Cliff 1.5 202 Closed 0
AV‐N1943255E6249825 Lomas Santa Fe 999 202 UNK 0
AV‐N1943970E6248474 Cliff 1 202 Closed 0
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NAME ‐ Location STREET LOCATION SIZE TYPE ZONE STATUS
YEAR 
INST.

COMMENTS EX DWG

SFID AIR RELEASE VALVES

AV‐N1944029E6248270 Cliff 999 202 UNK 0
SHOWN AS EXISTING 
AS AS‐BUILT 128

AV‐N1943972E6248214 Cliff 999 202 UNK 0
AV‐N1943974E6248154 Cliff 999 202 UNK 0
AV‐N1943981E6247939 Cliff 999 202 UNK 2004 00256
AV‐N1943973E6247831 Cliff 999 202 UNK 2004 00256
AV‐N1943920E6247912 Highway 101 999 202 UNK 2004 00256
AV‐N1944145E6247841 Highway 101 999 202 UNK 2004 00256
AV‐N1943920E6247735 Acacia 999 202 UNK 2004 00256
AV‐N1943987E6247660 Acacia 999 202 UNK 2004 00256
AV‐N1943956E6247525 Cliff 1 202 Closed 2004 00256
AV‐N1943914E6247474 Sierra 1 202 Closed 2004 00256
AV‐N1943956E6247332 Cliff 999 202 UNK 2004 00256
AV‐N1943999E6247271 Pacific 999 202 UNK 2004 00256
AV‐N1943536E6247357 Pacific 1 202 Closed 2004 00256
AV‐N1943454E6247442 Clark 1 202 Closed 2004 00256
AV‐N1943260E6247417 Pacific 1 202 Closed 2004 00256
AV‐N1942781E6247501 Pacific 1 202 Closed 2004 00256
AV‐N1942734E6247508 Pacific 1 202 Closed 2004 00256
AV‐N1943076E6247796 Sierra 1 202 Closed 0
AV‐N1942499E6247525 Pacific 1 202 Closed 2004 00256
AV‐N1942159E6248138 Plaza 999 202 UNK 0
AV‐N1942300E6248351 Highway 101 999 202 UNK 0

AV‐N1942241E6248459 Lomas Santa Fe 999 202 UNK 0
NOT SHOWN IN DWG 

177

AV‐N1942236E6248789 Lomas Santa Fe 999 202 UNK 0
NOT SHOWN ON AS‐

BUILT 152
AV‐N1942328E6248974 Lomas Santa Fe 999 202 UNK 0
AV‐N1942183E6248768 Cedros 999 202 UNK 1996 00152

AV‐N1942317E6247673 Pacific 1 202 Closed 2004
SWITCH POSITIONS 

W/ BO‐
N1942251E6247755

00256

AV‐N1943234E6249375 Granados 1 202 Closed 2003 00255
AV‐N1943453E6248815 NIS 1 202 Closed 0
AV‐N1944464E6247490 Solana Vista 999 202 UNK 2004 00256
AV‐N1944609E6247046 Pacific 999 202 UNK 2004 00256
AV‐N1944911E6246795 Pacific 999 202 UNK 2004 00256
AV‐N1944972E6247271 Ocean 999 202 UNK 2004 00256
AV‐N1944975E6247425 Ocean 999 202 UNK 2004 00256
AV‐N1944363E6247256 Solana Vista 999 202 UNK 2004 00256
AV‐N1945433E6246882 Circle 999 202 UNK 2004 00256
AV‐N1944578E6247655 Highway 101 999 202 UNK 2004 00256
AV‐N1944516E6247625 Solana Vista 999 202 UNK 2004 00256
AV‐N1937863E6252787 Valley 999 202 UNK 1984 00018
AV‐N1939679E6252023 Stevens 999 202 UNK 1998 00011
AV‐N1939528E6252053 Stevens 999 202 UNK 0
AV‐N1940909E6251921 Stevens 999 202 UNK 1998 00011
AV‐N1941025E6251883 Stevens 1 202 Closed 1998 00011
AV‐N1941084E6251865 Stevens 1 202 Closed 1998 00011
AV‐N1941197E6252428 Valley 999 202 UNK 1977 00020
AV‐N1940990E6252966 Juanita 999 202 UNK 1977 00020

AV‐N1940669E6252454 Valley 999 202 UNK 0
NOT SHOWN IN AS‐

BUILT 20

AV‐N1940598E6252457 Valley 999 202 UNK 0
NOT SHOWN IN AS‐

BUILT 20
AV‐N1940633E6252948 Vera 999 202 UNK 1977 00020
AV‐N1940206E6252948 Castro 999 202 UNK 1977 00020
AV‐N1939224E6252897 Viva 999 202 UNK 1977 00200
AV‐N1938953E6251144 Del Mar Downs 999 202 UNK 1989 00006
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INST.

COMMENTS EX DWG

SFID AIR RELEASE VALVES

AV‐N1938807E6251423 Del Mar Downs 999 202 UNK 1989
Change from AV to 
BO per asbuilt 6

00006

AV‐N1938765E6252135 Los Alimitos 999 202 UNK 1984 00018

AV‐N1938048E6251348 Via De La Valle 999 202 UNK 1972

Change from AV to 
BO per asbuilt 

15DON'S COPY SAYS 
TO CHANGE TO BO 
PER DWG 15, BUT 

DWG 215 SHOWS AV 
HERE

00015

AV‐N1938618E6250678 NIS 999 202 UNK 0
AV‐N1939776E6250736 Nardo 999 202 UNK 0

AV‐N1940100E6250532 Nardo 999 202 UNK 0
NOT SHOWN ON AS‐
BUILT 65NOT FOUND 

ON DWG 63

AV‐N1939892E6251770 Nardo 999 202 UNK 1998 00011
AV‐N1942929E6249955 Nardo 999 202 UNK 0
AV‐N1938015E6249113 Border 999 202 UNK 0
AV‐N1938047E6249123 Camino Del Mar 999 202 UNK 0
AV‐N1938866E6249003 Highway 101 999 202 UNK 0
AV‐N1938450E6248885 Highway 101 999 202 UNK 0

AV‐N1940872E6249007 Cedros 999 202 UNK 0
NOT SHOWN IN AS‐

BUILT 152
AV‐N1942099E6248206 Acacia 1 202 Closed 2005 00254
AV‐N1942030E6248221 Acacia 2 202 Closed 2005 00254
AV‐N1942088E6248407 Highway 101 1 202 Closed 2005 00254
AV‐N1940515E6248507 Dahlia 1 202 Abandoned 0
AV‐N1940566E6248563 Dahlia 999 202 UNK 0

AV‐N1938631E6248350 Del Mar Shores 999 202 UNK 1964
Change from AV to 
BO per asbuilt 17

00017
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NAME ‐ Location STREET LOCATION SIZE ZONE STATUS YEAR INST. COMMENTS EX DWG

BO‐N1951924E6260771 Los Morros 999 520 Closed 0
BO‐N1950153E6264492 Private 999 520 UNK 0 Not shown on sheet 114
BO‐N1949699E6266643 La Sencilla 2 520 Closed 2005 00240
BO‐N1950250E6266010 Linea Del Cielo 999 520 UNK 0
BO‐N1948988E6265796 Linea Del Cielo 999 520 UNK 0
BO‐N1949797E6259560 Private 999 520 UNK 0
BO‐N1946299E6262977 Linea Del Cielo 999 520 UNK 0
BO‐N1947471E6264592 Linea Del Cielo 4 520 Closed 0
BO‐N1948406E6258460 El Camino Real 999 520 UNK 0
BO‐N1947166E6260661 El Nido 2 520 Closed 0
BO‐N1942862E6253494 San Andres 999 520 UNK 0
BO‐N1952488E6259838 Reposa Alta 999 520 UNK 0
BO‐N1949776E6262820 El Acebo Del Norte 2 520 Closed 0
BO‐N1952447E6264972 Avenida Maravillas 999 520 UNK 0
BO‐N1951957E6261536 Rambla De Las Flores 999 520 UNK 1963 00098

BO‐N1951620E6261557 El Secreto 1.5 520 Closed 1993
Change from BO to AV per As‐Built 

94
00094

BO‐N1951542E6264677 El Secreto 1 520 Closed 0
BO‐N1952809E6262413 Avenida Maravillas 0.08 520 Closed 0
BO‐N1954738E6263240 Via De Fortuna 999 520 UNK 0
BO‐N1953327E6262258 NIS 6 520 Closed 1963 00098
BO‐N1953405E6260298 El Mirar 999 520 UNK 0
BO‐N1956779E6265765 Los Mirlitos 0.75 520 Closed 0
BO‐N1952275E6259665 Reposa Alta 999 520 UNK 0
BO‐N1939106E6259958 Rancho Reposo 999 520 UNK 1977 00154
BO‐N1944612E6254496 Punta Baja 999 520 UNK 1975 00050
BO‐N1944586E6254815 Chica 999 520 UNK 1975 00050
BO‐N1944223E6254954 Cerro Verde 999 520 UNK 1975 00050
BO‐N1944412E6255732 El Pedregal 999 520 UNK 1975 00050

BO‐N1943924E6256498 Loma Corta 1.5 520 Closed 1975
Change to a 1.5" MAR per As‐Built 

on sheet 49‐8
00049

BO‐N1944457E6257039 Loma Larga 1.5 520 Closed 1975 00049
BO‐N1941189E6258191 North 999 520 UNK 1957 00064
BO‐N1940732E6258215 West 999 520 UNK 1957 00064
BO‐N1942020E6258833 Lugano 2 520 Closed 0
BO‐N1950646E6263845 El Acebo 1 520 Closed 0
BO‐N1938849E6258835 Vista Del Oceano 5.5 520 Missing 0
BO‐N1950614E6263032 El Acebo Del Norte 2 520 Closed 0
BO‐N1941090E6261500 Rancho Nuevo 999 520 UNK 1976 00153
BO‐N1941208E6260937 Rancho Grande 1.5 520 Closed 1976 00153
BO‐N1941429E6261531 Ladera Sarina 2 520 Closed 1975 00206
BO‐N1941457E6261533 Ladera Sarina 2 520 Closed 1975 00206
BO‐N1943418E6259224 Sun Valley 999 520 UNK 0
BO‐N1943451E6259149 Sun Valley 999 520 UNK 0
BO‐N1943017E6263362 La Madreselva 999 520 UNK 0
BO‐N1950915E6262192 El Acebo Del Norte 2 520 Closed 0
BO‐N1950383E6262376 El Acebo Del Norte 2 520 Closed 0
BO‐N1956346E6262915 Los Morros 999 520 Closed 0
BO‐N1938793E6259378 Vista De La Patria 5.5 520 Closed 0
BO‐N1952205E6273292 Las Colinas 999 520 UNK 0
BO‐N1956138E6264868 Private 4 520 Closed 0
BO‐N1957242E6274216 Private 999 520 UNK 0
BO‐N1956296E6272942 El Montevideo 999 520 UNK 0
BO‐N1956197E6273020 El Montevideo 999 520 UNK 0
BO‐N1955230E6272738 Paseo Delicias 999 520 UNK 0
BO‐N1953989E6270961 La Valle Plateada 5.5 520 Closed 1994 00107
BO‐N1955284E6274157 La Valle Plateada 999 520 UNK 0
BO‐N1954617E6276285 Via Guadalupe 1.5 520 Closed 0
BO‐N1954341E6276070 El Vuelo 999 520 UNK 0
BO‐N1957004E6275195 La Palma 1 520 Closed 1992 00105

SFID BLOW‐OFF ASSEMBLIES
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NAME ‐ Location STREET LOCATION SIZE ZONE STATUS YEAR INST. COMMENTS EX DWG

SFID BLOW‐OFF ASSEMBLIES

BO‐N1951616E6275800 Zumaque 0.5 520 Closed 1995
MOVE TO NEW LOCATION PER AS‐

BUILT 135
00135

BO‐N1957933E6275855 Del Dios 999 520 UNK 0
BO‐N1951176E6275095 Las Colinas 999 520 UNK 0
BO‐N1950282E6273688 Los Barbos 999 520 UNK 0
BO‐N1950749E6273804 Las Colinas 999 520 UNK 0
BO‐N1953818E6270387 La Fremontia 999 520 UNK 0
BO‐N1950822E6272392 La Espada 999 520 UNK 0
BO‐N1952209E6270809 Via De La Valle 2 520 Closed 0
BO‐N1952257E6271831 Las Colinas 999 520 Missing 0
BO‐N1952924E6271114 Las Colinas 999 520 UNK 0
BO‐N1953782E6270357 La Fremontia 999 520 UNK 0
BO‐N1952256E6270381 Paseo Arbolado 999 520 UNK 0
BO‐N1949335E6277472 Zumaque 1.5 520 Closed 0 NOT SHOWN ON PLANS 135
BO‐N1960123E6272127 Private 6 520 Closed 1967 00230
BO‐N1942807E6258616 Highland 1 520 Closed 1990 00156

BO‐N1957379E6264837 Via De Fortuna 999 520 UNK 2007
REMOVE FROM MODEL PER AS‐

BUILT 296
00296

BO‐N1959978E6264045 La Crescenta 999 520 UNK 0
BO‐N1960750E6266702 Via De Sueno 999 520 UNK 0
BO‐N1957736E6267174 NIS 2 520 Closed 2002 00242
BO‐N1958014E6267365 NIS 2 520 Closed 0
BO‐N1958434E6268875 El Montevideo 1 520 Closed 0
BO‐N1959252E6267127 Via De Fortuna 2 520 Closed 0
BO‐N1960224E6267741 Via De Fortuna 999 520 UNK 0
BO‐N1957089E6274348 Paseo Delicias 999 520 UNK 0
BO‐N1960265E6271379 El Camino Del Norte 2 520 Closed 0
BO‐N1956484E6263580 Los Morros 999 520 UNK 0
BO‐N1960788E6273877 El Camino Del Norte 6 520 Closed 1967 00230
BO‐N1960602E6272913 El Camino Del Norte 6 520 Closed 1967 00230
BO‐N1955893E6271611 Mimulus 999 520 UNK 0
BO‐N1955853E6269703 Lago Lindo 5.5 520 UNK 0
BO‐N1954787E6267731 Lago Lindo 999 520 UNK 0 00116
BO‐N1954870E6268014 NIS 999 520 UNK 0
BO‐N1956209E6267726 San Elijo 999 520 UNK 0 NOT SHOWN IN DWG 253 SH 5

BO‐N1954226E6268471 Via De La Cumbre 2 520 Closed 2003 NEED MORE INFO THIS DWG SET 00253

BO‐N1954337E6269011 Avenida De Acacias 999 520 UNK 2003
SHOULD BE @ 10x24x24" TEE / 
NEED MORE INFO THIS DWG SET

00253

BO‐N1957940E6275447 El Camino Del Norte 999 520 UNK 0
BO‐N1960356E6271373 NIS 2 520 Closed 0
BO‐N1939938E6254853 Avocado 1.5 520 Closed 1977 00062
BO‐N1940766E6257057 San Lucas 999 520 UNK 0
BO‐N1941292E6255579 Tierra Alta 999 520 UNK 1983 00188
BO‐N1941840E6255364 San Julio 1.5 520 Closed 0
BO‐N1941695E6254560 Private 999 520 UNK 0

BO‐N1941405E6257107 Highland 2 520 Closed 1968
SHOULD BE WEST OF SAN LUCAS 

CL ON HIGHLAND
00039

BO‐N1943705E6251305 Lomas Santa Fe 999 520 UNK 0
BO‐N1943968E6249466 Cliff 999 520 UNK 2003 00255
BO‐N1942199E6257943 Oranado 999 520 UNK 0
BO‐N1946245E6251449 Canyon 999 440 UNK 0
BO‐N1945726E6249902 Mar Vista 999 440 UNK 2005 CANYON DRIVE 00254
BO‐N1945317E6250446 Marview 999 440 UNK 2005 00254
BO‐N1945368E6250886 Ford 2 440 Closed 2005 00254
BO‐N1945910E6252633 I5 North 999 440 UNK 0
BO‐N1945381E6250486 Canyon 2 440 Closed 2005 00254
BO‐N1944120E6250074 Cliff 999 440 UNK 0
BO‐N1946369E6251073 Canyon 999 440 UNK 0
BO‐N1946009E6251636 Canyon 999 440 UNK 0 NOT SHOWN IN AS‐BUILT 296
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NAME ‐ Location STREET LOCATION SIZE ZONE STATUS YEAR INST. COMMENTS EX DWG

SFID BLOW‐OFF ASSEMBLIES

BO‐N1944917E6249467 Lynwood 2 440 Closed 2003 00255
BO‐N1945404E6250037 Mar Vista 999 440 UNK 2005 00254
BO‐N1944534E6250010 Mar Vista 999 440 UNK 0

BO‐N1945105E6256260 Camino Ynez 0.5 440 Closed 1973
CHANGED TO 1.5" BO PER DWG 

71, SH. 6
00069

BO‐N1945782E6254392 Santa Victoria 2 440 Closed 1976 FLOATING OFF LINE IN MODEL 00164
BO‐N1946348E6255447 San Ricardo 2 440 Closed 0
BO‐N1946141E6255254 Sata Madera 2 440 Closed 1976 00164
BO‐N1946049E6251558 Canyon 999 440 UNK 2007 00296
BO‐N1947732E6266891 Via Del Alba 999 406 UNK 0
BO‐N1949416E6268731 Via Del Alba 999 406 UNK 0
BO‐N1947173E6266883 Via Del Alba 999 406 UNK 0
BO‐N1946946E6266443 Via Del Alba 999 406 UNK 0
BO‐N1946770E6267263 Calzada Del Bosque 999 406 UNK 0
BO‐N1947222E6265718 Calzada Del Bosque 1 406 Closed 0
BO‐N1948010E6270798 Via De Santa Fe 1.5 376 Closed 0
BO‐N1948432E6271695 Calle Feliz 1.5 376 Closed 1977 00119
BO‐N1949051E6272692 El Sicomoro 2 376 Closed 0
BO‐N1951004E6270417 Via De Santa Fe 999 376 UNK 0
BO‐N1946353E6273768 Via Campo Verde 6 376 Closed 1980 00223
BO‐N1944039E6272171 El Apajo 999 376 Closed 0
BO‐N1952764E6262456 Avenida Maravillas 5.5 360 Closed 0
BO‐N1953266E6266408 Sobre Los Cerros 999 360 UNK 0
BO‐N1952992E6267217 La Granada 999 360 UNK 0
BO‐N1941927E6261671 Private 1 348 Closed 0
BO‐N1941842E6262500 NIS 1 348 Closed 0
BO‐N1941478E6261376 Ladera Sarina 999 348 UNK 0
BO‐N1942630E6262913 El Camino Real 999 348 UNK 0
BO‐N1950903E6258454 Calle Familia 2 343 Closed 1991 00129
BO‐N1953092E6261366 Los Morros 999 343 UNK 0
BO‐N1951818E6258061 Camino Privade 999 343 UNK 0
BO‐N1945032E6253244 Santa Regina 1 340 Closed 1969 00170
BO‐N1945724E6248400 Midori 1 340 Closed 1997
BO‐N1945276E6249157 Patty Hill 999 340 UNK 2003 00255
BO‐N1945225E6249403 Granados 2 340 Closed 2003 00255
BO‐N1944019E6249410 Granados 999 340 UNK 2003 00255
BO‐N1945251E6248924 Barbara 999 340 UNK 2003 00255
BO‐N1946262E6248227 Rios 999 340 UNK 0
BO‐N1939817E6254115 Clipper 2 340 Closed 0
BO‐N1938761E6255098 Jeffrey 1 340 Closed 1979 00042
BO‐N1939341E6255157 Avocado 999 340 UNK 0
BO‐N1946895R6255304 Santa Rufina Ct. 2 340 Closed 1976 00164
BO‐N1940244E6254865 Avocado 1 340 Closed 1975 00208
BO‐N1946779E6255876 Santa Helena 2 340 Closed 0 00002
BO‐N1947732E6255811 Santa Helena 2 340 Closed 1976 00164
BO‐N1947676E6255523 San Lorenzo 2 340 Closed 1976 00164
BO‐N1947244E6255421 San Leon 2 340 Closed 1976 00164
BO‐N1944718E6248015 Cedros 2 340 Closed 2002 00281
BO‐N1945199E6248511 Patty Hill 999 340 UNK 0

BO‐N1938985E6254593 NIS 999 340 UNK 1979
WAS INSTALLED W/ END CAP. LINE 

HAS BEEN EXTENDED SINCE
00042

BO‐N1945869E6253225 Santa Rosita 999 340 UNK 0
BO‐N1943241E6251296 Stevens 2 340 Closed 0
BO‐N1946198E6249798 Holmwood 999 340 UNK 2003 00255
BO‐N1942689E6252244 San Rodolfo 2 340 Closed 1990 00211
BO‐N1947575E6254873 Santa Gabriella 2 340 Closed 0 NOT SHOWN IN DWG 175
BO‐N1945711E6249748 Glenmont 2 340 Closed 2005 00254
BO‐N1938631E6249459 Cofair 999 340 UNK 0
BO‐N1945631E6249688 Glenmont 2 340 Closed 2005 00254
BO‐N1947795E6252195 Santa Inez 2 340 Closed 1972 00173
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BO‐N1947739E6255190 Santa Florencia 2 340 Closed 1972 00175
BO‐N1944786E6252138 Solana Hills 999 340 UNK 1971 00196
BO‐N1944674E6251907 Solana Glen 999 340 UNK 1971 00196
BO‐N1945332E6249403 Granados 2 340 Closed 2003 00255
BO‐N1945696E6249473 Holmwood 2 340 Closed 2003 00255
BO‐N1947774E6254551 Santa Carina 2 340 Closed 1972 00174
BO‐N1955487E6259502 NIS 1 313 Closed 2001 CHANGED FROM 1" 00239
BO‐N1954706E6258837 Rancho La Noria 1 313 Closed 0
BO‐N1956451E6260252 La Bajada 1 313 Closed 0
BO‐N1939061E6262880 Arroyo Rosita 1 310 Closed 1978 00058
BO‐N1942925E6265512 Via De La Valle 1 310 Closed 0
BO‐N1941082E6262816 El Camino Real 999 310 UNK 0
BO‐N1940179E6265031 Via De La Valle 999 310 UNK 0
BO‐N1940429E6248309 Sierra 999 202 UNK 0
BO‐N1941053E6251872 Stevens 999 202 UNK 0
BO‐N1939726E6251971 Stevens 999 202 UNK 1998 00011
BO‐N1940995E6252479 Juanita 999 202 UNK 1977 00020
BO‐N1940630E6252502 Vera 999 202 UNK 1977 00020
BO‐N1940277E6252469 Valley 999 202 UNK 0
BO‐N1940201E6252473 Valler 999 202 UNK 0
BO‐N1940237E6252508 Hernandez 999 202 UNK 0

BO‐N1939930E6252654 Gonzales 5.5 202 Closed 1977
Change from BO to AV per As‐Built 

20
00020

BO‐N1939444E6252549 Viva 2 202 Closed 1977 00200
BO‐N1939928E6251747 Nardo 999 202 UNK 1998 00011
BO‐N1940806E6248661 Highway 101 2 202 Closed 2005 00254
BO‐N1942074E6248240 NIS 2 202 Closed 2005 00254
BO‐N1943426E6249410 Granados 2 202 Closed 2003 00255
BO‐N1942113E6248204 Acacia 2 202 Closed 2005 00254
BO‐N1942288E6248825 Lomas Santa Fe 999 202 UNK 1968 00177
BO‐N1937980E6248746 Sierra 999 202 UNK 0
BO‐N1943969E6248423 Cliff 1 202 Closed 0
BO‐N1943950E6247783 Cliff 999 202 UNK 2004 00256
BO‐N1943952E6247705 Cliff 999 202 UNK 2004 00256
BO‐N1943953E6247611 Cliff 999 202 UNK 2004 00256
BO‐N1943953E6247419 Cliff 999 202 UNK 2004 00256
BO‐N1944017E6247896 Highway 101 999 202 UNK 2004 00256
BO‐N1944009E6247660 Acacia 999 202 UNK 2004 00256
BO‐N1943982E6247959 Cliff 2 202 Closed 2004 00256
BO‐N1943428E6247377 Pacific 2 202 Closed 2004 00256
BO‐N1942704E6247504 Pacific 2 202 Closed 2004 00256
BO‐N1943234E6247740 Sierra 2 202 Closed 0
BO‐N1943208E6247712 Clark 2 202 Closed 0
BO‐N1944300E6247215 Pacific 999 202 UNK 2004 00256
BO‐N1944499E6247580 Solana Vista 999 202 UNK 2004 1" MAR MISSING HERE 00256
BO‐N1945018E6247210 Circle 999 202 UNK 2004 00256
BO‐N1944967E6247390 Ocean 999 202 UNK 2004 00256
BO‐N1944960E6247188 Ocean 999 202 UNK 2004 00256
BO‐N1944880E6246856 Ocean 999 202 UNK 2004 00256
BO‐N1944821E6246819 Pacific 999 202 UNK 2004 00256
BO‐N1943081E6247738 Hill 2 202 Closed 0
BO‐N1944490E6247423 Acacia 999 202 UNK 2004 00256
BO‐N1942164E6247909 Pacific 999 202 UNK 0
BO‐N1944404E6247455 Acacia 999 202 UNK 2004 00256
BO‐N1944428E6247391 Solana Vista 999 202 UNK 2004 00256
BO‐N1944394E6247194 Pacific 999 202 UNK 2004 00256
BO‐N1943425E6248669 NIS 2 202 Closed 0

BO‐N1942251E6247755 Pacific 2 202 Closed 2004
SWITCH POSITIONS W/ AV‐

N1942317E6247673
00256

BO‐N1944940E6247499 Highway 101 999 202 UNK 2004 00256
BO‐N1944490E6247694 Highway 101 999 202 UNK 2004 00256
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APPENDIX I 
 

DISTRIBUTION SYSTEM ASSET INSTALLATION AND 
MAINTENANCE GUIDELINES 

 
As the District implements the capital improvement projects recommended in 
the asset management plan, it is essential to ensure that the full useful life of 
the asset is utilized.  To assist the District in doing so, this chapter provides 
installation and maintenance standards for the District’s different asset 
groupings. These guidelines have been tailored specifically for the District 
and are based on the WAS where appropriate.  These standards primarily 
focus on those assets of the distribution system which were evaluated most 
in-depth (e.g., pipelines, valves).  
 
 
Pipelines 
 
Installation Standard 

• All pipes should be minimum 8-inch diameter. 
• In accordance with WAS, pipelines 8-inch through 12-inch shall be 

AWWA C900 PVC, DR14 for working pressures less than 150 psi.  
Additionally, pipelines    14-inch through 30-inch shall be AWWA C905 
PVC, DR18 for working pressure up to 100 psi.. 

• Pipes 16-inch and larger may be required to be lined, coated, and 
cathodically protected steel pipe or ductile. 

• Velocities are limited to 10 feet per second under peak hour demands. 
• All pipes to be located in public rights-of-way. 
• Asbestos-cement piping shall not be allowed. 

 
Maintenance Standard 

• Pipe Flushing 
• Leak Detection 
• Cathodic protection if steel or DIP 
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Isolation Valves 
 
Installation Standard 

• Use resilient seat gate valves up to 16-inch. 
• Use line size plug valves from 16-inch to 24-inch on the backbone 

distribution system.  For line sizes in excess of 28-inch downsized plug 
valves shall be used. 

 
Maintenance Standard 

• Backbone distribution system isolation valves exercised once every 12 
months. 

• All other isolation valves once every 24 months. 
 
 
Combination Air Valves 
 
Installation Standard  

• At high points of all pipelines. 
 
Maintenance Standard  

• Exercised and inspected every 12 months. 
 
 
Manual Air Release Valves 
 
Installation Standard 

• On both sides of all valves greater than 12-inch. 
 

Maintenance Standard  
• Exercised and inspected every 12 months. 
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Blow-off Assemblies 
 
Installation Standard  

• At low point of all pipelines. 
Maintenance Standard  

• Inspected every 12 months. 
• Tested every 12 months. 

 
 
Pressure Reducing Stations 
 
Installation Standard 
 
For new and rebuilt pressure reducing stations, a minimum of two valves 
should be installed per station.  Typically there should be a small valve 
typically 2-inch and 1 large valve typically 6-inch.  The valves in a station 
should be installed side by side.  It is also recommended that for new or 
refurbished pressure reducing stations, they be installed above-ground and 
out of the roadway where possible.  This eliminates confined space entry 
issues, eliminates or reduces the need for traffic control, and increases the 
overall ease of maintenance for the station.  Appendix B provides a detail of 
the recommended construction of the above ground pressure reducing 
stations.  This design serves as the basis for the costs estimates used later in 
this report.  
 
Maintenance Standard 
 
Inspected monthly and maintained yearly.  Inspection of the valve does not 
take the valve out of service but consists of visually expecting the outside of 
the valve body and the condition of the station.  Additionally, the monthly 
inspection would include exercising the valve by altering the set point to 
ensure that the valve is functioning.  Assuming that the inspection does not 
indicate that there is a problem, the valve can stay in service until the 
annual maintenance period. 
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The valve manufacturer recommends a monthly inspection to ensure that the 
valve is working properly and to flush water through the valve if it has not 
opened in some time.  This reduces the corrosion of the cover as well as the 
valve stem.  In correspondence with Cla-Val, most water agencies they work 
with maintain their pressure reducing valves from once per year to once 
every three years.   
 
In maintaining the valve, it is taken off line, the cover is removed, and the 
internal parts are inspected and/or replaced as recommended in the valve’s 
maintenance manual.  The frequency of the maintenance primarily depends 
on the quality of the water, whether the valve is the lead for the zone, and 
previous maintenance history.  Initially, we would recommend that the 
District maintain the valves on a yearly basis for the first three years.  If no 
maintenance is required on the valve after three years, the District could 
then consider extending the maintenance period to once every two years.  
 
 
Interconnections 
 
Maintenance Standard 

• If manual and not-metered, should be inspected and exercised every 3 
months. 

• For metered interconnections, should be inspected monthly during 
reading.  This inspection may be conducted jointly with the 
interconnected agency. 

• Stagnant water in interconnection should be minimized. 
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PIPE BREAK DETAIL 



Location Date TIME DESCRIPTION / CAUSE OF BREAK PIPE SIZE MATERIAL

5223 AVENIDA MARAVILLAS APRIL 5, 2002 7:00 RUBBER RING BLOWN OUT OF CAST IRON TEE 6" AC CL‐150
6710 EL MONTEVIDEO MAY 2, 2002 2:00 AM LEAKING SADDLE CAUSED MAIN BREAK 10" AC CL‐150

17848 VIA DE FORTUNA July 22, 2002 6:00 PM RUBBER RING BLOWN OUT OF COUPLING / 520 ZONE ‐UNKNOWN 12" AC CL‐150

EL TORDO / PASEO DELICIAS July 30, 2002 3:00 PM 3" HOLE IN MAIN / UNKNOWN 4" AC CL‐150
LA GRANADA/ MIMOSA August 22, 2002 8:00 AM RUBBER RING BLOWN OUT OF COUPLING/PRESSURE SURGE 6 AC CL‐150
15134 VIA DE LA VALLE December 3, 2002 4:00 PM CRACK ON BOTTOM OF PIPELINE / CONSTRUCTION RELATED? 8" AC CL‐150

RAMBLA DE LAS FLORES / LA 
ORILLA

March 8, 2003 10:00 AM CONTRACTOR DAMAGED PIPE 8" AC CL‐200

5631 EL CAMINO DEL NORTE October 18, 2003 9:00 AM CRACK IN MAIN /TREE ROOTS 6" AC CL‐150
SAN DIEGUITO RD / 150'EAST OF 

CIRCA DEL SUR
November 4, 2003 10:00 AM AIR/WATER HAMMER 12" AC CL‐150

6131 EL TORDO November 8, 2003 5:00 PM CONTRACTOR HIT 2 SADDLES 4" AC CL‐100

17850 VIA DE FORTUNA November 13, 2003 11:00 PM RUBBER RING BLOWN OUT OF COUPLING / 520 ZONE ‐UNKNOWN 12" AC CL‐100

17850 VIA DE FORTUNA November 14, 2003 10:00 AM RUBBER RING BLOWN OUT OF COUPLING / 520 ZONE ‐UNKNOWN 12" AC CL‐100

LA GRANADA/SOBRE LOS CERROS December 17, 2003 2:00 PM CRACK IN MAIN / SETTLING OF EARTH UNDER PIPE 6" AC CL‐150

DEL NORTE / FORTUNA February 17, 2004 11:00 AM CRACK IN MAIN / UNKNOWN 8" AC CL‐200
6063 VIA POSADA DEL NORTE / 

FBR
February 23, 2004 10:00 AM CRACK IN MAIN / SEWER TRENCH SETTLED 8" AC CL‐150

5866 CALLE COMPOSECO / FBR April 9, 2004 2:00 PM CRACK IN MAIN / BACKFILL 8" AC CL‐150
6010 SAN ELUO April 22, 2004 3:30 PM CRACK IN MAIN / UNKNOWN 4" AC CL‐150
5530 CORDORNIZ June 22, 2004 5:00 PM END CAP MOVED OFF END OF MAIN 8" AC CL‐150

6330 PASEO DELICIAS July 6, 2004 10:00 AM CORROSION ‐ BRASS NIPPLE IN STEEL SADDLE 2" AC CL‐100
6408 LAGO LINDO October 24, 2004 2:00 PM CRACK IN MAIN /TREE ROOTS 6" AC CL‐100

7010ELCAMINODEL NORTE January 17, 2005 9:30 AM CRACK IN MAIN / SETTLING OF EARTH FOLLOWING HEAVY RAINFALL 4" AC CL‐150

6011 LAGO UNDO January 27, 2005 4:00 PM
PINHOLE IN CASTING IN BRASS FITTING CAUSED SETTLING AROUND 

MAIN
16" AC CL‐150

5905 LAGO LINDO February 22, 2005 3:00 PM CRACK IN MAIN / TREE ROOTS 6" AC CL‐150
5827 VIA DE LA CUMBRE March 11, 2005 8:00 AM LEAK IN CAST IRON FITTING / CAUSE UNKNOWN 8" AC CL‐150
17474 VIA DE FORTUNA May 23, 2005 1:00 PM CORROSION ‐ STEEL SADDLE 6" AC CL‐150
4623 SUN VALLEY RD. May 31, 2005 1:00 PM CORROSION ‐ STEEL SADDLE 10" AC CL‐150

RANCHO SANTA FE

SIFD PIPELINE BREAKS, 2002‐2006
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Location Date TIME DESCRIPTION / CAUSE OF BREAK PIPE SIZE MATERIAL

RANCHO SANTA FE

SIFD PIPELINE BREAKS, 2002‐2006

VIA DE LA CUMBRE / 150'EAST OF 
LAGO LINDO

July 5, 2005 4:00 PM CRACK IN MAIN / SETTLING OF EARTH 8" AC CL‐150

Via Del Alba July 22, 2005 9:00 AM RUBBER RING SWEATING 10" AC CL‐150
4711 Sun Valley Rd August 1,2005 6:00 AM RUBBER RING / PRESSURE STATION FAILURE 10" AC CL‐150
6408 LAGO LINDO October 24, 2005 2:00 PM CRACK IN MAIN / TREE ROOTS 6" AC CL‐100
5516LACRESCENTA 1/25/2006 8::00AM RUBBER RING BLOWN OUT OF COUPLING 12" AC CL‐150

5283 AVENIDA MARAVILLAS 3/7/2006 1:00 PM CRACK IN MAIN AT FITTING / SETTLING OF EARTH 4" AC CL‐150
4503 SUN VALLEY ROAD 3/8/2006 8:30 AM RUBBER RING BLOWN OUT OF COUPLING / 520 ZONE 10" AC CL‐100

5337 AVENIDA MARAVILLAS 5/8/2006 10:30 PM CRACK IN MAIN / MOVEMENT OF EARTH 8" AC CL‐150
17848 EL VUELO 6/26/2006 8:00 PM CRACK IN MAIN / CAUSE UNKNOWN 8" AC CL‐150
16432 LA GRACIA 7/6/2006 9:15 AM DAMAGED BY CONTRACTOR 4" AC CL‐150

GRANADOS /CLIFF ST July 9, 2002 1:00 PM CONTRACTOR DAMAGED PIPELINE WITH BACKHOE 4" AC CL‐150
700 S. CEDROS June 21, 2003 9:00 AM CRACK IN MAIN /TREE ROOTS 6" AC CL‐150

E. CLIFF / N. CEDROS June 30, 2003 NIGHT CONTRACTOR DAMAGED PIPELINE / LEAK SURFACED LATER 6" AC CL‐150
346 LOMA LARGA January 23, 2004 1:00 PM CRACK IN MAIN / STTLING OF EARTH 8" AC CL‐150

475 MARVIEW DR. January 21, 2005 8:00 AM CRACK IN MAIN / SETTLING OF EARTH FOLLOWING HEAVY RAINFALL 8" AC CL‐150

449 MARVIEW LN. May 12, 2005 10:00 AM CRACK IN MAIN / SETTLING OF EARTH FOLLOWING HEAVY RAINFALL 8" AC CL‐150

422 NARDO AVE 6/7/2006 9:00 AM HIT BY CONTRACTOR / BACKHOE 16" AC CL‐150
404 MARVIEW DR. 8/4/2006 8:45 AM HIT BY CONTRACTOR / BACKHOE 4" AC CL‐150
4212 NORTH LANE 8/29/2006 7:45 AM STEEL SADDLE / CORROSION 8" AC CL‐150

SOLANA BEACH
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PROJECT PRIORITIZATION 

 



PROJECT PRIORITIZATION WORKSHEET

J-902 N-1 Project N-2 Project N-3 Project N-4 Project N-5 Project N-6 Project N-7 Project N-8 Project N-9 Project N-10 Project 

Phase 2B 
Valve 

Replacement

Phase 3 Valve 
Replacement

Phase 4 Valve 
Replacement

Phase 5 Valve 
Replacement

Calle Major 
Interconnect 

Repair
PRS Project 1 PRS Project 2 PRS Project 3 PRS Project 4 PRS Project 5 PRS Project 6

Regulatory compliance and/or flow-pressure 
objectives for public health & safety (including fire) 10 1 10 1 10 0 0 0 0 1 10 1 10 1 10 1 10 0 0 0 0 0 0

Staff safety and working environment 10 3 30 3 30 1 10 1 10 1 10 3 30 3 30 3 30 3 30 3 30 3 30

Reliability - remaining useful life, condition, 
accessibility 9 3 27 3 27 3 27 3 27 3 27 3 27 3 27 3 27 3 27 3 27 3 27

Redundancy - distribution system or treatment 8 0 0 0 0 0 0 0 0 3 24 2 16 2 16 2 16 1 8 1 8 1 8

O&M Cost Efficiency 8 1 8 1 8 1 8 1 8 0 0 1 8 1 8 1 8 1 8 1 8 1 8
Increased local water usage 7 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0

Water quality enhancement                    
(Taste and Odor) 7 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0

Enhanced operational control 6 3 18 3 18 3 18 2 12 2 12 3 18 3 18 3 18 2 12 2 12 2 12

Expansion of water supply portfolio 6 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0

Availability of outside funding support 5 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
TOTAL SCORE 85 85109 109 109 8593 63 57 83

Capital Improvement Project Evaluation Categories and 
Weights

93

PRF ScoreEvaluation Criteria Category 
Weight PRF ScorePRF Score PRF ScorePRF Score PRF ScorePRF Score PRF ScorePRF Score PRF ScorePRF Score
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PROJECT PRIORITIZATION WORKSHEET

Regulatory compliance and/or flow-pressure 
objectives for public health & safety (including fire) 10

Staff safety and working environment 10

Reliability - remaining useful life, condition, 
accessibility 9

Redundancy - distribution system or treatment 8

O&M Cost Efficiency 8
Increased local water usage 7

Water quality enhancement                    
(Taste and Odor) 7

Enhanced operational control 6

Expansion of water supply portfolio 6

Availability of outside funding support 5
TOTAL SCORE

Capital Improvement Project Evaluation Categories and 
Weights

Evaluation Criteria Category 
Weight

N-11 Project N-12 Project N-13 Project N-14 Project N-15 Project J-904 N-16 Project N-17 Project N-18 Project N-19 Project J-602

PRS 7, 
Removal

Fireflow 
Enhancement 

Pipeline 

Fairbanks 
Ranch 

Redundancy 

East of I-5 
Redundancy 

I-5 Crossing 
Redundancy 

Via de Fortuna 
Pipeline 

Government 
Road Pipeline 

Lago Lindo 
Pipeline 

Marview, 
Canyon, 
Glencrest 
Pipeline 

Orangeburg 
Lateral 

Replacement

Larrick Pump 
Station

0 0 3 30 0 0 0 0 2 20 0 0 3 30 0 0 0 0 0

2 20 0 0 0 0 2 20 0 0 1 10 0 0 2 20 0 0 0

0 0 2 18 0 0 2 18 1 9 3 27 3 27 3 27 0 0 0

0 0 0 0 3 24 2 16 3 24 0 0 0 0 0 0 0 0 0

2 16 0 0 0 0 0 0 0 0 0 0 0 0 1 8 0 0 0
0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0

0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0

0 0 1 6 3 18 1 6 2 12 0 0 0 0 1 6 0 0 0

0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0

0 0 0 0 0 0 0 0 3 15 0 0 0 0 0 0 0 0 0
057 61 0 042 60 80 3736 54

PRF Score PRF ScorePRF Score PRF ScorePRF Score PRF ScorePRF Score PRF ScorePRF Score PRF ScorePRF Score
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PROJECT PRIORITIZATION WORKSHEET

Regulatory compliance and/or flow-pressure 
objectives for public health & safety (including fire) 10

Staff safety and working environment 10

Reliability - remaining useful life, condition, 
accessibility 9

Redundancy - distribution system or treatment 8

O&M Cost Efficiency 8
Increased local water usage 7

Water quality enhancement                    
(Taste and Odor) 7

Enhanced operational control 6

Expansion of water supply portfolio 6

Availability of outside funding support 5
TOTAL SCORE

Capital Improvement Project Evaluation Categories and 
Weights

Evaluation Criteria Category 
Weight

J-706 J-805 J-901 N-20 Project N-21 Project N-22 Project N-23 Project J-301 N-24 Project N-25 Project N-26 Project 

J-706 J-805 Corporate Yard 
Phase 2

Corporate Yard 
Phase 3

Corporate Yard 
Phase 4

Corporate Yard 
Phase 5

Corporate Yard 
Phase 6

REB-Chemical 
& Electrical 

Safety Upgrade

Hydro-
generation 

Facility 
Upgrade

REB-Electrical 
Efficiency 

Improvement 

REB-Solids 
Management 

Project

0 0 0 0 0 0 0 0 3 30 0 0 0 0 0 0

0 0 0 0 0 0 0 0 3 30 3 30 2 20 1 10

0 0 3 27 3 27 3 27 3 27 3 27 2 18 3 27 2 18 1 9

0 0 0 0 0 0 0 0 0 0 0 0 1 8 1 8

0 0 0 0 0 0 0 0 1 8 2 16 2 16 2 16
0 0 0 0 0 0 0 0 0 0 0 0 0 0 3 21

0 0 0 0 0 0 0 0 0 0 0 0 0 0 2 14

0 0 0 0 0 0 0 0 1 6 2 12 1 6 2 12

0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0

0 0 0 0 0 0 0 0 0 0 1 5 0 0 0 0
9027 92 90 6827 27 270 0 27

PRF Score PRF ScorePRF Score PRF ScorePRF Score PRF ScorePRF Score PRF ScorePRF ScorePRF Score PRF Score
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PROJECT PRIORITIZATION WORKSHEET

Regulatory compliance and/or flow-pressure 
objectives for public health & safety (including fire) 10

Staff safety and working environment 10

Reliability - remaining useful life, condition, 
accessibility 9

Redundancy - distribution system or treatment 8

O&M Cost Efficiency 8
Increased local water usage 7

Water quality enhancement                    
(Taste and Odor) 7

Enhanced operational control 6

Expansion of water supply portfolio 6

Availability of outside funding support 5
TOTAL SCORE

Capital Improvement Project Evaluation Categories and 
Weights

Evaluation Criteria Category 
Weight

N-27 Project N-28 Project N-29 Project N-30 Project N-31 Project N-32 Project N-33 Project N-34 Project N-35 Project N-36 Project N-37 Project 

Improved Local 
Water 

Treatment/Disin
fection

SD Reservoir 
Facility 

Improvements

REB-Utility 
Upgrade 
Project

REB-
Demineralizatio
n Preliminary 

Design Report

15" REB Plant 
Drain Line 

Replacement

Rehabilitation 
of 30-inch line 
between SDR 
& REB Plant

SDR Dam 
Seepage 
Recovery 

Recycled Water 
- West Project 1

Recycled Water 
- West Project 2

Recycled Water 
- West Project 3

Recycled Water 
- West Project 4

3 30 0 0 2 20 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0

0 0 3 30 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0

2 18 3 27 2 18 0 0 3 27 3 27 0 0 0 0 0 0 0 0 0 0

2 16 1 8 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0

0 0 2 16 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
3 21 1 7 0 0 3 21 0 0 0 0 0 0 0 0 0 0 0 0 0 0

3 21 1 7 0 0 3 21 0 0 0 0 0 0 0 0 0 0 0 0 0 0

2 12 3 18 0 0 2 12 0 0 0 0 0 0 0 0 0 0 0 0 0 0

0 0 0 0 0 0 1 6 0 0 0 0 3 18 3 18 3 18 3 18 3 18

1 5 0 0 0 0 1 5 0 0 0 0 2 10 2 10 2 10 2 10 2 10
28 28 28 2865 27 27 28123 113 38

PRF ScorePRF Score PRF ScorePRF Score PRF ScorePRF Score PRF ScorePRF Score PRF ScorePRF Score PRF Score
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PROJECT PRIORITIZATION WORKSHEET

Regulatory compliance and/or flow-pressure 
objectives for public health & safety (including fire) 10

Staff safety and working environment 10

Reliability - remaining useful life, condition, 
accessibility 9

Redundancy - distribution system or treatment 8

O&M Cost Efficiency 8
Increased local water usage 7

Water quality enhancement                    
(Taste and Odor) 7

Enhanced operational control 6

Expansion of water supply portfolio 6

Availability of outside funding support 5
TOTAL SCORE

Capital Improvement Project Evaluation Categories and 
Weights

Evaluation Criteria Category 
Weight

N-38 Project N-39 Project N-40 Project N-41 Project 

Recycled Water 
- West Project 5

Recycled Water 
- East Project 1, 
SEJPA Option

Recycled Water 
- East Project 2, 
SEJPA Option

Recycled Water 
- East Project 3, 
SEJPA Option

0 0 0 0 0 0 0 0

0 0 0 0 0 0 0 0

0 0 0 0 0 0 0 0

0 0 0 0 0 0 0 0

0 0 0 0 0 0 0 0
0 0 0 0 0 0 0 0

0 0 0 0 0 0 0 0

0 0 2 12 1 6 0 0

3 18 3 18 3 18 3 18

2 10 2 10 2 10 2 10

PRF Score

40 34 28

PRF Score PRF Score

28

PRF Score
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